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The follo arger is subject to waste discharge requ

Table 1. Dischar  ger Information
Discharger The Paradise Irrigation District 
Name of Facility Paradise Irrigation District Water Treatment Plant 

13888 Pine Needle Drive,  
Magalia, CA  95954 Facilit
Bu

y Address 
tte County 

The U.  Protection A u ard have classified this 
rge a
S. Environmental gency (USEPA) and the Regional Water Q ality Control Bo

discha s a major discharge. 
 

The discharge by the Paradise Irrig
waste discharge requirements 

ation District from the discharge points identified below is subject to 
as set forth in this Order: 

Table 2. Discharge Location 
Discharge 
Point Effluent Description Discharge Point 

Latitude Discharge Point Longitude Receiving Water 

001 Filter backwash water –Old Pont 39 º 48’ 971” N 121 º 34’ 786” W Magalia 
Reservoir 

 

Table 3. Administrative Information 
This Order was adopted by the Regional Water Quality Control Board on: 27 May 2010 
This Order shall become effective on:  27 May 2010 
This Order shall expire on: 01 May 2015 
The Discharger shall file a Report of Waste Discharge in accordance with title 23, 
California Code of Regulations, as application for issuance of new waste discharge 
requirements no later than: 

180 days prior to the Order 
expiration date  

 

THEREFORE, IT IS HEREBY ORDERED, that this -2004-0144 except for 
enforcement purposes, and, in order to meet the provisions contained in division 7 of the CWC (commencing 
with section 13000) and regulations adopted thereunder, and the provisions of the federal CWA and 
regulations and guidelines adopted thereunder, the Discharger shall comply with the requirements in this 
Order. 

I, PAMELA C. CREEDON, Executive Officer, do hereby certify that this Order with all attachments is a full, 
true, and correct copy of an Order adopted by the California Regional Water Quality Control Board, Central 

 Order supercedes Order No. R5

Valley Region, on 27 May 2010. 

                     Original signed by  
 ________________________________________ 

PAMELA C. CREEDON, Executive Officer 
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Limitations and Discharge Requirements 4 

I

The following Discharger is subject to waste discharge requirements as set forth in this 

 
 
. FACILITY INFORMATION 

Order: 

Table 4. Facility Information 
Discharger The Paradise Irrigation District 
Name of Facility dise Irrigation District Water Treatment Plant Para

13888 Pine Needle Drive 
Magalia, CA  95954  Facility Address 
Butte County 

Facility Contact, Title, and 
Phone Terrano, Superintendent, 530 877 3554 Mr. Richard 

Mailing Address PO Box 2409 Paradise, CA  95967 
Type of Facility Publicly Owned Treatment Works  
Facility Design Flow 2.0 mgd discharge 
 
 
I

Region (hereinafter 

ation District (hereinafter Discharger) is currently 
l Pollutant Discharge 

er submitted a 
ated 06 April 2009, and applied for a NPDES permit 

stewater from 
y.  The application 

ittee” in 

to references to the Discharger herein. 

ater treatment 
iltration, polymer 

Discharge Point No. 001 and 002 (see table on cover page) to the Magalia Reservoir/ 
Little Butte Creek , a water of the United States, and a tributary to Butte Creek within 
Butte Creek watershed.  Attachment B provides a map of the area around the Facility.  
Attachment C provides a flow schematic of the Facility. 

C. Legal Authorities.  This Order is issued pursuant to section 402 of the Clean Water Act 
(CWA) and implementing regulations adopted by USEPA and chapter 5.5, division 7 of 
the California Water Code (CWC; commencing with section 13370).  It shall serve as a 
NPDES permit for point source discharges from this facility to surface waters.  This 

I. FINDINGS 

The California Regional Water Quality Control Board, Central Valley 
Regional Water Board), finds: 

A. Background. The Paradise Irrig
discharging pursuant to Order No. R5-2004-0144 and Nationa
Elimination System (NPDES) Permit No. CA 0083488.  The Discharg
Report of Waste Discharge, d
renewal to discharge up to 2.0 mgd of Settled Filter Backwash wa
Paradise Irrigation District Water Treatment Plant, hereinafter Facilit
was deemed complete on 15 June 2009. 

For the purposes of this Order, references to the “discharger” or “perm
applicable federal and state laws, regulations, plans, or policy are held to be equivalent 

B. Facility Description.  The Discharger owns and operates drinking w
plant. The treatment system consists of primary filtration, secondary f
addition, coagulation, flocculation, and chlorination.  Wastewater is discharged from 
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 (WDRs) pursuant to article 4, 

r Board developed 
rt of the application, 

ation.  The Fact 
onale for Order 

requirements, is hereby incorporated into this Order and constitutes part of the Findings 
o incorporated into this 

C section 13389, this 
of CEQA, Public 

 CWA and 
0 of the Code of 

de conditions meeting 
uirements at a minimum, and any more stringent 

ards.   The 
echnology-based 

n accordance with 
 limitations 

1(b) of the CWA 
require that permits include limitations more stringent than 

nts, expressed as 
eve water 

ered the factors listed in 
nale for these 

equirements, is 

ffluent limitations for all 
 or may be discharged at levels that have the reasonable potential to 

cause or contribute to an exceedance of a water quality standard, including numeric and 
narrative objectives within a standard.  Where reasonable potential has been 
established for a pollutant, but there is no numeric criterion or objective for the pollutant, 
WQBELs must be established using:  (1) USEPA criteria guidance under CWA section 
304(a), supplemented where necessary by other relevant information; (2) an indicator 
parameter for the pollutant of concern; or (3) a calculated numeric water quality 
criterion, such as a proposed state criterion or policy interpreting the state’s narrative 
criterion, supplemented with other relevant information, as provided in 
40 CFR 122.44(d)(1)(vi). 

Order also serves as Waste Discharge Requirements
chapter 4, division 7 of the CWC (commencing with section 13260). 

D. Background and Rationale for Requirements.  The Regional Wate
the requirements in this Order based on information submitted as pa
through monitoring and reporting programs, and other available inform
Sheet (Attachment F), which contains background information and rati

for this Order. Attachments A through E and G through J are als
Order. 

E. California Environmental Quality Act (CEQA).  Under CW
action to adopt an NPDES permit is exempt from the provisions 
Resources Code sections 21100-21177. 

F. Technology-based Effluent Limitations.  Section 301(b) of the
implementing USEPA permit regulations at section 122.44, title 4
Federal Regulations (40 CFR 122.44), require that permits inclu
applicable technology-based req
effluent limitations necessary to meet applicable water quality stand
discharge authorized by this Order must meet minimum federal t
requirements based on Best Professional Judgment (BPJ) i
40 CFR 125.3.  A detailed discussion of the technology-based effluent
development is included in the Fact Sheet. 

G. Water Quality-Based Effluent Limitations (WQBELs).  Section 30
and 40 CFR 122.44(d) 
applicable federal technology-based requirements where necessary to achieve 
applicable water quality standards.  This Order contains requireme
a technology equivalence requirement, that are necessary to achi
quality standards.  The Regional Water Board has consid
CWC section 13241 in establishing these requirements.  The ratio
requirements, which consist of tertiary treatment or equivalent r
discussed in the Fact Sheet. 
 
40 CFR 122.44(d)(1)(i) mandates that permits include e
pollutants that are

Limitations and Discharge Requirements 5 
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a Water Quality 
cramento and 

beneficial uses, 
 programs and policies 

 plan.  In addition, the 
 Water Board) 

ith certain 
unicipal or 

ittle Butte Creek as 
 supply; agricultural 

tact water recreation, 
er habitat; cold freshwater habitat; cold 

migration of aquatic organisms; warm spawning, reproduction, and/or early 
g, reproduction, and /or early development; and wildlife 

 

H. Water Quality Control Plans.  The Regional Water Board adopted 
Control Plan, Fourth Edition (Revised September 2009), for the Sa
San Joaquin River Basins  (hereinafter Basin Plan) that designates 
establishes water quality objectives, and contains implementation
to achieve those objectives for all waters addressed through the
Basin Plan implements State Water Resources Control Board (State
Resolution No. 88-63, which established state policy that all waters, w
exceptions, should be considered suitable or potentially suitable for m
domestic supply.  Beneficial uses applicable to Magalia Reservoir/L
a tributary to Butte Creek are as follows: municipal and domestic
supply, hydropower generation; water contact recreation; non-con
including aesthetic enjoyment; warm freshwat

development; cold spawnin
habitat.   

Table 5. Basin Plan Beneficial Uses 
D  Point ischarge Receiving Water Name Beneficial Use(s) 

 
Existing: 
Municipal and domestic supply (MUN); agricultural supply, 
including irrigation and stock watering (AGR); hydropower 

ation (REC-1); non-
freshwater habitat 
); migration of 
R); spawning, 

cold 

generation (POW); water contact recre
contact water recreation (REC-2); warm 
(WARM); cold freshwater habitat (COLD
aquatic organisms, warm and cold (MIG
reproduction, and/or early development, warm and 
(SPWN); and wildlife habitat (WILD). 
 

001/002 Magalia Reservoir  
(Butte Creek) 

 
 Plan includes a list of Water Quality Limited Segments (WQLSs), which are 

 water bodies where 
ity standards even 

FR 130, et seq.).”  
imum federal standards 

ned or allocated a 
jectives can be met 

in the segment.”  Butte Creek is not listed as having WQLS in the 303(d) list of impaired 
water bodies.   

Requirements of this Order specifically implement the applicable Water Quality 
Control Plans. National Toxics Rule (NTR) and California Toxics Rule (CTR).  
USEPA adopted the NTR on 22 December 1992, and later amended it on 4 May 1995 
and 9 November 1999.  About 40 criteria in the NTR applied in California.  On 
18 May 2000, USEPA adopted the CTR.  The CTR promulgated new toxics criteria for 
California and, in addition, incorporated the previously adopted NTR criteria that were 

The Basin
defined as “…those sections of lakes, streams, rivers or other fresh
water quality does not meet (or is not expected to meet) water qual
after the application of appropriate limitations for point sources (40 C
The Basin Plan also states, “Additional treatment beyond min
will be imposed on dischargers to WQLSs.  Dischargers will be assig
maximum allowable load of critical pollutants so that water quality ob

Limitations and Discharge Requirements 6 
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ter Board adopted the 
 Waters, Enclosed 

.  The SIP 
ant criteria 

ority pollutant 
in Plan.  The SIP became 

ed amendments to the SIP on 
 establishes 

and provisions for 
. 

PDES permit 
ction 301 and with 
tate Water Board’s 

 
 for new, revised, or 

nce with a TMDL.  All 
ed ten years 

on of the applicable 
 schedule.  The 
liance schedule, but 

le Order pursuant to CWC section 13300 or a Cease and 
Desist Order pursuant to CWC section 13301 where it finds that the discharger is 

rd will consider the 
e a compliance 
Policy, should 

 schedule that is as 
or effluent limit 

 one year, the Order 
ameter and interim 

rim milestone. The 
, such as pollutant 

nce 
schedules and interim effluent limitations for aluminum.  A detailed discussion of the 
basis for the compliance schedule(s) and interim effluent limitation(s) and/or discharge 
specifications is included in the Fact Sheet   

K. Alaska Rule.  On 30 March 2000, USEPA revised its regulation that specifies when 
new and revised state and tribal water quality standards become effective for CWA 
purposes. (40 CFR 131.21 and 65 FR 24641 (27 April 2000).)  Under the revised 
regulation (also known as the Alaska rule), new and revised standards submitted to 
USEPA after 30 May 2000, must be approved by USEPA before being used for CWA 

applicable in the state.  The CTR was amended on 13 February 2001. These rules 
contain water quality criteria for priority pollutants. 

I. State Implementation Policy.  On 2 March 2000, the State Wa
Policy for Implementation of Toxics Standards for Inland Surface
Bays, and Estuaries of California (State Implementation Policy or SIP)
became effective on 28 April 28 2000 with respect to the priority pollut
promulgated for California by USEPA through the NTR and to the pri
objectives established by the Regional Water Board in the Bas
effective on 18 May 2000 with respect to the priority pollutant criteria promulgated by 
USEPA through the CTR.  The State Water Board adopt
24 February 2005 that became effective on 13 July 2005.  The SIP
implementation provisions for priority pollutant criteria and objectives 
chronic toxicity control.  Requirements of this Order implement the SIP

J. Compliance Schedules and Interim Requirements.  In general, an N
must include final effluent limitations that are consistent with CWA se
40 CFR 122.44(d).  There are exceptions to this general rule.  The S
Policy for Compliance Schedules in National Pollutant Discharge Elimination System
Permits (Compliance Schedule Policy) allows compliance schedules
newly interpreted water quality objectives or criteria, or in accorda
compliance schedules must be as short as possible, and may not exce
from the effective date of the adoption, revision, or new interpretati
water quality objective or criterion, unless a TMDL allows a longer
Regional Water Board, however, is not required to include a comp
may issue a Time Schedu

violating or threatening to violate the permit. The Regional Water Boa
merits of each case in determining whether it is appropriate to includ
schedule in a permit, and, consistent with the Compliance Schedule 
consider feasibility of achieving compliance, and must impose a
short as possible to achieve compliance with the objectives, criteria, 
based on the objective or criteria. 

Where a compliance schedule for a final effluent limitation exceeds
must include interim numeric limitations for that constituent or par
milestones and compliance reporting within 14 days after each inte
permit may also include interim requirements to control the pollutant
minimization and source control measures.  This Order does include complia

Limitations and Discharge Requirements 7 
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ct and submitted to 
PA by 30 May 2000 may be used for CWA purposes, whether or not approved by 

er contains both 
llutants.  The 

e solids, total 
suspended solids, and total residual chlorine.  The WQBELs consist of restrictions on 

sed requirements.   

r quality 
ral policy.  The 

tate Water Board 
antidegradation 

lution No. 68-16 requires 
ed on 

s discussed in detail 
ntidegradation 

Section 303(d)(4) and sections 402(o)(2)(A) and 
ibit backsliding in 
limitations in a 
th some 

 stringent as the 

This Order does not authorize any act that results in the 
 prohibited, or 

red Species Act 
red Species Act 

liance with effluent 
r requirements to protect the beneficial uses of 

requirements for recording and reporting monitoring results.  CWC sections 13267 and 
13383 authorize the Regional Water Board to require technical and monitoring reports.  
The Monitoring and Reporting Program establishes monitoring and reporting 
requirements to implement federal and State requirements.  The Monitoring and 
Reporting Program is provided in Attachment E. 

P. Standard and Special Provisions.  Standard Provisions, which apply to all NPDES 
permits in accordance with 40 CFR 122.41, and additional conditions applicable to 
specified categories of permits in accordance with 40 CFR 122.42, are provided in 

purposes.  The final rule also provides that standards already in effe
USE
USEPA. 

L. Stringency of Requirements for Individual Pollutants.  This Ord
technology-based effluent limitations and WQBELs for individual po
technology-based effluent limitations consist of restrictions on settleabl

dichlorobromomethane, aluminum, and pH. This Order’s technology-based pollutant 
restrictions implement the minimum, applicable federal technology-ba

Antidegradation Policy.  40 CFR 131.12 requires that the state wate
standards include an antidegradation policy consistent with the fede
State Water Board established California’s antidegradation policy in S
Resolution No. 68-16.  Resolution No. 68-16 incorporates the federal 
policy where the federal policy applies under federal law.  Reso
that existing quality of waters be maintained unless degradation is justified bas
specific findings.  The Regional Water Board’s Basin Plan implements, and incorporates 
by reference, both the state and federal antidegradation policies.  A
in the Fact Sheet, the permitted discharge is consistent with the a
provision of 40 CFR 131.12 and Resolution No. 68-16. 

M. Anti-Backsliding Requirements.  
(B)(i)  of the CWA and federal regulations at 40 CFR 122.44(l) proh
NPDES permits.  These anti-backsliding provisions require effluent 
reissued permit to be as stringent as those in the previous permit, wi
exceptions. All effluent limitations in this Order are at least as
effluent limitations in Order No. R5-2004-0144 . 

N. Endangered Species Act. 
taking of a threatened or endangered species or any act that is now
becomes prohibited in the future, under either the California Endange
(Fish and Game Code sections 2050 to 2097) or the Federal Endange
(16 U.S.C.A. sections 1531 to 1544).  This Order requires comp
limits, receiving water limits, and othe
waters of the state. The discharger is responsible for meeting all requirements of the 
applicable Endangered Species Act. 

O. Monitoring and Reporting.  40 CFR 122.48 requires that all NPDES permits specify 

Limitations and Discharge Requirements 8 
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Limitations and Discharge Requirements 9 

egional Water 

 Order is provided in the Fact Sheet. 

 Order are 
ement state law only.  These provisions/requirements are not required 

or authorized under the federal CWA; consequently, violations of these 
 that are available 

ification of Interested Parties.  The Regional Water Board has notified the 

 written comments 

Order. 

 a public meeting, 
ils of the Public 

THEREFORE, IT IS HEREBY ORDERED, that this Order supercedes Order                    
No. R5-2004-0144 except for enforcement purposes, and, in order to meet the provisions 
contained in division 7 of the CWC (commencing with section 13000) and regulations 
adopted thereunder, and the provisions of the federal CWA and regulations and guidelines 
adopted thereunder, the Discharger shall comply with the requirements in this Order. 

Attachment D.  The discharger must comply with all standard provisions and with those 
additional conditions that are applicable under 40 CFR 122.42.  The R
Board has also included in this Order special provisions applicable to the Discharger.  A 
rationale for the special provisions contained in this

Q. Provisions and Requirements Implementing State Law.  The 
provisions/requirements in sections IV.B, IV.C, V.B, and VI.C.1of this
included to impl

provisions/requirements are not subject to the enforcement remedies
for NPDES violations. 

R. Not
Discharger and interested agencies and persons of its intent to prescribe WDRs for the 
discharge and has provided them with an opportunity to submit their
and recommendations.  Details of notification are provided in the Fact Sheet of this 

S. Consideration of Public Comment.  The Regional Water Board, in
heard and considered all comments pertaining to the discharge.  Deta
Hearing are provided in the Fact Sheet. 
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Limitations and Discharge Requirements 10 

I

manner different from that described in the 

except as allowed by 

 defined in section 

antly diminish the 
bility to comply with this Order.  Pollutant-free wastewater means rainfall, 

 of pollutants. 

E. Neither the discharge nor its treatment shall create a pollution as defined in section 

ent operations to surface waters is 

harge of hazardous or toxic substances, which may include laboratory and 
water treatment chemicals, solvents, or petroleum products (including oil, grease, 
gasoline and diesel) to surface waters or groundwater is prohibited. 

H. Discharge of hazardous waste, as defined at Title 23, Division 3, Chapter 15, Article 2, 
Section 2521 of the CCR or designated waste, as defined at Section 13173 of the CWC, 
is prohibited. 

 

 
 
II. DISCHARGE PROHIBITIONS 

A. Discharge of wastewater at a location or in a 
Findings is prohibited. 

B. The by-pass or overflow of wastes to surface waters is prohibited, 
Federal Standard Provisions I.G. and I.H. (Attachment D). 

C. Neither the discharge nor its treatment shall create a nuisance as
13050 of the CWC. 

D. The Discharger shall not allow pollutant-free wastewater to be discharged into the 
collection, treatment, and disposal system in amounts that signific
system’s capa
groundwater, cooling waters, and condensates that are essentially free

13050 of the CWC. 

F. The Discharge of untreated wastes from water treatm
prohibited. 

G. The disc
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Limitations and Discharge Requirements 11 

IV. EFFLUENT LIMITATIONS AND DISCHARGE SPECIFICATIONS 

 
001 

a. The Discharger shall maintain compliance with the following effluent limitations at 
 No e measured at Monitoring Location 

EFF- s nd Reporting Program: 

 
 

A. Effluent Limitations – Discharge Point No. D-

1. Final Effluent Limitations – Discharge Point No. D-001 

Discharge Point . D-001, with complianc
 M001 a  described in the onitoring a

Table 6. Final Eff t Li ationluen mit s 
Effluent Limitations 

Parameter Units Av ge era
Monthly 

Maximum 
Daily 

Instantaneo s u
Minimum Instantaneous Maximum 

Total Settleable Solid mL/L 0.1 0   s .2 

mg/L 30 50   
Total Suspended Solids 

lbs 1 83    /day 500 4
Total Residual Chlorine mg/L 0.01 0.02   

pH units   standard 6.0 9.0 

Aluminum, Total 
Recov 2

ug/L 77.2 123   erable  
Dichlorobr  omomethane3 ug/L 0.56 1.12  
1 Based on a de
2 See interi
3 See interi

sign flow of 2.0 mgd. 
m limits below in Section IV.A.2. 
m limits in Time Schedule Order No. R5-2010-0057. 
. 

b. Acute Whole Effluent Toxicity. Survival of aquatic organism
bioassays of undiluted waste shall be no less than: 

s in 96-hour 

 for any one bioassay; and 

hronic toxicity in the 

d. Average Dry Weather Flow. The average dry weather discharge flow shall not 
exceed 2.0mgd. 

2. Interim Effluent Limitations  

Effective immediately and ending on permit expiration, the Discharger shall maintain 
compliance with the following limitations at Discharge Point No. D-001 with 
compliance measured at Monitoring Location EFF-001 as described in the 
Monitoring and Reporting Program. These interim effluent limitations shall apply in 

i. 70%, minimum
ii. 90%, median for any three consecutive bioassays. 

c. Chronic Whole Effluent Toxicity.  There shall be no c
effluent discharge. 



PARADISE IRRIGATION DISTRICT ORDER NO. R5-2010-0057  
PARADISE WATER TREATMENT PLANT NPDES NO. CA0083488 
 
 

 

t limitations specified for the same parameters 
during the time period indicated in this provision. 

 

lieu of the corresponding final effluen

Table 7. Interim E nt Li nsfflue mitatio  
Effluent s  Limitation

Parameter Units Average 
Monthly 

Maximum 
Daily 

Instantaneous Instantaneous 
Minimum Maximum 

Aluminum ug/L -- 704 -- -- 
 

 

. Settling/DryinB g Pond Specifications 

ction 2521(a) of Title 

2 d maintained to 
p ith a 100-year return frequency. 

3. The settling pond shall be managed to prevent breeding of mosquitoes, in particular, 

 and irregularities are 

b. Weeds shall be minimized. 

all not accumulate on the water surface. 

5. Objectionable odors originating at this Facility shall not be perceivable beyond the 
limits of the wastewater treatment and disposal areas (or property owned by the 
Discharger). 

6. The freeboard in the settling pond shall never be less than two feet as measured from 
the water surface to the lowest point of overflow. 

C.  Reclamation Specifications – NA 

 

1. The discharge of waste classified as "hazardous" as defined in se
23, CCR, or "designated", as defined in section 13173 of the CWC, to the settling 
pond is prohibited. 

. The treatment facilities shall be designed, constructed, operated, an
revent inundation or washout due to floods w

a. An erosion control program should assure that small coves
not created around the perimeter of the water surface; 

4. Dead algae, vegetation, and debris sh

Limitations and Discharge Requirements 12 
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V MITATIONS 

 based on water quality objectives contained in the Basin 
se the following 

ation, based on a minimum of not less than five 
 200 MPN/100 mL, 

ples taken during 
 period to exceed 400 MPN/100 mL.   

stances which 
that cause nuisance or adversely affect 

stituents. Chemical constituents to be present in concentrations that 

 Discoloration that causes nuisance or adversely affects beneficial uses. 

5. Dissolved gen: 

a. The monthly median of the mean daily dissolved oxygen concentration to fall 

ll below 75 percent of 

hat cause nuisance 
or adversely affect beneficial uses. 

ting on the surface 
 

8. pH. The pH to be depressed below 6.5, raised above 8.5, nor changed by more than 
0.5  units.  A 1-month averaging period may be applied when calculating the pH 
change of 0.5 units. 

9. Radioactivity: 

a. Radionuclides to be present in concentrations that are harmful to human, plant, 
animal, or aquatic life nor that result in the accumulation of radionuclides in the 

 
 

. RECEIVING WATER LI

A. Surface Water Limitations 

Receiving water limitations are
Plan and are a required part of this Order.  The discharge shall not cau
in Magalia Reservoir/ Little Butte Creek. 

1. Bacteria. The fecal coliform concentr
samples for any 30-day period, to exceed a geometric mean of
nor more than 10 percent of the total number of fecal coliform sam
any 30-day

2. Biostimulatory Substances. Water to contain biostimulatory sub
promote aquatic growths in concentrations 
beneficial uses.   

3. Chemical Con
adversely affect beneficial uses.   

4. Color.

Oxy

below 85 percent of saturation in the main water mass; 

b. The 95 percentile dissolved oxygen concentration to fa
saturation; nor 

c. The dissolved oxygen concentration to be reduced below 5.0 mg/L at any time.   

6. Floating Material. Floating material to be present in amounts t

7. Oil and Grease. Oils, greases, waxes, or other materials to be present in 
concentrations that cause nuisance, result in a visible film or coa
of the water or on objects in the water, or otherwise adversely affect beneficial uses.
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food web to an extent that presents a hazard to human, plant, animal, or aquatic 

sent in excess of the maximum contaminant levels 

13. Suspended Sediments. d and suspended sediment 
as to cause 

 be present in concentrations that result in 
the deposition of material that causes nuisance or adversely affects beneficial uses. 

entrations that 

 be present in 
sh flesh or other edible 

adversely affect 
   

ure to be increased by more than 5°F.  

bination, in 
concentrations that produce detrimental physiological responses in human, plant, 

a. Where natural turbidity is less than 1 Nephelometric Turbidity Unit (NTU), 
eed 2 NTUs; 

all not exceed 1 
; 

tween 5 and 50 NTUs, increases shall not exceed 20 
percent; 

d. Where natural turbidity is between 50 and 100 NTUs, increases shall not exceed 
10 NTUs; nor 

e. Where natural turbidity is greater than 100 NTUs, increases shall not exceed 10 
percent.  

B. Groundwater Limitations – Not Applicable 

life.  

b. Radionuclides to be pre
specified in Table 4 (MCL Radioactivity) of Section 64443 of Title 22 of the 
California Code of Regulations.   

 The suspended sediment loa
discharge rate of surface waters to be altered in such a manner 
nuisance or adversely affect beneficial uses. 

14. Settleable Substances. Substances to

15. Suspended Material. Suspended material to be present in conc
cause nuisance or adversely affect beneficial uses. 

16. Taste and Odors. Taste- or odor-producing substances to
concentrations that impart undesirable tastes or odors to fi
products of aquatic origin, or that cause nuisance, or otherwise 
beneficial uses.

17. Temperature. The natural temperat

18. Toxicity. Toxic substances to be present, individually or in com

animal, or aquatic life. 

19. Turbidity.  The turbidity to increase as follows:  

controllable factors shall not cause downstream turbidity to exc

b. Where natural turbidity is between 1 and 5 NTUs, increases sh
NTU

c. Where natural turbidity is be

Limitations and Discharge Requirements 14 
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Limitations and Discharge Requirements 15 

ederal NPDES standard 
 Attachment D of this Order. 

2. 

ter treatment plant is publicly owned or subject to 
ll be supervised and 

Title 23, CCR, division 3, chapter 26. 

e terminated or 

r; 

g to disclose fully all 
relevant facts; 

e of discharge. 

romulgated under section 
ich the permit was 

 standards or 
sued. 

tion to incorporate a 
e, to revise an 

22.62(a)(1), a 
change in the Discharger’s sludge use or disposal practice is a cause for 
modification of the permit.  It is cause for revocation and reissuance if the 
Discharger requests or agrees. 

The Regional Water Board may review and revise this Order at any time upon 
application of any affected person or the Regional Water Board's own motion. 

c. If a toxic effluent standard or prohibition (including any scheduled compliance 
specified in such effluent standard or prohibition) is established under section 
307(a) of the CWA, or amendments thereto, for a toxic pollutant that is present in 

 
 
VI. PROVISIONS 

A. Standard Provisions 

1. The Discharger shall comply with all Standard Provisions (f
conditions from 40 CFR Part 122) included in

The Discharger shall comply with the following provisions: 

a. If the Discharger’s wastewa
regulation by California Public Utilities Commission, it sha
operated by persons possessing certificates of appropriate grade according to 

b. After notice and opportunity for a hearing, this Order may b
modified for cause, including, but not limited to: 

i. violation of any term or condition contained in this Orde

ii. obtaining this Order by misrepresentation or by failin

iii. a change in any condition that requires either a temporary or permanent 
reduction or elimination of the authorized discharge; and 

iv. a material change in the character, location, or volum

The causes for modification include: 

• New regulations.  New regulations have been p
405(d) of the CWA, or the standards or regulations on wh
based have been changed by promulgation of amended
regulations or by judicial decision after the permit was is

• Land application plans.  When required by a permit condi
land application plan for beneficial reuse of sewage sludg
existing land application plan, or to add a land application plan. 

• Change in sludge use or disposal practice.  Under 40 CFR 1
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n is more 
er, the Regional Water 

 in accordance with such toxic effluent 

 effluent standards and prohibitions within the 
or prohibitions, 

lternately revoked and reissued, to comply with 
ed under sections 

), 304(b)(2), and 307(a)(2) of the CWA, if the effluent 
standard or limitation so issued or approved: 

 than any effluent 

also contain any 

 this Order is found 
d. 

 adverse effects to 
aters resulting from any discharge or 

teps shall include 
rmine the nature 

pact of the non-complying discharge or sludge use or disposal. 

re compliance with any existing or future pretreatment 
 CWA, or amendment 

l shall be familiar with 

i. Safeguard to electric power failure: 

i. The Discharger shall provide safeguards to assure that, should there be 
reduction, loss, or failure of electric power, the discharge shall comply with 
the terms and conditions of this Order. 

ii. Upon written request by the Regional Water Board the Discharger shall 
submit a written description of safeguards.  Such safeguards may include 
alternate power sources, standby generators, retention capacity, operating 
procedures, or other means.  A description of the safeguards provided shall 

the discharge authorized herein, and such standard or prohibitio
stringent than any limitation upon such pollutant in this Ord
Board will revise or modify this Order
standard or prohibition. 
 
The Discharger shall comply with
time provided in the regulations that establish those standards 
even if this Order has not yet been modified. 

d. This Order shall be modified, or a
any applicable effluent standard or limitation issued or approv
301(b)(2)(C) and (D

i. contains different conditions or is otherwise more stringent
limitation in the Order; or 

ii. controls any pollutant limited in the Order. 

The Order, as modified or reissued under this paragraph, shall 
other requirements of the CWA then applicable. 

e. The provisions of this Order are severable.  If any provision of
invalid, the remainder of this Order shall not be affecte

f. The Discharger shall take all reasonable steps to minimize any
waters of the State or users of those w
sludge use or disposal in violation of this Order.  Reasonable s
such accelerated or additional monitoring as necessary to dete
and im

g. The Discharger shall ensu
standard promulgated by USEPA under section 307 of the
thereto, for any discharge to the municipal system. 

h. A copy of this Order shall be maintained at the discharge facility and be available 
at all times to operating personnel. Key operating personne
its content. 
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of power failures 
n the capability of 

adequacy of the safeguards is subject to the approval of the Regional Water 

d not approve the 

ting safeguards 
SEPA a schedule 

y with the terms 
all, upon approval 

rder. 

j. Board, shall file with 
ical report on its preventive (failsafe) and contingency (cleanup) 

g the effect of such 
r Regional Water 

his Order. 

ources of spills, leaks, untreated waste by-pass, and 
ower outage, waste 

nks and pipes 

edures and state 

d final dates when 

t, may establish 
harges and to 

orporated as 
part of this Order, upon notice to the Discharger. 

k. A publicly owned treatment works whose waste flow has been increasing, or is 
projected to increase, shall estimate when flows will reach hydraulic and 
treatment capacities of its treatment and disposal facilities.  The projections shall 
be made in January, based on the last 3 years' average dry weather flows, peak 
wet weather flows and total annual flows, as appropriate.  When any projection 
shows that capacity of any part of the facilities may be exceeded in 4 years, the 
Discharger shall notify the Regional Water Board by 31 January.  A copy of the 

include an analysis of the frequency, duration, and impact 
experienced over the past 5 years on effluent quality and o
the Discharger to comply with the terms and conditions of the Order. The 

Board. 

iii. Should the treatment works not include safeguards against reduction, loss, or 
failure of electric power, or should the Regional Water Boar
existing safeguards, the Discharger shall, within 90 days of having been 
advised in writing by the Regional Water Board that the exis
are inadequate, provide to the Regional Water Board and U
of compliance for providing safeguards such that in the event of reduction, 
loss, or failure of electric power, the Discharger shall compl
and conditions of this Order. The schedule of compliance sh
of the Regional Water Board, become a condition of this O

The Discharger, upon written request of the Regional Water 
the Board a techn
plans for controlling accidental discharges, and for minimizin
events. This report may be combined with that required unde
Board Standard Provision contained in section VI.A.2.i. of t

The technical report shall: 

i. Identify the possible s
contaminated drainage.  Loading and storage areas, p
treatment unit outage, and failure of process equipment, ta
should be considered. 

ii. Evaluate the effectiveness of present facilities and proc
when they became operational. 

iii. Predict the effectiveness of the proposed facilities and procedures and 
provide an implementation schedule containing interim an
they will be constructed, implemented, or operational. 

The Regional Water Board, after review of the technical repor
conditions which it deems necessary to control accidental disc
minimize the effects of such events. Such conditions shall be inc

Limitations and Discharge Requirements 17 
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cal permitting 
the Discharger shall 
lumes from 

exceeding capacity or how it will increase capacity to handle the larger flows.  
 the report. 

 the Executive 
ing, investigation, 

tion and proper 
ed by or under 

 pursuant to California 
5.1.  To 

15 and 3065, all technical 
tain a statement of the qualifications of the responsible 

d technical 
 professional(s) in 

ch that all work can be clearly attributed to the professional 

f this permit under 
to, sections 13385, 

e in the point of 
er that results in a 
r must file a 
nd receive 

ply or will be unable to comply for any 
n, or receiving water 

e Regional Water 
 knowledge of such 
ithin 5 days, unless 

n.  The written notification shall 

, or violation of 
other applicable laws or regulations governing discharges from this facility, may 
subject the Discharger to administrative or civil liabilities, criminal penalties, 
and/or other enforcement remedies to ensure compliance.  Additionally, certain 
violations may subject the Discharger to civil or criminal enforcement from 
appropriate local, state, or federal law enforcement entities. 

q. In the event of any change in control or ownership of land or waste discharge 
facilities presently owned or controlled by the Discharger, the Discharger shall 
notify the succeeding owner or operator of the existence of this Order by letter, a 

notification shall be sent to appropriate local elected officials, lo
agencies and the press.  Within 120 days of the notification, 
submit a technical report showing how it will prevent flow vo

The Regional Water Board may extend the time for submitting

l. The Discharger shall submit technical reports as directed by
Officer.  All technical reports required herein that involve plann
evaluation, or design, or other work requiring interpreta
application of engineering or geologic sciences, shall be prepar
the direction of persons registered to practice in California
Business and Professions Code, sections 6735, 7835, and 783
demonstrate compliance with Title 16, CCR, sections 4
reports must con
registered professional(s).  As required by these laws, complete
reports must bear the signature(s) and seal(s) of the registered
a manner su
responsible for the work. 

m. The Regional Water Board is authorized to enforce the terms o
several provisions of the CWC, including, but not limited 
13386, and 13387. 

n. For publicly owned treatment works, prior to making any chang
discharge, place of use, or purpose of use of treated wastewat
decrease of flow in any portion of a watercourse, the Discharge
petition with the State Water Board, Division of Water Rights, a
approval for such a change.  (CWC section 1211). 

o. In the event the Discharger does not com
reason, with any prohibition, maximum daily effluent limitatio
limitation contained in this Order, the Discharger shall notify th
Board by telephone (530) 224-4845 within 24 hours of having
noncompliance, and shall confirm this notification in writing w
the Regional Water Board waives confirmatio
include the information required by the Standard Provision contained in 
Attachment D section V.E.1. [40 CFR 122.41(l)(6)(i)]. 

p. Failure to comply with provisions or requirements of this Order

Limitations and Discharge Requirements 18 
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l Water Board. 

er or operator must 
of the Order.  The 
 the state of 

 of the persons 
tatement.  The 

ation requirements in the 
ate that the new 

es full responsibility for compliance with this Order.  
be considered a discharge without 

requirements, a violation of the CWC.  Transfer shall be approved or disapproved 

d Reporting Program Requirements 

ll comply with the Monitoring and Reporting Program, and future 

C. Special 

1. R

a ecessitate a major modification of a permit are described in 

If new or amended applicable water quality standards are promulgated or 
nts thereto, this 

the new or 

of permit issuance, 
have justified different permit conditions at the time of issuance. 

 and reissuance, as a 
d by special 
y be, but are not 
ng requirements 

requirements may be included in this Order as a result of the special condition 
monitoring data. 

c. Mercury. If mercury is found to be causing toxicity based on acute or chronic 
toxicity test results, or if a TMDL program is adopted, this Order shall be 
reopened and the interim mass effluent limitation modified (higher or lower) or an 
effluent concentration limitation imposed.  If the Regional Water Board 
determines that a mercury offset program is feasible for Dischargers subject to a 
NPDES permit, then this Order may be reopened to reevaluate the interim 

copy of which shall be immediately forwarded to the Regiona
 
To assume operation under this Order, the succeeding own
apply in writing to the Executive Officer requesting transfer 
request must contain the requesting entity's full legal name,
incorporation if a corporation, address and telephone number
responsible for contact with the Regional Water Board and a s
statement shall comply with the signatory and certific
federal Standard Provisions (Attachment D, section V.B) and st
owner or operator assum
Failure to submit the request shall 

in writing by the Executive Officer. 

B. Monitoring an

The Discharger sha
revisions thereto, in Attachment E of this Order. 

Provisions 

eopener Provisions 

. Conditions that n
40 CFR 122.62, including: 

i. 
approved pursuant to section 303 of the CWA, or amendme
permit may be reopened and modified in accordance with 
amended standards. 

ii. When new information, that was not available at the time 
would 

b. This Order may be reopened for modification, or revocation
result of the detection of a reportable priority pollutant generate
conditions included in this Order.  These special conditions ma
limited to, fish tissue sampling, whole effluent toxicity, monitori
on internal waste stream(s), and monitoring for surrogate parameters.  Additional 
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ass loading limitation(s) and the need for a mercury offset program for 

valuation (TRE), 
ion, a new acute 

city control provisions 
that would require the establishment of numeric chronic toxicity effluent 

hronic toxicity 

t WER of 1.0 has 
cable priority 

-to-total metal 
water quality objectives from dissolved to 

scharger performs 
ific dissolved-to-total 

lude new effluent 

mercury m
the Discharger. 

d. Whole Effluent Toxicity. As a result of a Toxicity Reduction E
this Order may be reopened to include a chronic toxicity limitat
toxicity limitation, and/or a limitation for a specific toxicant identified in the TRE.  
Additionally, if the State Water Board revises the SIP’s toxi

limitations, this Order may be reopened to include a numeric c
effluent limitation based on the new provisions.  

e. Water Effects Ratios (WER) and Metal Translators. A defaul
been used in this Order for calculating CTR criteria for appli
pollutant inorganic constituents.  In addition, default dissolved
translators have been used to convert 
total recoverable when developing effluent limitations.  If the Di
studies to determine site-specific WERs and/or site-spec
metal translators, this Order may be reopened to modify or inc
limitations for the applicable inorganic constituents. 

f. Aluminum Site-Specific Studies.  The Discharger may be r
and submit a report on the results of aluminum site-specific
Discharger does not eliminate the discharge to surface water 
years.  The studies would be required to determine appropri
necessary to protect downstream aquatic life beneficial uses
also be utilized to determine if the conditions (pH and hardness of the receiving 

equired to complete 
 studies if the 

within the next five 
ate aluminum levels 
.  The studies could 

sed upon are 
s can present 

 200 ug/L in lieu of 
ort on the 
 revision of the 

 the Discharger to 
 site-specific studies to 
tect downstream 

d to the Regional 
sed on a review of 

the results of the report on the salinity/EC site-specific studies this Order may be 
reopened for addition of an effluent limitation and requirements for salinity and/or 
EC. 

h. Groundwater Feasibility.  The Discharger shall perform a groundwater 
monitoring well feasibility study.  The study should focus on the logistics of 
installing monitoring wells and include a discussion on the following:  any 
relevant information from the antidegradation analysis, seasonal groundwater 
levels and gradients, property boundaries, waterways, soil types, adjacent land 

water) that the chronic aquatic life criteria (87 ug/L) are ba
representative of the Discharger's receiving water.  The studie
findings that support the use of the secondary MCL criteria of
the chronic criteria.  Based on a review of the results of the rep
aluminum site-specific studies, this Order may be reopened for
effluent limitations, criteria, and requirements for aluminum. 

g. Salinity/EC Site-Specific Studies.  This Order requires
complete and submit a report on the results of salinity/EC
determine appropriate salinity/EC levels necessary to pro
beneficial uses.  The studies shall be completed and submitte
Water Board as specified in section VI.C.2.d of this Order.  Ba
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nd their potential impact on groundwater quality, and potential well 

toring Requirements 

sin Plan’s 
to conduct chronic 
oring and Reporting 
ion requires the 
e actions to reduce 

ity as described in 
 in accordance 

 the impact of the 
e-specific study 

icity and the 
signed to identify the 

of effluent toxicity, evaluate the effectiveness of 
uent toxicity.  This 

nd submit a TRE 
oxicity monitoring 

Within 90 days of the 
tive date of this Order, the Discharger shall submit to the Regional Water 

er.  The TRE 
urce(s) of, and 

kplan must be 
 and be of adequate detail to 

uired in this 

ater Board an Initial 

should be a one to two page document including, at a minimum: 

(a) A description of the investigation and evaluation techniques that will be 
oxicity, effluent 

atment system efficiency; 

(b) A description of the facility’s methods of maximizing in-house treatment 
efficiency and good housekeeping practices, and a list of all chemicals 
used in operation of the facility; and 

                                           

uses a
locations.     

2. Special Studies, Technical Reports and Additional Moni

a. Chronic Whole Effluent Toxicity.  For compliance with the Ba
narrative toxicity objective, this Order requires the Discharger 
whole effluent toxicity (WET) testing, as specified in the Monit
Program (Attachment E, section V).  Furthermore, this Provis
Discharger to investigate the causes of, and identify correctiv
or eliminate effluent toxicity.  If the discharge exhibits toxic
subsection ii, below, the Discharger is required to initiate a TRE
with an approved TRE Workplan, and take actions to mitigate
discharge and prevent recurrence of toxicity.  A TRE is a sit
conducted in a stepwise process to identify the source(s) of tox
effective control measures for effluent toxicity.  TREs are de
causative agents and sources 
the toxicity control options, and confirm the reduction in effl
Provision includes requirements for the Discharger to develop a
Workplan and includes procedures for accelerated chronic t
and TRE initiation. 

i. Toxicity Reduction Evaluation (TRE) Workplan.  
effec
Board a TRE Workplan for approval by the Executive Offic
Workplan shall outline the procedures for identifying the so
reducing or eliminating effluent toxicity.  The TRE Wor
developed in accordance with USEPA guidance1

allow the Discharger to immediately initiate a TRE as req
Provision. 

ii. Initial Investigative TRE Workplan. Within 90 days of the effective date of 
this Order, the Discharger shall submit to the Regional W
Investigative TRE Workplan for approval by the Executive Officer.  This 

used to identify potential causes and sources of effluent t
variability, and tre

 
1 See the Fact Sheet (Attachment F, section VII.B.2.a. for a list of USEPA guidance documents that must be 

considered in the development of the TRE Workplan.) 
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tification Evaluation 
e contractor). 

 numeric toxicity 
nic toxicity monitoring, and 

r shall initiate 
onitoring 

Specifications.  The Discharger shall initiate a TRE to address effluent toxicity 
onitoring trigger 

ity monitoring 
trigger to initiate a TRE is > 1 TU  (where TU  = 100/NOEC).  The monitoring 

 at which the 
nitiate a TRE 

oxicity monitoring 
s exceeded during regular chronic toxicity testing, the Discharger shall 

n by the laboratory 
 of four (4) chronic 

pecies that exhibited 
ted monitoring and 

itoring tests do not 
 accelerated 

g.  However, 
re is adequate 

e Officer may require 
that the Discharger initiate a TRE. 

 temporary plant 
ons to the facility and 

consecutive 
 Upon confirmation 

moved, the Discharger may cease 
accelerated monitoring and resume regular chronic toxicity monitoring. 

(c) If the result of any accelerated toxicity test exceeds the monitoring trigger, 
the Discharger shall cease accelerated monitoring and begin a TRE to 
investigate the cause(s) of, and identify corrective actions to reduce or 
eliminate effluent toxicity.  Within thirty (30) days of notification by the 
laboratory of any test result exceeding the monitoring trigger during 
accelerated monitoring, the Discharger shall submit a TRE Action Plan to 
the Regional Water Board including, at minimum: 

(c) A discussion of who will conduct the Toxicity Iden
(TIE), if necessary (e.g., an in-house expert or outsid

iii. Accelerated Monitoring and TRE Initiation.  When the
monitoring trigger is exceeded during regular chro
the testing meets all test acceptability criteria, the Discharge
accelerated monitoring as required in the Accelerated M

if any WET testing results exceed the numeric toxicity m
during accelerated monitoring. 

iv. Numeric Toxicity Monitoring Trigger.  The numeric toxic
C C

trigger is not an effluent limitation; it is the toxicity threshold
Discharger is required to begin accelerated monitoring and i
when the effluent exhibits a pattern of toxicity. 

v. Accelerated Monitoring Specifications.  If the numeric t
trigger i
initiate accelerated monitoring within 14 days of notificatio
of the exceedance.  Accelerated monitoring shall consist
toxicity tests conducted once every 2 weeks using the s
toxicity.  The following protocol shall be used for accelera
TRE initiation: 

(a) If the results of four (4) consecutive accelerated mon
exceed the monitoring trigger, the Discharger may cease
monitoring and resume regular chronic toxicity monitorin
notwithstanding the accelerated monitoring results, if the
evidence of a pattern of effluent toxicity, the Executiv

(b) If the source(s) of the toxicity is easily identified (e.g.,
upset), the Discharger shall make necessary correcti
shall continue accelerated monitoring until four (4) 
accelerated tests do not exceed the monitoring trigger. 
that the effluent toxicity has been re
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stigate and identify the 
g schedule; 

(2) Specific actions the Discharger will take to mitigate the impact of the 
ent the recurrence of toxicity; and 

 of the test results, 
ard a detailed TRE 

 the Executive Officer.  The TRE Workplan shall 
 of, and reducing or 
ust be developed in 

 may contain 
contribute to an 
 Discharger shall 

m a groundwater 
the logistics of 

wing:  any 
ation from the antidegradation analysis, seasonal groundwater 

es, adjacent land 
ential well 

rding groundwater 
ll feasibility study 
2) years following 

The Discharger shall complete and submit to 
cific investigation of 

ceiving water (i.e. 
AGR and MUN).  For protection of the AGR beneficial use the study must 

und water quality (surface water 
and groundwater), rainfall, and flooding affect salinity (EC) requirements 

clude, at 
g: 

i. The most salt sensitive crops in areas irrigated with Magalia Reservoir/Little 
Butte Creek waters in the vicinity of the discharge under reasonable worst-
case conditions.   

ii. The sodium adsorption ratio of soils in the affected area. 

                                           

(1) Specific actions the Discharger will take to inve
cause(s) of toxicity, including a TRE WET monitorin

discharge and prev

(3) A schedule for these actions. 

Within sixty (60) days of notification by the laboratory
the Discharger shall submit to the Regional Water Bo
Workplan for approval by
outline the procedures for identifying the source(s)
eliminating effluent toxicity.  The TRE Workplan m
accordance with USEPA guidance1. 

b. Constituent Study. There are indications that the discharge
constituents that have a reasonable potential to cause or 
exceedance of water quality objectives: Aluminum.  The
comply with the following time schedule in Section Vi.C.7.  

c. Groundwater Feasibility Study. The Discharger shall perfor
monitoring well feasibility study.  The study should focus on 
installing monitoring wells and include a discussion on the follo
relevant inform
levels and gradients, property boundaries, waterways, soil typ
uses and their potential impact on groundwater quality, and pot
locations.  The study should include a recommendation rega
monitoring well installation.  The groundwater monitoring we
shall be submitted to the Regional Water Board within two (
permit effective date. 

d. Salinity/EC Site-Specific Study.  
the Regional Water Board a report on the results of a site-spe
appropriate EC levels to protect the beneficial uses of the re

consider how climate, soil chemistry, backgro

necessary to protect the AGR beneficial use.  The study shall in
minimum, the followin

 
1 See the Fact Sheet (Attachment F section VII.B.2.a.) for a list of USEPA guidance documents that must be 

considered in development of the TRE Workplan. 
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e alkalinity of soils to whether site specific conditions would reduce fluoride 

d-induced leaching; and 

ental impacts (such 
 usage, groundwater hydraulics and degraded water 

signation in 

 and the appropriate EC 
servoir/Little Butte 
 and domestic 
l Water Board will 
 re-evaluate 

 secondary MCL for 
MUN in Magalia Reservoir/Little Butte Creek and reopen 

ffluent limitations for EC.  The Discharger 

all ce 

iii. Th
impacts. 

iv. The effects of rainfall and floo

v. The background receiving water quality.   

Based on these factors, as well as economic and environm
as increased irrigation water
quality), the study shall recommend site-specific numeric values for EC that 
provide reasonable protection for the agricultural supply use de
Magalia Reservoir/Little Butte Creek .   

The study shall also evaluate the affects of the discharge
levels for protection of the MUN beneficial use with Magalia Re
Creek waters in the vicinity of the discharge used for municipal
supply under reasonable worst-case conditions.  The Regiona
evaluate the recommendations, select appropriate EC values,
reasonable potential for EC, including consideration of the
EC for the protection of 
the Order, as necessary, to revise e
shall comply with the following time schedul
progress reports sh

e to complete the study and annual 
 be submitted to the Regional Water Board in accordan

with the Monitoring and Reporting Program (Attachment E, Section X.D.1): 

Ta le 8. Salinity/EC Site-S
Task Compli

b pec
ance Date 

ific Study 

1. Submit Workplan and Time Sc
for approval by the Executive Officer.  

lowing effective date of this 
Order. 

hedule Within 6 months fol

2.    Begin Study Within 3 months following RWQCB approval 

3. Complete Study and submit Study 
Report. 

As established by Task 1 

4. task 3 and within 2 
f this order. 

    Submit Study Report 60 days after completion of 
years of the affective date o

 

e. Effluent and Receiving Water Characterization Study.  An effluent and 
receiving water monitoring study is required to ensure adequate information is 
available for the next permit renewal.  Twice during the permit cycle, the 
Discharger shall conduct annually monitoring of the effluent at EFF-001 and of 
the receiving water at RSW-001 for all priority pollutants and other constituents of 
concern as described in Attachment I.  Dioxin and Furan sampling shall be 
performed once during the permit cycle, as described in Attachment J.   

Limitations and Discharge Requirements 24 
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 Pollution Prevention 

r described below 
 when the effluent 

ethods more 
 of whole effluent 

nthic or aquatic 
 the effluent above 
 as DNQ and the 

result is reported as ND 
s described in 

otocols described in the Monitoring and Reporting 

The PMP shall include, but not be limited to, the following actions and submittals 

le priority pollutant(s), 
ke sampling; 

) in the influent to the 
ycle; 

ward the goal of 
taining concentrations of the reportable priority pollutant(s) in the effluent 

ol measures for the 

he Regional Water Board 
including: 

e previous year; 

(b) A list of potential sources of the reportable priority pollutant(s); 

(c) A summary of all actions undertaken pursuant to the control strategy; and 

(d) A description of actions to be taken in the following year. 

4. Construction, Operation and Maintenance Specifications 

a. Settling/Drying Pond Operating Requirements.  

 
 

3. Best Management Practices and

a. Pollutant Minimization Program (PMP) 

The Discharger shall develop and conduct a PMP as furthe
when there is evidence (e.g., sample results reported as DNQ
limitation is less than the MDL, sample results from analytical m
sensitive than those methods required by this Order, presence
toxicity, health advisories for fish consumption, results of be
organism tissue sampling) that a priority pollutant is present in
an effluent limitation and either:  (1) A sample result is reported
effluent limitation is less than the RL; or (2) A sample 
and the effluent limitation is less than the MDL, using definition
Attachment A and reporting pr
Program (Attachment E, section X.B.4). 

acceptable to the Regional Water Board: 

i. An annual review of potential sources of the reportab
which may include fish tissue monitoring and other bio-upta

ii. Annual monitoring for the reportable priority pollutant(s
wastewater treatment system twice during the permit c

iii. Submittal of a control strategy designed to proceed to
main
at or below the effluent limitation; 

iv. Implementation of appropriate cost-effective contr
reportable priority pollutant(s), consistent with the control strategy; and 

v. An annual status report that shall be sent to t

(a) All PMP monitoring results for th
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erated, and 
d to prevent inundation or washout due to floods with a 100-year 

iii es.  In particular, 

l program should assure that small coves and 
 the water surface. 

(b) Weeds shall be minimized. 

late on the water 

lowable wastewater 
 and design seasonal precipitation and ancillary inflow and infiltration 

tion shall be 
100 years, 

tterns.  Freeboard 
 lowest point of 

hall not be less than 2 feet (measured 
 freeboard does not 

pond occurs, and lesser 
r storm water runoff occurring as a 

 100-year recurrence interval, 
or a storm event with an intensity greater than a 25-year, 24-hour storm 

 with the 

t exceed 2.0 mgd. 

viii. The discharge of waste classified as “hazardous” as defined in section 
2521(a) of Title 23, California Code of Regulations (CCR), or “designated”, as 
defined in section 13173 of the CWC, to the treatment ponds is prohibited. 

ix. Objectionable odors originating at this Facility shall not be perceivable beyond 
the limits of the wastewater treatment and disposal areas (or property owned 
by the Discharger). 

x. Ponds shall not have a pH less than 6.0 or greater than 9.0. 

i. The treatment facilities shall be designed, constructed, op
maintaine
return frequency. 

ii. Public contact with wastewater shall be precluded through such means as 
fences, signs, and other acceptable alternatives. 

. Ponds shall be managed to prevent breeding of mosquito

(a) An erosion contro
irregularities are not created around the perimeter of

(c) Dead algae, vegetation, and debris shall not accumu
surface. 

iv. Ponds shall have sufficient capacity to accommodate al
flow
during the non-irrigation season.  Design seasonal precipita
based on total annual precipitation using a return period of 
distributed monthly in accordance with historical rainfall pa
shall never be less than 2 feet (measured vertically to the
overflow). 

v. Freeboard in the settling drying ponds s
vertically to the lowest point of overflow), except if lesser
threaten the integrity of the pond, no overflow of the 
freeboard is due to direct precipitation o
result of annual precipitation with greater than a

event. 

vi. Prior to the onset of the rainy season of each year, available pond storage 
capacity shall at least equal the volume necessary to comply
operating specification contained at section iv above. 

vii. The monthly average discharge flow shall no

Limitations and Discharge Requirements 26 
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 for Municipal Facilities (POTWs Only)-Not Applicable 

6

r solids removed 
ved by the 
lations for 

seq.  Removal for 
 sites (e.g., landfill, composting sites, 

 with valid waste 
ater Board will satisfy these 

s, sumps, ponds, 
ce. 

nfined to the 
 infiltration of 

tituents into soils in a mass or concentration that will violate 
groundwater limitations in section V.B. of this Order.  In addition, the storage 

perty shall be 
t minimizes leachate 

ts into soils in a mass 
ncluded in section 

ly with existing federal and state 
luding permitting requirements and technical 

t regulations 
der may be reopened to incorporate 

ischarger must 
d in 40 CFR Part 503 

is Order. 

b. Biosolids Disposal Requirements 

i. The Discharger shall comply with the Monitoring and Reporting Program for 
biosolids disposal contained in Attachment E. 

ii. Any proposed change in biosolids use or disposal practice from a previously 
approved practice shall be reported to the Executive Officer and USEPA 
Regional Administrator at least 90 days in advance of the change.  

5. Special Provisions

. Other Special Provisions 

a. Sludge/Biosolids Discharge Specifications 

i. Collected screenings, residual sludge, biosolids, and othe
from liquid wastes shall be disposed of in a manner appro
Executive Officer, and consistent with Consolidated Regu
Treatment, Storage, Processing, or Disposal of Solid Waste, as set forth in 
Title 27, CCR, division 2, subdivision 1, section 20005, et 
further treatment, disposal, or reuse at
soil amendment sites) that are operated in accordance
discharge requirements issued by a Regional W
specifications.  

ii. Sludge and solid waste shall be removed from screen
clarifiers, etc. as needed to ensure optimal plant performan

iii. The treatment of sludge generated at the Facility shall be co
Facility property and conducted in a manner that precludes
waste cons

of residual sludge, solid waste, and biosolids on Facility pro
temporary and controlled, and contained in a manner tha
formation and precludes infiltration of waste constituen
or concentration that will violate groundwater limitations i
V.B. of this Order. 

iv. The use and disposal of biosolids shall comp
laws and regulations, inc
standards included in 40 CFR Part 503.  If the State Water Board and the 
Regional Water Board are given the authority to implemen
contained in 40 CFR Part 503, this Or
appropriate time schedules and technical standards. The D
comply with the standards and time schedules containe
whether or not they have been incorporated into th

Limitations and Discharge Requirements 27 
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al of Good Practice 
pplication of Biosolids” developed by the California 

ociation. 

ocated, designed and 

ined to prevent 
 frequency of 100 

l be designed and 
torm water falling on the biosolids storage area 

ith a return frequency of 100 years. 

ed and operated to 

re are indications that the dis ontain constituents that have a 
e cause or  water quality 

objectives: Aluminum.  The Discharger shall comply with the following time schedule 
these constituents’ potential effect in surface waters:  

iii. The Discharger is encouraged to comply with the “Manu
for Agricultural Land A
Water Environment Ass

c. Biosolids Storage Requirements 

i. Facilities for the storage of Class B biosolids shall be l
maintained to restrict public access to biosolids.  

ii. Biosolids storage facilities shall be designed and mainta
washout or inundation from a storm or flood with a return
years. 

iii. Biosolids storage facilities, which contain biosolids, shal
maintained to contain all s
during a rainfall year w

iv. Biosolids storage facilities shall be designed, maintain
minimize the generation of leachate. 

7. Compliance Schedules - Aluminum 

The charge may c
r asonable potential to contribute to an exceedance of

in conducting a study of 

Table  Schedule - Alu
Task  Date 

 9. Compliance minum 
Compliance

i. Submit Method of Compliance ffective date of this 
Workplan/Schedule Order 

Within 6 months after e

ii. Submit and Implement Pollution 
Prevention Plan (PPP)1 for aluminum 

Within 1 year after effective date of this Order 

iii. Progress Reports2 31 January, annually, after approval of work 
plan until final compliance 

iv. Full Compliance  Within 5 years after the permit effective date 
1 The PPP for aluminum shall be prepared and implemented in accordance with CWC section 

13263.3(d)(2) as outlined in the Fact Sheet. 

2 The progress reports shall detail what steps have been implemented towards achieving 
compliance with waste discharge requirements, including studies, construction progress, 
evaluation of measures implemented, and recommendations for additional measures as 
necessary to achieve full compliance by the final compliance date. 
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V

nal effluent 
ments section 
  Compliance with 
ts section Section 
ean of BOD5 and 

TSS in effluent samples collected over a monthly period as a percentage of the 
ximately the same 

th the final effluent 
d-soluble 

A’s Ambient 
r other standard 
xecutive Officer. 

tants (Section 
niques for analyzing 

the minimum levels 
riority pollutants.  
rity and non-
imum levels 

 discharger will be 

eekly monitoring 
 are appropriate 

ositive residual dechlorination agent in the 
hich demonstrates 

lso be used to 
Grab monitoring 
rine residual at or 

tal residual 
d and calibrated in 

 
Any excursion above the 1-hour average or 4-day average total residual chlorine 
effluent limitations is a violation.  If the Discharger conducts continuous monitoring and 
the Discharger can demonstrate, through data collected from a back-up monitoring 
system, that a chlorine spike recorded by the continuous monitor was not actually due 
to chlorine, then any excursion resulting from the recorded spike will not be considered 
an exceedance, but rather reported as a false positive.  Records supporting validation of 
false positives shall be maintained in accordance with Section IV Standard Provisions 
(Attachment D). 

 
 

II. COMPLIANCE DETERMINATION 

A. TSS Effluent Limitations (Section IV.A.1.a). Compliance with the fi
limitations for and TSS required in Limitations and Discharge Require
Section IV.A.1.a shall be ascertained by 24-hour composite samples.
effluent limitations required in Limitations and Discharge Requiremen
IV.A.1.a for percent removal shall be calculated using the arithmetic m

arithmetic mean of the values for influent samples collected at appro
times during the same period. 

B. Aluminum Effluent Limitations (Section IV.A.1.a). Compliance wi
limitations for aluminum can be demonstrated using either total or aci
(inductively coupled plasma/atomic emission spectrometry or inductively coupled 
plasma/mass spectrometry) analysis methods, as supported by USEP
Water Quality Criteria for Aluminum document (EPA 440/5-86-008), o
methods that exclude aluminum silicate particles as approved by the E

C. Maximum Effluent Limitation for priority and non-priority pollu
IV.A.1.a). The Discharger shall use USEPA standard analytical tech
priority pollutants  with a maximum reporting level not to exceed 
listed in Appendix 4 of the SIP (Table 2d), or 0.05 μg/L for non-p
If the analytical result of a single effluent sample is detected for prio
priority pollutants and the result is greater than or equal to the min
listed in Appendix 4 of the SIP, a violation will be flagged and the
considered out of compliance for that single sample.   

D. Total Residual Chlorine Effluent Limitations (Section IV.A.1.a). W
for chlorine residual or for dechlorination agent residual in the effluent
methods for compliance determination.  A p
effluent indicates that chlorine is not present in the discharge, w
compliance with the effluent limitations.  This type of monitoring can a
prove that some chlorine residual exceedances are false positives.  
data showing either a positive dechlorination agent residual or a chlo
below the prescribed limit are sufficient to show compliance with the to
chlorine effluent limitations, as long as the instruments are maintaine
accordance with the manufacturer’s recommendations. 
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e with the 
VI.C.2.a shall constitute 

compliance with effluent limitation IV.A.1.c for chronic whole effluent toxicity. 

 

E. Chronic Whole Effluent Toxicity Effluent Limitation. Complianc
accelerated monitoring and TRE/TIE provisions of Provision 
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Attachment A – Definitions A-1 

A – DEFINITIONS 

Also called the average, is the er of samples.  
For ambient water concentrations, the  follows: 

 Arithmetic mean = μ = Σx / n  Σx is the sum of the measured ambient water 
concentrations, and n is the number of 

tation (AMEL) 
y discharges over a calendar month, calculated as the 

 the number of daily 

kly Effluent Limitation (AWEL) 
eek (Sunday through 

alendar week 
mber of daily discharges measured during that week. 

Those substances taken up by an organism from its surrounding medium through gill 
 and retained in the 

c 
s. 

ndard deviation 
n of the observed values. 

charged over the 
ar day (12:00 am through 11:59 pm) or any 24-hour period that reasonably represents a 

 measurement of 

measurement (e.g., concentration).  

The daily discharge may be determined by the analytical results of a composite sample taken 
over the course of 1 day (a calendar day or other 24-hour period defined as a day) or by the 
arithmetic mean of analytical results from one or more grab samples taken over the course of 
the day. 

For composite sampling, if 1 day is defined as a 24-hour period other than a calendar day, the 
analytical result for the 24-hour period will be considered as the result for the calendar day in 
which the 24-hour period ends. 

 
A.  

ATTACHMENT 
 
Arithmetic Mean (μ) 

sum of measured values divided by the numb
 arithmetic mean is calculated as

where:   

samples. 
 
Average Monthly Effluent Limi
The highest allowable average of dail
sum of all daily discharges measured during a calendar month divided by
discharges measured during that month. 

Average Wee
The highest allowable average of daily discharges over a calendar w
Saturday), calculated as the sum of all daily discharges measured during a c
divided by the nu

Bioaccumulative 

membranes, epithelial tissue, or from food and subsequently concentrated
body of the organism. 

Carcinogeni
Pollutants are substances that are known to cause cancer in living organism

Coefficient of Variation (CV) 
CV is a measure of the data variability and is calculated as the estimated sta
divided by the arithmetic mea

Daily Discharge 
Daily Discharge is defined as either: (1) the total mass of the constituent dis
calend
calendar day for purposes of sampling (as specified in the permit), for a constituent with 
limitations expressed in units of mass or; (2) the unweighted arithmetic mean
the constituent over the day for a constituent with limitations expressed in other units of 
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 are those sample results less than the RL, but greater than or equal to the laboratory’s 

ulation of a water 
d on the allowance of a specified mixing zone.  It is 

 determined through conducting a mixing zone study or 

edit, and ambient 
ion that is used, in conjunction with the coefficient of variation for the 
a, to calculate a long-term average (LTA) discharge concentration.  The 

SEPA guidance 
h 1991, second 

f oceanic water 

ds or outermost harbor works is less than 75 percent of the 
 include, but are not 

males Bay, Drake’s Estero, San Francisco Bay, 
ay, Los Angeles-Long Beach Harbor, Upper and Lower Newport Bay, Mission Bay, 

 or ocean waters. 

tion of the 

lagoons, located at the mouths of streams that 
ixing for fresh and ocean waters.  Coastal lagoons and mouths of streams 

idered estuaries.  
Estuarine waters shall be considered to extend from a bay or the open ocean to a point 

.  Estuarine waters 

12220, Suisun Bay, Carquinez Strait downstream to the Carquinez Bridge, and appropriate 
areas of the Smith, Mad, Eel, Noyo, Russian, Klamath, San Diego, and Otay rivers.  Estuaries 
do not include inland surface waters or ocean waters. 

Inland Surface Waters 
All surface waters of the State that do not include the ocean, enclosed bays, or estuaries. 

Instantaneous Maximum Effluent Limitation 
The highest allowable value for any single grab sample or aliquot (i.e., each grab sample or 
aliquot is independently compared to the instantaneous maximum limitation). 

 
 
Detected, but Not Quantified (DNQ) 
DNQ
MDL. 

Dilution Credit 
Dilution Credit is the amount of dilution granted to a discharge in the calc
quality-based effluent limitation, base
calculated from the dilution ratio or
modeling of the discharge and receiving water. 

Effluent Concentration Allowance (ECA) 
ECA is a value derived from the water quality criterion/objective, dilution cr
background concentrat
effluent monitoring dat
ECA has the same meaning as waste load allocation (WLA) as used in U
(Technical Support Document For Water Quality-based Toxics Control, Marc
printing, EPA/505/2-90-001). 

Enclosed Bays 
Enclosed Bays means indentations along the coast that enclose an area o
within distinct headlands or harbor works.  Enclosed bays include all bays where the narrowest 
distance between the headlan
greatest dimension of the enclosed portion of the bay.  Enclosed bays
limited to, Humboldt Bay, Bodega Harbor, To
Morro B
and San Diego Bay.  Enclosed bays do not include inland surface waters

Estimated Chemical Concentration 
The estimated chemical concentration that results from the confirmed detec
substance by the analytical method below the ML value. 

Estuaries 
Estuaries means waters, including coastal 
serve as areas of m
that are temporarily separated from the ocean by sandbars shall be cons

upstream where there is no significant mixing of fresh water and seawater
included, but are not limited to, the Sacramento-San Joaquin Delta, as defined in CWC section 
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ot (i.e., each grab sample or 
 the instantaneous minimum limitation). 

or 24-hour period).  
ge is calculated as 

the total mass of the pollutant discharged over the day.  For pollutants with limitations 
ssed in other units of measurement, the daily discharge is calculated as the arithmetic 

The middle measurement in a set of data.  The median of a set of data is found by first 
er). If 

en, then the 

n Limit (MDL) 
d reported with 99 
fined in 

ive a recognizable signal 
that is equivalent to 

west calibration standard analyzed by a specific analytical 
he method specified sample weights, volumes, and processing 

for mixing with a 
ter quality criteria can be exceeded without causing adverse 
 

environment is nonexistent or very slow. 

Pollutant Minimization Program (PMP) 
PMP means waste minimization and pollution prevention actions that include, but are not 
limited to, product substitution, waste stream recycling, alternative waste management 
methods, and education of the public and businesses.  The goal of the PMP shall be to reduce 
all potential sources of a priority pollutant(s) through pollutant minimization (control) strategies, 
including pollution prevention measures as appropriate, to maintain the effluent concentration 
at or below the water quality-based effluent limitation.  Pollution prevention measures may be 

 
 
Instantaneous Minimum Effluent Limitation 
The lowest allowable value for any single grab sample or aliqu
aliquot is independently compared to

Maximum Daily Effluent Limitation (MDEL) 
The highest allowable daily discharge of a pollutant, over a calendar day (
For pollutants with limitations expressed in units of mass, the daily dischar

expre
mean measurement of the pollutant over the day. 

Median 

arranging the measurements in order of magnitude (either increasing or decreasing ord
the number of measurements (n) is odd, then the median = X(n+1)/2.  If n is ev
median = (Xn/2 + X(n/2)+1)/2 (i.e., the midpoint between the n/2 and n/2+1). 

Method Detectio
MDL is the minimum concentration of a substance that can be measured an
percent confidence that the analyte concentration is greater than zero, as de
40 CFR Part 136, Attachment B, revised as of 3 July 1999. 

Minimum Level (ML) 
ML is the concentration at which the entire analytical system must g
and acceptable calibration point.  The ML is the concentration in a sample 
the concentration of the lo
procedure, assuming that all t
steps have been followed. 

Mixing Zone 
Mixing Zone is a limited volume of receiving water that is allocated 
wastewater discharge where wa
effects to the overall water body.

Not Detected (ND) 
Sample results which are less than the laboratory’s MDL. 

Persistent Pollutants 
Persistent pollutants are substances for which degradation or decomposition in the 
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ere there is 
 may consider 

implementation of a Pollution Prevention Plan, if required pursuant to CWC section 13263.3(d), 

 use or generation of 
includes, but is not 
ge, and product 

3.3).  Pollution prevention does not 
at merely shift a pollutant in wastewater from one environmental medium to 

an approach are 

er for reporting and 
uded in this Order 

at are selected by 
 with section 2.4.2 

proper application of method-based analytical procedures for sample preparation and the 

ically applied in 

ten.  In such cases, this additional factor must be applied to the ML in the computation of the 

ollection System 
 of a sanitary sewer system owned or operated by a different public agency 

tment facility that a sanitary sewer 

Source of Drinking
Any water designate a  Regional Water Board 
Basin Plan. 

Standard Deviation (σ) 
Standard Deviation is a measure of variability that is calculated as follows: 

    σ = (∑[(x - μ)2]/(n – 1))0.5 
where: 
x is the observed value; 
μ is the arithmetic mean of the observed values; and 
n is the number of samples. 

 

 
 
particularly appropriate for persistent bioaccumulative priority pollutants wh
evidence that beneficial uses are being impacted.  The Regional Water Board
cost effectiveness when establishing the requirements of a PMP.  The completion and 

shall be considered to fulfill the PMP requirements.  

Pollution Prevention 
Pollution Prevention means any action that causes a net reduction in the
a hazardous substance or other pollutant that is discharged into water and 
limited to, input change, operational improvement, production process chan
reformulation (as defined in Water Code section 1326
include actions th
another environmental medium, unless clear environmental benefits of such 
identified to the satisfaction of the State or Regional Water Board. 

Reporting Level (RL) 
RL is the ML (and its associated analytical method) chosen by the Discharg
compliance determination from the MLs included in this Order.  The MLs incl
correspond to approved analytical methods for reporting a sample result th
the Regional Water Board either from Appendix 4 of the SIP in accordance
of the SIP or established in accordance with section 2.4.3 of the SIP.  The ML is based on the 

absence of any matrix interferences. Other factors may be applied to the ML depending on the 
specific sample preparation steps employed.  For example, the treatment typ
cases where there are matrix-effects is to dilute the sample or sample aliquot by a factor of 

RL.   

Satellite C
The portion, if any,
than the agency that owns and operates the wastewater trea
system is tributary to. 

 Water 
d s municipal or domestic supply (MUN) in a
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sative agents of 
iveness of toxicity 
the TRE consist of 

g, and an 
gement practices.  
E, if appropriate.  (A 

TIE is a set of procedures to identify the specific chemical(s) responsible for toxicity.  These 
procedures are performed in three phases (characterization, identification, and confirmation) 
using aquatic organism toxicity tests.)

 
 
Toxicity Reduction Evaluation (TRE) 
TRE is a study conducted in a step-wise process designed to identify the cau
effluent or ambient toxicity, isolate the sources of toxicity, evaluate the effect
control options, and then confirm the reduction in toxicity.  The first steps of 
the collection of data relevant to the toxicity, including additional toxicity testin
evaluation of facility operations and maintenance practices, and best mana
A Toxicity Identification Evaluation (TIE) may be required as part of the TR
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Attachment C – Wastewater Flow Schematic C-1 

C.  
ATTACHMENT C – FLOW SCHEMATIC - DISCHARGE PTS 

 
 

Alternative Technology Water Treatment 
Process Flow Diagram 
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A S 
 

OVISIONS – PERMIT COMPLIANCE 

. Any 
es a violation of the Clean Water Act (CWA) and the 

of a permit renewal 

s or prohibitions established 
7(a) of the CWA for toxic pollutants and with standards for sewage 

under section 405(d) of the CWA within the time 
provided in the regulations that establish these standards or prohibitions, even if this 

 

t or Reduce Activity Not a Defense 

at it would have 
 maintain compliance 

 any discharge or 
le likelihood of 

2.41(d).)  

ger shall at all times properly operate and maintain all facilities and systems 
 installed or used by the 

pliance with the conditions of this Order.  Proper operation 
and maintenance also includes adequate laboratory controls and appropriate quality 
assurance procedures.  This provision requires the operation of backup or auxiliary 
facilities or similar systems that are installed by a Discharger only when necessary to 
achieve compliance with the conditions of this Order.  (40 CFR 122.41(e).) 

E. Property Rights  

1. This Order does not convey any property rights of any sort or any exclusive 
privileges.  (40 CFR 122.41(g).) 

 
D.  

TTACHMENT D – STANDARD PROVISION

I. STANDARD PR

A. Duty to Comply 

1. The Discharger must comply with all of the conditions of this Order
noncompliance constitut
California Water Code (CWC) and is grounds for enforcement action, for permit 
termination, revocation and reissuance, or modification; or denial 
application.  (40 CFR 122.41(a).) 

2. The Discharger shall comply with effluent standard
under section 30
sludge use or disposal established 

Order has not yet been modified to incorporate the requirement. 
(40 CFR 122.41(a)(1).) 

B. Need to Hal

It shall not be a defense for a Discharger in an enforcement action th
been necessary to halt or reduce the permitted activity in order to
with the conditions of this Order.  (40 CFR 122.41(c).)  

C. Duty to Mitigate  

The Discharger shall take all reasonable steps to minimize or prevent
sludge use or disposal in violation of this Order that has a reasonab
adversely affecting human health or the environment.  (40 CFR 12

D. Proper Operation and Maintenance  

The Dischar
of treatment and control (and related appurtenances) which are
Discharger to achieve com
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o persons or property or 
 rights, or any infringement of state or local law or 

40 CFR 122.5(c).) 

ater Board, United States 
 representatives 

(including an authorized contractor acting as their representative), upon the 
 by law, to 

 activity is located 
pt under the conditions of this Order 

onable times, any records that must be kept under 

ent (including 
 or operations regulated or required 

nder this Order (40 CFR 122.41(i)(3)); and 

le or monitor, at reasonable times, for the purposes of assuring Order 
y substances or 

2.41(i)(4).) 

he intentional diversion of waste streams from any portion of 

ge to property, 
come inoperable, 

d permanent loss of natural resources that can reasonably 
be expected to occur in the absence of a bypass.  Severe property damage 
does not mean economic loss caused by delays in production.  
(40 CFR 122.41(m)(1)(ii).) 

2. Bypass not exceeding limitations.  The Discharger may allow any bypass to occur 
which does not cause exceedances of effluent limitations, but only if it is for essential 
maintenance to assure efficient operation.  These bypasses are not subject to the 
provisions listed in Standard Provisions – Permit Compliance I.G.3, I.G.4, and I.G.5 
below.  (40 CFR 122.41(m)(2).) 

2. The issuance of this Order does not authorize any injury t
invasion of other private
regulations.  (

F. Inspection and Entry  

The Discharger shall allow the Regional Water Board, State W
Environmental Protection Agency (USEPA), and/or their authorized

presentation of credentials and other documents, as may be required
(40 CFR 122.41(i); CWC section 13383): 

1. Enter upon the Discharger's premises where a regulated facility or
or conducted, or where records are ke
(40 CFR 122.41(i)(1)); 

2. Have access to and copy, at reas
the conditions of this Order (40 CFR 122.41(i)(2)); 

3. Inspect and photograph, at reasonable times, any facilities, equipm
monitoring and control equipment), practices,
u

4. Samp
compliance or as otherwise authorized by the CWA or the CWC, an
parameters at any location.  (40 CFR 12

G. Bypass 

1. Definitions 

a. “Bypass” means t
a treatment facility.  (40 CFR 122.41(m)(1)(i).) 

b. “Severe property damage” means substantial physical dama
damage to the treatment facilities, which causes them to be
or substantial an

Attachment D – Standard Provisions D-2 
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nd the Regional Water Board may take 
 against a Discharger for bypass, unless 

the use of auxiliary 
ce during normal 

d if adequate 
back-up equipment should have been installed in the exercise of reasonable 

 normal periods of 
nance (40 CFR 122.41(m)(4)(i)(B)); 

as required under 
 

(m)(4)(i)(C).) 

e Regional Water Board may approve an anticipated bypass, after considering its 
t it will meet the three 

 above.  

a. Anticipated bypass.  If the Discharger knows in advance of the need for a 
bypass, it shall submit a notice, if possible at least 10 days before the date of the 

otice of an unanticipated 
elow (24-hour 

nd temporary 
use of factors 

beyond the reasonable control of the Discharger.  An upset does not include 
noncompliance to the extent caused by operational error, improperly designed 
treatment facilities, inadequate treatment facilities, lack of preventive maintenance, or 
careless or improper operation.  (40 CFR 122.41(n)(1).) 

1. Effect of an upset.  An upset constitutes an affirmative defense to an action brought 
for noncompliance with such technology based permit effluent limitations if the 
requirements of Standard Provisions – Permit Compliance I.H.2 below are met.  No 
determination made during administrative review of claims that noncompliance was 

 
 

3. Prohibition of bypass.  Bypass is prohibited, a
enforcement action
(40 CFR 122.41(m)(4)(i)): 

a. Bypass was unavoidable to prevent loss of life, personal injury, or severe 
property damage (40 CFR 122.41(m)(4)(i)(A)); 

b. There were no feasible alternatives to the bypass, such as 
treatment facilities, retention of untreated wastes, or maintenan
periods of equipment downtime.  This condition is not satisfie

engineering judgment to prevent a bypass that occurred during
equipment downtime or preventive mainte
and 

c. The Discharger submitted notice to the Regional Water Board 
Standard Provisions – Permit Compliance I.G.5 below. 
(40 CFR 122.41

4. Th
adverse effects, if the Regional Water Board determines tha
conditions listed in Standard Provisions – Permit Compliance I.G.3
(40 CFR 122.41(m)(4)(ii).) 

5. Notice 

bypass.  (40 CFR 122.41(m)(3)(i).) 

b. Unanticipated bypass.  The Discharger shall submit n
bypass as required in Standard Provisions - Reporting V.E b
notice).  (40 CFR 122.41(m)(3)(ii).) 

H. Upset 

Upset means an exceptional incident in which there is unintentional a
noncompliance with technology based permit effluent limitations beca
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oncompliance, is final administrative 

ischarger who wishes to 
irmative defense of upset shall demonstrate, through properly 

e that 

dentify the cause(s) of the upset 
)(3)(i)); 

rated 
(40 CFR 122.41(n)(3)(ii)); 

andard Provisions 
.41(n)(3)(iii)); and 

er complied with any remedial measures required under  
it Compliance I.C above.  (40 CFR 122.41(n)(3)(iv).) 

urden of proof.  In any enforcement proceeding, the Discharger seeking to 
establish the occurrence of an upset has the burden of proof.  

II. 

r cause.  The filing 
suance, or 

termination, or a notification of planned changes or anticipated noncompliance does not 
y Order condition. (40 CFR 122.41(f).) 

by this Order after the 
er, the Discharger must apply for and obtain a new permit.  

(40 CFR 122.41(b).) 

C. Transfers 

This Order is not transferable to any person except after notice to the Regional Water 
Board.  The Regional Water Board may require modification or revocation and 
reissuance of the Order to change the name of the Discharger and incorporate such 
other requirements as may be necessary under the CWA and the CWC.  
(40 CFR 122.41(l)(3) and 122.61.) 

 
 

caused by upset, and before an action for n
action subject to judicial review.  (40 CFR 122.41(n)(2).) 

2. Conditions necessary for a demonstration of upset.  A D
establish the aff
signed, contemporaneous operating logs or other relevant evidenc
(40 CFR 122.41(n)(3)): 

a. An upset occurred and that the Discharger can i
(40 CFR 122.41(n

b. The permitted facility was, at the time, being properly ope

c. The Discharger submitted notice of the upset as required in St
– Reporting V.E.2.b below (24-hour notice) (40 CFR 122

d. The Discharg
Standard Provisions – Perm

3. B

(40 CFR 122.41(n)(4).) 

STANDARD PROVISIONS – PERMIT ACTION 

A. General 

This Order may be modified, revoked and reissued, or terminated fo
of a request by the Discharger for modification, revocation and reis

stay an

B. Duty to Reapply 

If the Discharger wishes to continue an activity regulated 
expiration date of this Ord
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pose of monitoring shall be representative 

es under 
l, approved under 

in 40 CFR Part 503 unless other test 
ied in this Order.  (40 CFR 122.41(j)(4) and 

IV. 

related to the 
 retained for a 
he Discharger 

ords and all original strip chart recordings for continuous monitoring 
uired by this Order, and records of all data used 
, for a period of at least three (3) years from the 

tion.  This period may be extended 
gional Water Board Executive Officer at any time.  

2. The individual(s) who performed the sampling or measurements 

 

3)(iv)); 

R 122.41(j)(3)(v)); and 

6. The results of such analyses.  (40 CFR 122.41(j)(3)(vi).) 

C. Claims of confidentiality for the following information will be denied 
(40 CFR 122.7(b)): 

1. The name and address of any permit applicant or Discharger (40 CFR 122.7(b)(1)); 
and 

2. Permit applications and attachments, permits and effluent data.  
(40 CFR 122.7(b)(2).) 

 
 
III. STANDARD PROVISIONS – MONITORING 

A. Samples and measurements taken for the pur
of the monitored activity.  (40 CFR 122.41(j)(1).) 

B. Monitoring results must be conducted according to test procedur
40 CFR Part 136 or, in the case of sludge use or disposa
40 CFR Part 136 unless otherwise specified 
procedures have been specif
122.44(i)(1)(iv).) 

STANDARD PROVISIONS – RECORDS 

A. Except for records of monitoring information required by this Order 
Discharger's sewage sludge use and disposal activities, which shall be
period of at least 5 years (or longer as required by 40 CFR Part 503), t
shall retain records of all monitoring information, including all calibration and 
maintenance rec
instrumentation, copies of all reports req
to complete the application for this Order
date of the sample, measurement, report or applica
by request of the Re
(40 CFR 122.41(j)(2).) 

B. Records of monitoring information shall include: 

1. The date, exact place, and time of sampling or measurements 
(40 CFR 122.41(j)(3)(i)); 

(40 CFR 122.41(j)(3)(ii)); 

3. The date(s) analyses were performed (40 CFR 122.41(j)(3)(iii));

4. The individual(s) who performed the analyses (40 CFR 122.41(j)(

5. The analytical techniques or methods used (40 CF
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V S – REPORTING 

Water Board, or 
 Water Board, 

use exists for 
e 

with this Order.  Upon request, the Discharger shall also furnish to the Regional Water 
PA copies of records required to be kept by this 

nal Water Board, State 
rdance with 

 below.  

ther a principal executive officer or 
l executive officer 
gency, or (ii) a 

all operations of a principal 
SEPA).  

All reports required by this Order and other information requested by the Regional 
erson described 

orized 
sentative only if: 

 in Standard 
.2 above (40 CFR 122.22(b)(1)); 

ility 
for the overall operation of the regulated facility or activity such as the position of 

t, position of 
rall responsibility 

may thus be either a named individual or any individual occupying a named 
position.) (40 CFR 122.22(b)(2)); and 

c. The written authorization is submitted to the Regional Water Board and State 
Water Board.  (40 CFR 122.22(b)(3).) 

4. If an authorization under Standard Provisions – Reporting V.B.3 above is no longer 
accurate because a different individual or position has responsibility for the overall 
operation of the facility, a new authorization satisfying the requirements of Standard 

 
 

. STANDARD PROVISION

A. Duty to Provide Information 

The Discharger shall furnish to the Regional Water Board, State 
USEPA within a reasonable time, any information which the Regional
State Water Board, or USEPA may request to determine whether ca
modifying, revoking and reissuing, or terminating this Order or to determine complianc

Board, State Water Board, or USE
Order.  (40 CFR 122.41(h); Wat. Code, § 13267.) 

B. Signatory and Certification Requirements 

1. All applications, reports, or information submitted to the Regio
Water Board, and/or USEPA shall be signed and certified in acco
Standard Provisions – Reporting V.B.2, V.B.3, V.B.4, and V.B.5
(40 CFR 122.41(k).) 

2. All permit applications shall be signed by ei
ranking elected official.  For purposes of this provision, a principa
of a federal agency includes: (i) the chief executive officer of the a
senior executive officer having responsibility for the over
geographic unit of the agency (e.g., Regional Administrators of U
(40 CFR 122.22(a)(3).). 

3. 
Water Board, State Water Board, or USEPA shall be signed by a p
in Standard Provisions – Reporting V.B.2 above, or by a duly auth
representative of that person.  A person is a duly authorized repre

a. The authorization is made in writing by a person described
Provisions – Reporting V.B

b. The authorization specifies either an individual or a position having responsib

plant manager, operator of a well or a well field, superintenden
equivalent responsibility, or an individual or position having ove
for environmental matters for the company.  (A duly authorized representative 
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egional Water Board 
ormation, or 
 CFR 122.22(c).) 

Any person signing a document under Standard Provisions – Reporting V.B.2 or 

ents were prepared 
signed to assure 

n submitted.  
 system or those 

ation submitted 
st of my knowledge and belief, true, accurate, and complete.  I am aware 

, including the 

pecified in the Monitoring and 
m (Attachment E) in this Order.  (40 CFR 122.22(l)(4).) 

ort (DMR) form 

  

required by this Order 
136 or, in the case of sludge use 

ved under 40 CFR Part 136 unless otherwise specified in 
3, or as specified in this Order, the results of this monitoring shall be 

22.41(l)(4)(ii).) 

mean unless otherwise specified in this Order.  

Reports of compliance or noncompliance with, or any progress reports on, interim and 
final requirements contained in any compliance schedule of this Order, shall be 
submitted no later than 14 days following each schedule date.  (40 CFR 122.41(l)(5).) 

E. Twenty-Four Hour Reporting 

1. The Discharger shall report any noncompliance that may endanger health or the 
environment. Any information shall be provided orally within 24 hours from the time 
the Discharger becomes aware of the circumstances.  A written submission shall 

 
 

Provisions – Reporting V.B.3 above must be submitted to the R
and State Water Board prior to or together with any reports, inf
applications, to be signed by an authorized representative.  (40

5. 
V.B.3 above shall make the following certification: 
 
“I certify under penalty of law that this document and all attachm
under my direction or supervision in accordance with a system de
that qualified personnel properly gather and evaluate the informatio
Based on my inquiry of the person or persons who manage the
persons directly responsible for gathering the information, the inform
is, to the be
that there are significant penalties for submitting false information
possibility of fine and imprisonment for knowing violations.”  (40 CFR 122.22(d).) 

C. Monitoring Reports 

1. Monitoring results shall be reported at the intervals s
Reporting Progra

2. Monitoring results must be reported on a Discharge Monitoring Rep
or forms provided or specified by the Regional Water Board or State Water Board for 
reporting results of monitoring of sludge use or disposal practices.
(40 CFR 122.41(l)(4)(i).) 

3. If the Discharger monitors any pollutant more frequently than 
using test procedures approved under 40 CFR Part 
or disposal, appro
40 CFR Part 50
included in the calculation and reporting of the data submitted in the DMR or sludge 
reporting form specified by the Regional Water Board.  (40 CFR 1

4. Calculations for all limitations, which require averaging of measurements, shall 
utilize an arithmetic 
(40 CFR 122.41(l)(4)(iii).) 

D. Compliance Schedules 
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ecomes aware of 
ption of the 
ding exact dates 

ected, the anticipated time it 

)(i).) 

orted within 24 hours 
0 CFR 122.41(l)(6)(ii)): 

ffluent limitation in this Order.  

.  
(ii)(B).) 

3. The Regional Water Board may waive the above-required written report under this 
ved within 24 

ive notice to the Regional Water Board as soon as possible of 
ility.  Notice is required 

The alteration or addition to a permitted facility may meet one of the criteria for 
) 

r increase the 

his Order.  (40 CFR 122.41(l)(1)(ii).) 

charger's sludge 
nge may justify the 

or absent in the existing 
g notification of additional use or disposal sites not reported during 

the permit application process or not reported pursuant to an approved land 
application plan.  (40 CFR 122.41(l)(1)(iii).) 

G. Anticipated Noncompliance 

The Discharger shall give advance notice to the Regional Water Board or State Water 
Board of any planned changes in the permitted facility or activity that may result in 
noncompliance with General Order requirements.  (40 CFR 122.41(l)(2).) 

H. Other Noncompliance 

 
 

also be provided within five (5) days of the time the Discharger b
the circumstances.  The written submission shall contain a descri
noncompliance and its cause; the period of noncompliance, inclu
and times, and if the noncompliance has not been corr
is expected to continue; and steps taken or planned to reduce, eliminate, and 
prevent reoccurrence of the noncompliance.  (40 CFR 122.41(l)(6

2. The following shall be included as information that must be rep
under this paragraph (4

a. Any unanticipated bypass that exceeds any e
(40 CFR 122.41(l)(6)(ii)(A).) 

b. Any upset that exceeds any effluent limitation in this Order
(40 CFR 122.41(l)(6)

provision on a case-by-case basis if an oral report has been recei
hours.  (40 CFR 122.41(l)(6)(iii).) 

F. Planned Changes 

The Discharger shall g
any planned physical alterations or additions to the permitted fac
under this provision only when (40 CFR 122.41(l)(1)): 

1. 
determining whether a facility is a new source in 40 CFR 122.29(b
(40 CFR 122.41(l)(1)(i)); or 

2. The alteration or addition could significantly change the nature o
quantity of pollutants discharged.  This notification applies to pollutants that are not 
subject to effluent limitations in t
 

3. The alteration or addition results in a significant change in the Dis
use or disposal practices, and such alteration, addition, or cha
application of permit conditions that are different from 
permit, includin
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ported under Standard 
itoring reports are 

n – 
above.  (40 CFR 122.41(l)(7).) 

ant facts in a 
permit application, or submitted incorrect information in a permit application or in any 

d, State Water Board, or USEPA, the Discharger shall 
.) 

VI. ARD PROVISIONS – ENFORCEMENT 

nforce the terms of this permit under 
ding, but not limited to, sections 13385, 13386, and 

13387 

PROVISIONS – NOTIFICATION LEVELS 

POTW from an indirect discharger that 
directly discharging 

change in the volume or character of pollutants being introduced into 
that POTW by a source introducing pollutants into the POTW at the time of adoption 
of the Order.  (40 CFR 122.42(b)(2).) 

3. Adequate notice shall include information on the quality and quantity of effluent 
introduced into the POTW as well as any anticipated impact of the change on the 
quantity or quality of effluent to be discharged from the POTW.  
(40 CFR 122.42(b)(3).) 

 
 

The Discharger shall report all instances of noncompliance not re
Provisions – Reporting V.C, V.D, and V.E above at the time mon
submitted. The reports shall contain the information listed in Standard Provisio
Reporting V.E 

I. Other Information 

When the Discharger becomes aware that it failed to submit any relev

report to the Regional Water Boar
promptly submit such facts or information.  (40 CFR 122.41(l)(8)

STAND

A. The Regional Water Board is authorized to e
several provisions of the CWC, inclu

VII. ADDITIONAL 

A. Publicly-Owned Treatment Works (POTWs) 

All POTWs shall provide adequate notice to the Regional Water Board of the following 
(40 CFR 122.42(b)): 

1. Any new introduction of pollutants into the 
would be subject to sections 301 or 306 of the CWA if it were 
those pollutants (40 CFR 122.42(b)(1)); and 

2. Any substantial 
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R 122.48) requires 
California Water Code 

ity Control Board 
require technical and monitoring reports.  This Monitoring and 

itoring and reporting requirements, which implement the 

resentative of the 
itored discharge. All samples shall be taken at the 

cified, before the 
 water, or 

ion to and the 

stes to the 
 be obtained prior to 

 a point and in such 

ired by this Order 
epartment of 

boratories that 
nalyses must be identified in all monitoring reports submitted to the 

ble to the 

ratory.  A manual 
aboratory and shall be 

surance-Quality 

Regional Water Board.  

 accepted scientific 
ability of 

devices used by the Discharger to fulfill the prescribed monitoring program shall be 
properly maintained and calibrated as necessary, at least yearly, to ensure their 
continued accuracy.  All flow measurement devices shall be calibrated at least once per 
year to ensure continued accuracy of the devices. 

E. The Discharger shall institute a Quality Assurance-Quality Control Program for any 
onsite field measurements such as pH, turbidity, temperature and residual chlorine. A 
manual containing the steps followed in this program must be kept onsite and shall be 
available for inspection by Regional Water Board staff. The Discharger must 

 
 
ATTACHMENT E – MONITORING AND REPORTING PROGRAM 

Title 40 of the Code of Federal Regulations (CFR), section 122.48 (40 CF
that all NPDES permits specify monitoring and reporting requirements.  
(CWC) sections 13267 and 13383 also authorize the Regional Water Qual
(Regional Water Board) to 
Reporting Program establishes mon
federal and California regulations. 

I. GENERAL MONITORING PROVISIONS 

A. Samples and measurements taken as required herein shall be rep
volume and nature of the mon
monitoring locations specified below and, unless otherwise spe
monitored flow joins or is diluted by any other waste stream, body of
substance. Monitoring locations shall not be changed without notificat
approval of this Regional Water Board. 

B. Effluent samples shall be taken downstream of the last addition of wa
treatment or discharge works where a representative sample may
mixing with the receiving waters. Samples shall be collected at such
a manner to ensure a representative sample of the discharge. 

C. Chemical, bacteriological, and bioassay analyses of any material requ
shall be conducted by a laboratory certified for such analyses by the D
Public Health (DPH; formerly the Department of Health Services). La
perform sample a
Regional Water Board.  In the event a certified laboratory is not availa
Discharger, analyses performed by a non-certified laboratory will be accepted provided 
a Quality Assurance-Quality Control Program is instituted by the labo
containing the steps followed in this program must be kept in the l
available for inspection by Regional Water Board staff. The Quality As
Control Program must conform to USEPA guidelines or to procedures approved by the 

D. Appropriate flow measurement devices and methods consistent with
practices shall be selected and used to ensure the accuracy and reli
measurements of the volume of monitored discharges.  All monitoring instruments and 
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perly calibrated 
eld measurements. 

orm to USEPA guidelines or 

tervals and in a 

G. Laboratories analyzing monitoring samples shall be certified by DPH, in accordance 
urance/quality 

by USEPA as part of the 
e results of any such 

 to USEPA's DMQA manager. 

rts on self-
ined in this 

J. The results of all monitoring required by this Order shall be reported to the Regional 
Water Board, and shall be submitted in such a format as to allow direct comparison with 
the limitations and requirements of this Order. Unless otherwise specified, discharge 
flows shall be reported in terms of the monthly average and the daily maximum 
discharge flows. 

 
 

demonstrate sufficient capability (qualified and trained employees, pro
and maintained field instruments, etc.) to adequately perform these fi
The Quality Assurance-Quality Control Program must conf
to procedures approved by the Regional Water Board. 

F. Monitoring results, including noncompliance, shall be reported at in
manner specified in this Monitoring and Reporting Program. 

with the provision of CWC section 13176, and must include quality ass
control data with their reports. 

H. The Discharger shall conduct analysis on any sample provided 
Discharge Monitoring Quality Assurance (DMQA) program. Th
analysis shall be submitted

I. The Discharger shall file with the Regional Water Board technical repo
monitoring performed according to the detailed specifications conta
Monitoring and Reporting Program. 



PARADISE IRRIGATION DISTRICT ORDER NO. R5-2010-0057  
PARADISE WATER TREATMENT PLANT NPDES NO. CA0083488 
 

 
Attachment E – Monitoring and Reporting Program E-4 

I

charger shall establish the following monitoring locations to demonstrate 
, and other requirements in 

 
 
I. MONITORING LOCATIONS 

The Dis
compliance with the effluent limitations, discharge specifications
this Order: 

Table E-1. ring StatioMonito n Locations  
D ge Point ischar

Name 
Monitoring Location 

Name Monitoring Location Description  

-- F-001 1 º 34’ 912” W IN Influent Weir, 39 º 50’ 608” N, 12
D-001 EFF-001 Effluent Old Pond 
D-001 EFF-002 Effluent New Pond 

-- RSW-001 L servoir, approximately 100 feet 
upstream of Discharge 001 

ittle Butte Creek/Magalia Re

-- LiRSW-002 ttle Butte Creek, approximately 50 feet downstream of the water 
treatment plant 

-- BIO-001 Composite sample of biosolids 
 
I  REQUIREMENTS 

r shal itor the infl weir at INF-001 as follows: 

II. INFLUENT MONITORING

A. Monitoring Location INF-001  

1. The Discharge l mon uent 
 

Table E-2. Influent Monitoring 
Parameter Units Sample Type Minimum Sampling 

Frequency 
Required Analytical 

Test Method 
Total Dissolved Solids mg/L Grab 1/year  
Electrical Conductivity 

@ 25°C 
µmhos/cm Grab 1/year  

S 1  tandard Minerals  mg/L Grab 1/year 
1 

1 St  that the analysis is 
compl

 
andard minerals shall include all major cations and anions and include verification
ete (i.e., cation/anion balance). 

 
IV. EFFLUENT MONITORING REQUIREMENTS 

A. Monitoring Location EFF-001 / EFF-002 

1. The Discharger shall monitor Filter backwash water at EFF-001 or EFF-002 
depending on settling pond in use as follows.  If more than one analytical test 
method is listed for a given parameter, the Discharger must select from the listed 
methods and corresponding Minimum Level: 
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Tab Effluent tor 00le E-3. Moni ing – EFF- 1 or EFF-002 

Parameter Units Sample Type 
Required Minimu ling m Samp Analytical Test Frequ y enc Method  

Flow mgd Meter Contin ous 1 u
pH pH u Grab 1/Week 1,2 nits 
Turbidity NTU’s Grab 1/Week 1 

Settleable Solids mL Grab 2/Month 1 /L  

Suspended Solids mg Gra 2/Month 1 /L b 

Electrical Conductivity umho Grab 1/Month 2 s/cm 

Chlorine, Total Residual3 mg Grab 1/Week 1 /L 
Hardness  4 Mg Grab Quarterly 2 /L 
Aluminum, Total Recoverable5 µg/L Grab 1/Month 1 

Dichlorobromomethane µg/L Grab 1/Month 1 

CTR Priority Pollutants 6, 7 ug/L Grab 2/Permit Lifecycle 1 

Whole Effluent Toxicity (see Section V. 
below) -- -- -- -- 
1     Pollutants shall be analyzed using the analytical methods described in 40 CFR Part 136

the methods must m
; for priority pollutants 

o 
er Board or the State 

gorithm/method and is 
ion and maintenance 

aintained 

ermitted level of 0.01 

either total or acid-
e plasma/mass 

upported by USEPA's Ambient Water Quality Criteria for Aluminum 
document (EPA 440/5-86-008), or other standard methods that exclude aluminum silicate particles as 

ow the effluent limitations. 
 of Toxics Standards 

ntation Plan or SIP) is 
ML.  For priority pollutant constituents 

west ML published in 

7  C

eet the lowest minimum levels (MLs) specified in Attachment 4 of the SIP, where n
methods are specified for a given pollutant, by methods approved by this Regional Wat
Water Board. Sampling for flow shall occur year-round. 

2 A hand-held field meter may be used, provided the meter utilizes a USEPA-approved al
calibrated and maintained in accordance with the manufacturer’s instructions.  A calibrat
log for each meter used for monitoring required by this Monitoring and Reporting Program shall be m
at the water treatment plant.  

3 Total chlorine residual must be monitored with a method sensitive to and accurate at the p
mg/L. 

4    Hardness samples shall be collected concurrently with metals samples. 
5  Compliance with the final effluent limitations for aluminum can be demonstrated using 

soluble (inductively coupled plasma/atomic emission spectrometry or inductively coupl
spectrometry) analysis methods, as s

approved by the Executive Officer. 
6    For priority pollutant constituents with effluent limitations, detection limits shall be bel

If the lowest minimum level (ML) published in Appendix 4 of the Policy for Implementation
for Inland Surface Waters, Enclosed Bays, and Estuaries of California (State Impleme
not below the effluent limitation, the detection limit shall be the lowest 
without effluent limitations, the detection limits shall be equal to or less than the lo
Appendix 4 of the SIP. 
oncurrent with receiving surface water sampling.   

V. WHOLE EFFLUENT TOXICITY TESTING REQUIREMENTS 

A. Acute Toxicity Testing. The Discharger shall conduct acute toxicity testing to 
determine whether the effluent is contributing acute toxicity to the receiving water.  The 
Discharger shall meet the following acute toxicity testing requirements:  

1. Monitoring Frequency – The Discharger shall perform annually acute toxicity testing. 

2. Sample Types – For static non-renewal and static renewal testing, the samples shall 
be grab samples and shall be representative of the volume and quality of the 

Attachment E – Monitoring and Reporting Program E-5 
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 effluent samples shall be taken at the effluent monitoring location discharge.  The
EFF-001 or EFF-002. 

3. Test Species – Test species shall be rainbow trout (Oncorhchus

4. 

 mykiss). 

Methods – The acute toxicity testing samples shall be analyzed u
02-012, Fifth Edit

sing EPA-821-R-
ion.  Temperature, total residual chlorine, and pH shall be recorded 

 unless approved at the time of sample collection.  No pH adjustment may be made
by the Executive Officer. 

5. Test Failure – If an acute toxicity test does not meet all test accep
specified in the test method, the Discharger must re-sample and r
possible, not to exceed 7 days following notification of test failure

tability criteria, as 
e-test as soon as 

. 

s chronic toxicity 
y to the receiving 

water.  The Discharger shall meet the following chronic toxicity testing requirements:  

B. Chronic Toxicity Testing. The Discharger shall conduct three specie
testing to determine whether the effluent is contributing chronic toxicit

1. Monitoring Frequency – The Discharger shall perform three speci
testing once during permit cycle to be submitted with the Report of 
no later than 180 days prior to the expiration date of the Order. 

es chronic toxicity 
Waste Discharge 

2. Sample Types – Effluent samples shall grab samples and shall be representative of 
all be taken at the 

eceiving water control shall 
ling location out of 

d in this Monitoring and 

the volume and quality of the discharge.  The effluent samples sh
effluent monitoring location EFF-001 or EFF-002.  The r
be a grab sample obtained from the RSW-001 [Upstream samp
influence of the discharge] sampling location, as identifie
Reporting Program. 

3. Sample Volumes – Adequate sample volumes shall be collected to provide renewal 
water to complete the test in the event that the discharge is intermittent. 

4. Test Species – Chronic toxicity testing measures sublethal (e.g., reduced growth, 
reproduction) and/or lethal effects to test organisms exposed to an effluent 

conduct chronic 

• The cladoceran, water flea, Ceriodaphnia dubia (survival and reproduction test); 

• The rainbow trout (Oncorhchus mykiss); and 

• The green alga, Selenastrum capricornutum (growth test). 

5. Methods

compared to that of the control organisms.  The Discharger shall 
toxicity tests with: 

 – The presence of chronic toxicity shall be estimated as specified in Short-
term Methods for Estimating the Chronic Toxicity of Effluents and Receiving Waters 
to Freshwater Organisms, Fourth Edition, EPA/821-R-02-013, October 2002. 

Attachment E – Monitoring and Reporting Program E-6 
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6. Reference Toxicant – As required by the SIP, all chronic toxicity
conducted with concurrent

 tests shall be 
 testing with a reference toxicant and shall be reported 

with the chronic toxicity test results. 

7. Dilutions – The chronic toxicity testing shall be performed using the dilution series 
be used as the identified in the table, below.  The receiving water control shall 

diluent (unless the receiving water is toxic). 

8. Dilutions – For regular chronic toxicity monitoring, the testing
using 100% effluent and two controls.  If toxicity is found in any reg
the Discharger must immediately retest using the dilution series id

 shall be performed 
ular effluent test, 

entified in Table E-
5, below.  The receiving water control shall be used as the diluent (unless the 
receiving water is toxic).  For accelerated and/or TRE monitoring, the chronic toxicity 

ion series identified in the table, below. testing shall be performed using the full dilut

 
 
Table E-4. Chronic Toxicity T ting utio rie

9. 

es Dil n Se s 

Test Failure – The Discharger must re-sample and re-test a
no later than fourteen (1

s soon as possible, but 
4) days after receiving notification of a test failure.  A test 

 all test acceptability 
g the Chronic Toxicity 

nd Receiving Waters to Freshwater Organisms, Fourth Edition, 
 subsequent 

ercent minimum significant difference (PMSD) measured for the test 
exceeds the upper PMSD bound variability criterion in Table 6 on page 52 of the 
Method Manual.  (A retest is only required in this case if the test results do not 
exceed the monitoring trigger specified in the Special Provision at section VI. 
2.a.iii. of the Order.) 

C. WET Testing Notification Requirements. The Discharger shall notify the Regional 
Water Board within 24-hours after the receipt of test results exceeding the monitoring 
trigger during regular or accelerated monitoring, or an exceedance of the acute toxicity 
effluent limitation. 

failure is defined as follows: 

a. The reference toxicant test or the effluent test does not meet
criteria as specified in the Short-term Methods for Estimatin
of Effluents a
EPA/821-R-02-013, October 2002 (Method Manual), and its
amendments or revisions; or 

b. The p

Dilution (%) s Controls  
Sample 100 75 50 25 12.5 

Receiving Laboratory 
Water Water 

% Effluent 100 75 50 25 12.5 0 0 
%  25 50 75 87.5 100 0  Receiving Water 0
%  100  Laboratory Water 0 0 0 0 0 0

Attachment E – Monitoring and Reporting Program E-7 
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ll include the 
d shall be in 

method manuals.  At a minimum, whole effluent toxicity monitoring shall be reported as 

 Regular chronic toxicity monitoring results shall be 
mpletion of the test, 

a

d as 100/NOEC, and also measured as 
ppropriate. 

lculation of the percent 
minimum significant difference (PMSD); 

est; and 

shall contain an updated 
and organized by test 

i.e., either quarterly, monthly, accelerated, or Toxicity Reduction Evaluation (TRE). 

g. Acute toxicity test results shall be submitted with the 
nt survival. 

3. l be submitted in accordance with the 

4. 

ilution water used, 
concentrations used, PMSD, and dates tested.   

b. The reference toxicant control charts for each endpoint, which include summaries 
of reference toxicant tests performed by the contracting laboratory. 

c. Any information on deviations or problems encountered and how they were dealt 
with. 

VI. LAND DISCHARGE MONITORING REQUIREMENTS – NOT APPLICABLE 

 

D. WET Testing Reporting Requirements. All toxicity test reports sha
contracting laboratory’s complete report provided to the Discharger an
accordance with the appropriate “Report Preparation and Test Review” sections of the 

follows: 

1. Chronic WET Reporting.
reported to the Regional Water Board within 30 days following co
nd shall contain, at minimum: 

a. The results expressed in TUc, measure
100/LC50, 100/EC25, 100/IC25, and 100/IC50, as a

b. The statistical methods used to calculate endpoints; 

c. The statistical output page, which includes the ca

d. The dates of sample collection and initiation of each toxicity t

e. The results compared to the numeric toxicity monitoring trigger. 

Additionally, the monthly discharger self-monitoring reports 
chronology of chronic toxicity test results expressed in TUc, 
species, type of test (survival, growth or reproduction), and monitoring frequency, 

2. Acute WET Reportin
monthly discharger self-monitoring reports and reported as perce

 TRE Reporting. Reports for TREs shal
schedule contained in the Discharger’s approved TRE Workplan. 

Quality Assurance (QA). The Discharger must provide the following information for 
QA purposes (if applicable): 

a. Results of the applicable reference toxicant data with the statistical output page 
giving the species, NOEC, LOEC, type of toxicant, d

Attachment E – Monitoring and Reporting Program E-8 
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VII. RECLAMATION MONITORING REQUIREMENTS – NOT APPLICABLE 

G REQUIREMENTS – SURFACE WATER  

A. ion RSW-001 & RSW-002 

servoir/Little Butte Creek  at RSW-001 & 
W-002 llow

 

 
 

 
 
VIII. RECEIVING WATER MONITORIN

Monitoring Locat

1. The Discharger shall monitor Magalia Re
RS  as fo s: 

Table E-5. Re ng Wa onitoring rements ceivi ter M  Requi
Parameter Units Sample Type Minimum Sampling 

Frequency 
Required Analytical 

Test Method 
pH pH Units Grab 1/Week  3 

Hardness mg/L Grab 1/Quarter 3 

Turbidity NTUs Grab 1/Week 4 

CTR Priority Pollutan ug/L Grab 2/Permit Lifecycle 4,5 ts 
Electrical Conductivity umhos/cm Grab 1/Month 3 

Visual Observations   1/week  1 

Aluminum, Total 
Recoverable2 µg/L Grab 1/Month 

4 

Dichlorobromomethane2 µg/L Grab 1/Month 4 

1 ucting the receiving water sampling, the Discharger shall observe receiving water conditions 
ed by Stations RSW-001 and RSW-002 and record observations in a log pertaining to: 

 

Required for RSW-001 ONLY.  To be collected at the same time as effluent samples. 
3A hand-held field meter may be used, provided the meter utilizes a USEPA-approved algorithm/method and is 

calibrated and maintained in accordance with the manufacturer’s instructions.  A calibration and maintenance 
log for each meter used for monitoring required by this Monitoring and Reporting Program shall be maintained 
at the water treatment plant. 

4    Pollutants shall be analyzed using the analytical methods described in 40 CFR Part 136; for priority pollutants the methods   
must meet the lowest minimum levels (MLs) specified in Attachment 4 of the SIP, where no methods are specified for a 
given pollutant, by methods approved by this Regional Water Board or the State Water Board. 

5     For priority pollutants the methods must meet the lowest minimum levels (MLs) specified in Attachment 4 of the SIP, 
where no methods are specified for a given pollutant, by methods approved by this Regional Water Board or the State 
Water Board 

O  time per week when conne d
throughout the reach bound

 Floating or suspended matter 
 Discoloration 
 Aquatic life 
 Bottom deposits 
 Films, sheens, and coatings 
 Algae, fungi, and slime growth 
 Potential nuisance conditions 

 
2 
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I ONITORING REQUIREMENTS  

er shall submit an 

 
1. Estimate of average annual sludge production in dry tons and percent solids. 

 
orage and alternative uses (if applicable) to disposal. 

 
. A

a
 

ter Board’s waste discharge requirements numbers that 
regulate the landfill(s) used;  

ii
ii e. 

b clude: 

f the site(s); 
i ents numbers that 

ii ion rate in lbs/acre/year (specify wet or dry); and 

ineration occurs 
ii. the Regional Water Board’s waste discharge requirements numbers that 

regulate the site(s); 
iii. the ash disposal method; and 
iv. the names and locations of facilities receiving ash (if applicable) 

 
4. A representative characterization of sludge quality including sludge percent solids 

and quantitative results of chemical analyses for Title 22 metals and aluminum 
annually (sampling not required during years when solids are not removed from the 
ponds). 

 
 
X. OTHER M

A. Biosolids 

1. Monitoring Location BIO-001 

Within 180 days from the effective date of this Order the Discharg
update of the sludge disposal plan, which shall include the following: 

2. Description of sludge st

3  description of disposal methods. 
 

. For landfill disposal, include:  

i. the Regional Wa

. the present classifications of the landfill(s) used; and 
i. the names and locations of the facilities receiving sludg

 
. For land application, in

 
i. the location o
i . the Regional Water Board’s waste discharge requirem

regulate the site(s), if applicable; and 
i. the applicat

iv. subsequent uses of the land. 
 
c. For incineration, include: 

 
i. the names and locations of the site(s) where sludge inc
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ply – Not Applicable 

hment D) related to 

 shall submit a 
 and graphical 
ear(s). 

ncluded in the 
n or before each 
tailing 

h the specific date and task.  If noncompliance is 
e and include an 

.  The Discharger 
 compliance with the 

lease 
ithin 15 days of 
the "Emergency 

ight to Know Act” of 1986. 

B. 

g the term of this permit, the State Water Board or the Regional 
lf-Monitoring 

ated Water Quality 

ification is given, 
 site will provide 

 for SMR submittal in the event there will be service interruption 

t in the SMR the results for all monitoring specified in this 
Monitoring and Reporting Program under sections III through IX.  The Discharger 
shall submit monthly SMRs including the results of all required monitoring using 
USEPA-approved test methods or other test methods specified in this Order.  If the 
Discharger monitors any pollutant more frequently than required by this Order, the 
results of this monitoring shall be included in the calculations and reporting of the 
data submitted in the SMR. 

3. Monitoring periods and reporting for all required monitoring shall be completed 
according to the following schedule: 

B. Municipal Water Sup

X. REPORTING REQUIREMENTS 

A. General Monitoring and Reporting Requirements 

1. The Discharger shall comply with all Standard Provisions (Attac
monitoring, reporting, and recordkeeping. 

2. Upon written request of the Regional Water Board, the Discharger
summary monitoring report.  The report shall contain both tabular
summaries of the monitoring data obtained during the previous y

3. Compliance Time Schedules. For compliance time schedules i
Order, the Discharger shall submit to the Regional Water Board, o
compliance due date, the specified document or a written report de
compliance or noncompliance wit
reported, the Discharger shall state the reasons for noncomplianc
estimate of the date when the Discharger will be in compliance
shall notify the Regional Water Board by letter when it returns to
compliance time schedule. 

4. The Discharger shall report to the Regional Water Board any toxic chemical re
data it reports to the State Emergency Response Commission w
reporting the data to the Commission pursuant to section 313 of 
Planning and Community R

Self Monitoring Reports (SMRs) 

1. At any time durin
Water Board may notify the Discharger to electronically submit Se
Reports (SMRs) using the State Water Board’s California Integr
System (CIWQS) Program Web site 
(http://www.waterboards.ca.gov/ciwqs/index.html).  Until such not
the Discharger shall submit hard copy SMRs.  The CIWQS Web
additional directions
for electronic submittal. 

2. The Discharger shall repor

Attachment E – Monitoring and Reporting Program E-11 
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Table ds an chedulE-6. Monitoring Perio d Reporting S e 
Sampling 
Frequency Monitoring Period Beg  On… ins Monitoring Period SMR Due Date 

Continuous First day of the calendar
c

Submit with 
monthly SMR 

 month 
tive date  All following the permit effe

1/Day endar month 
it effec

ough 11:5 ny 
24-hour period that rea

nd
purposes of sampling.  

Submit with 
monthly SMR 

First day of the cal
following the perm tive date  represents a cale

(Midnight thr 9 PM) or a
sonably 

ar day for 

1/Week 
calen
perm ough Sat Submit with 

monthly SMR 

First Sunday of the 
month following the 

dar 
it Sunday thr

effective date 
urday 

1/Month y of calendar month 
e date 

First day of calenda  
last day of calendar

32 days from the 
end of the 
monitoring period  

First da
following permit effectiv

r month through
 month 

1/Year 1 January following (or on) permit 1 January through 31 December 
32 days from the 
end of the 
monitoring period effective date 

Twice during 
permit cycle 

1 January following (or on) permit 
effective date 1 January through permit term 

32 days from the 
end of the 
monitoring period 

 
4. Reporting Protocols.  The Discharger shall report with each sample result the 

applicable reported Minimum Level (ML) and the current Metho
(MDL), as determined by the procedure in 40 CFR Part 136. 
 

d Detection Limit 

ons for the presence 
porting protocols: 

all be reported as 
oncentration in the 

e laboratory’s 
NQ.  The 

the sample shall also be reported. 

poses of data collection, the laboratory shall write the estimated 
imated 
tory may, if such 

information is available, include numerical estimates of the data quality for the 
reported result.  Numerical estimates of data quality may be percent accuracy (+ 
a percentage of the reported value), numerical ranges (low to high), or any other 
means considered appropriate by the laboratory. 

c. Sample results less than the laboratory’s MDL shall be reported as “Not 
Detected,” or ND. 

d. Dischargers are to instruct laboratories to establish calibration standards so that 
the ML value (or its equivalent if there is differential treatment of samples relative 

The Discharger shall report the results of analytical determinati
of chemical constituents in a sample using the following re

a. Sample results greater than or equal to the reported ML sh
measured by the laboratory (i.e., the measured chemical c
sample). 

b. Sample results less than the RL, but greater than or equal to th
MDL, shall be reported as “Detected, but Not Quantified,” or D
estimated chemical concentration of 
 
For the pur
chemical concentration next to DNQ as well as the words “Est
Concentration” (may be shortened to “Est. Conc.”).  The labora
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t no time is the 
alytical data derived from extrapolation beyond the lowest 

itations for priority 
cols defined above and 

ministrative 
te Water Board, the 

Discharger shall be deemed out of compliance with effluent limitations if the 
 greater than the 
 (RL). 

MEL, AWEL, or 
ple result is available, the 

ata set contains one or 
NQ) or “Not 
 median in place 

of the arithmetic mean in acco

orted ND 
y quantified values 

ions is unimportant. 

e data set has an 

erage of the two 
 ND or DNQ, in 
ta points where 

7. dance with the following requirements: 

at.  The data shall 
ing in compliance 

er is not required to 
that is entered in a tabular format within CIWQS.  

s not provide for 
all electronically 

submit the data in a tabular format as an attachment. 

b. The Discharger shall attach a cover letter to the SMR.  The information contained 
in the cover letter shall clearly identify violations of the WDRs; discuss corrective 
actions taken or planned; and the proposed time schedule for corrective actions.  
Identified violations must include a description of the requirement that was 
violated and a description of the violation. 

c. SMRs must be submitted to the Regional Water Board, signed and certified as 
required by the Standard Provisions (Attachment D), to the address listed below: 

to calibration standards) is the lowest calibration standard.  A
Discharger to use an
point of the calibration curve. 

5. Compliance Determination.  Compliance with effluent lim
pollutants shall be determined using sample reporting proto
in Attachment A of this Order.  For purposes of reporting and ad
enforcement by the Regional Water Board and the Sta

concentration of the priority pollutant in the monitoring sample is
effluent limitation and greater than or equal to the reporting level

6. Multiple Sample Data.  When determining compliance with an A
MDEL for priority pollutants and more than one sam
Discharger shall compute the arithmetic mean unless the d
more reported determinations of “Detected, but Not Quantified” (D
Detected” (ND).  In those cases, the Discharger shall compute the

rdance with the following procedure: 

a. The data set shall be ranked from low to high, ranking the rep
determinations lowest, DNQ determinations next, followed b
(if any).  The order of the individual ND or DNQ determinat

b. The median value of the data set shall be determined.  If th
odd number of data points, then the median is the middle value.  If the data set 
has an even number of data points, then the median is the av
values around the middle unless one or both of the points are
which case the median value shall be the lower of the two da
DNQ is lower than a value and ND is lower than DNQ. 

The Discharger shall submit SMRs in accor

a. The Discharger shall arrange all reported data in a tabular form
be summarized to clearly illustrate whether the facility is operat
with interim and/or final effluent limitations.  The Discharg
duplicate the submittal of data 
When electronic submittal of data is required and CIWQS doe
entry into a tabular format within the system, the Discharger sh
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ality Control Board
ion 

 Regulatory Unit 
415 Knollcrest, Suite 100 

 
 (DMRs) – Not Applicable 

D. 

 required in the 

submitted in accordance with the following reporting requirements.  At minimum, the 
al compliance, whether 

charger is on schedule to meet the fina ate, and the remaining 
tasks to meet the final compliance date. 

Regional Water Qu
 RegCentral Valley

outhNPDES S

Redding, CA 96002 

C. Discharge Monitoring Reports

Other Reports 

1. Progress Reports. As specified in the compliance time schedules
Special Provisions contained in section VI of the Order, progress reports shall be 

progress reports shall include a discussion of the status of fin
the Dis l compliance d

Table E-7. Reporting Requirements for Special Provisions Progress Reports 
Reporting Special Provision 

Requirements 

Submit Method of Compliance Workplan for Aluminum 
onths after 

e date of this Order 
Within 6 m
effectiv

Pollution Prevention Plan for Aluminum e, annually, after 
approval of workplan  
1 Jun

Salinity Evaluation and Minimization Plan e, annually, until final 
compliance 
1 Jun

Groundwater Monitoring Well Feasibility Study 1 June, a
comp

nnually, until final 
liance 

TRE Workplan Within 90
effecti

 days of permit 
ve date 

Sludge Disposal Plan Withi
effect

n 180 days of permit 
ive date 

2. The Discharger shall report the results of any special studies,
toxicity testing, TRE/TIE, PMP, and Pollution Prevention Plan required by 
Special Provisions VI.C.2 of this Order.  The Discharger shall r
satisfaction of compliance schedule dates specified in the Spec

 acute and chronic 

eport the progress in 
ial Provision at 

section VI.C.7 of this Order.  The Discharger shall submit reports with the first 
monthly SMR scheduled to be submitted on or immediately following the 
report due date AND/OR in compliance with SMR reporting requirements 
described in subsection X.B.5 above. 

3. Within 60 days of permit adoption, the Discharger shall submit a report outlining 
minimum levels, method detection limits, and analytical methods for approval, with a 
goal to achieve detection levels below applicable water quality criteria.  At a 
minimum, the Discharger shall comply with the monitoring requirements for CTR 
constituents as outlined in section 2.3 and 2.4 of the SIP.  
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ear, the Discharger shall 
e following: 

a. The names, certificate grades, and general responsibilities of all persons 

arding the plant for 

o performed the 

A statement certifying whether the current operation and maintenance manual, 
plant as currently 

ents were last 

l report to the 
l Water Board with both tabular and graphical summaries of the 

monitoring data obtained during the previous year.  Any such request shall be 
made in writing.  The report shall discuss the compliance record.  If violations 
have occurred, the report shall also discuss the corrective actions taken and 
planned to bring the discharge into full compliance with the waste discharge 
requirements. 

 
 

4. Annual Operations Report.  By 30 January of each y
submit a written report to the Executive Officer containing th

employed at the Facility. 

b. The names and telephone numbers of persons to contact reg
emergency and routine situations. 

c. A statement certifying when the flow meter(s) and other monitoring instruments 
and devices were last calibrated, including identification of wh
calibration. 

d. 
and contingency plan, reflect the wastewater treatment 
constructed and operated, and the dates when these docum
revised and last reviewed for adequacy. 

e. The Discharger may also be requested to submit an annua
Regiona
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As described in the Findings in section II of this Order, this Fact Sheet includes the legal 
ents of this Order. 

 a broad range of 

this Order that are specifically identified as “not applicable” have been determined not to apply 
ions or subsections of this Order not specifically identified as “not 

a

I

 following tabl istrative information related to the Facility. 

 
 
ATTACHMENT F – FACT SHEET 

requirements and technical rationale that serve as the basis for the requirem

This Order has been prepared under a standardized format to accommodate
discharge requirements for Dischargers in California.  Only those sections or subsections of 

to this Discharger.  Sect
pplicable” are fully applicable to this Discharger. 

. PERMIT INFORMATION 

The e summarizes admin

Table F-1. Facility Information 
WDID 0120001 5A04
Discharger Paradise Irrigation District 
Name of Facility Paradise Water Treatment Plant, Magalia 

13888 Pine Needle Drive 
Magalia, CA 95954 Facility Address 
Butte County  

Facility Contact, Title an  d
Phone Mr. Richard Terrano, Superintendent, 530 877 3554 

Authorized Person to Sign 
and Submit Reports Mr. Richard Terrano, Superintendent, 530 877 3554 

Mailing Address  
PO Box 2409 Paradise, CA  95967 

Billing Address SAME 
 

Type of Facility Plant  Drinking Water Treatment 
Major or Minor Facility Major 
Threat to Water Quality 3 
Complexity B 
Pretreatment Program N/A 
Rec n Requirements N/A lamatio
Facility Permitted Flow 2.0 million gallons per day (mgd) 
Facility Design Flow 2.0 mgd 
Watershed Upper Butte Creek Hydrologic Unit (521.30) 
Receiving Water Magalia Reservoir/Little Butte Creek 
Receiving Water Type Inland surface water 
 

A. Paradise Irrigation District (hereinafter Discharger) is the owner and operator of 
Paradise Water Treatment Plant (hereinafter Facility), a Drinking Water Treatment 
Plant. 
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ittee” in 
ws, regulations, plans, or policy are held to be equivalent 

 Butte Creek, a water of 
144 which was 

 terms and 

effect until new Waste Discharge Requirements (WDRs) and National Pollutant 
ant to this 

pplication for 
ational Pollutant Discharge 

m (NPDES) permit on 6 April 2009.  Supplemental information was 
y 2009 and received on 5 August 2009.  A site visit was 

serve operations 
itions. 

I

and 
low capacity of the 
r. 

s 

ter backwash water, 
aters collected in 

 areas. At peak capacity the facility could discharge 2.0 mgd and 

equalization tank and then pumped approximately one quarter mile to two settling 
ually, the water 

ew” and an “old” two cell settling basin to 
 transported 

arged to an on 

 
B. Discharge Points and Receiving Waters 

1. The Facility is located in Section 25, T23N, R3E, MDB&M, as shown in Attachment 
B, a part of this Order.  

2. Settled Filter Backwash Water is discharged at Discharge Point D-001 to Magalia 
Reservior/Little Butte Creek , a water of the United States and a tributary to  Butte 
Creek at a point latitude 39° 48’ 59” N and longitude 121° 34’ 50” W .   

B. For the purposes of this Order, references to the “discharger” or “perm
applicable federal and state la
to references to the Discharger herein. 

C. The Facility discharges wastewater to Magalia Reservoir/Little
the United States, and is currently regulated by Order No. R5-2004-0
adopted on 15 October 2004 and expired on 1 October 2009. The
conditions of the current Order have been automatically continued and remain in 

Discharge Elimination System (NPDES) permit are adopted pursu
Order. 

D. The Discharger filed a report of waste discharge and submitted an a
renewal of its Waste Discharge Requirements (WDRs) and N
Elimination Syste
requested on 16 Jul
conducted on 21 September 2009 and 5 November 2009, to ob
and collect additional data to develop permit limitations and cond

I. FACILITY DESCRIPTION 

The Discharger provides drinking water service for the community of Paradise, CA 
serves a population of approximately 27,000.  The design daily average f
Facility is 2.0 million gallons per day (mgd) of settled filter backwash wate
 
A. Description of Wastewater and Biosolids Treatment or Control

Wastewaters from the facility consists of clarifier wash water, fil
filter-to-waste waters, waters collected in floor and lab drains and w
drain from containment
averages about 800,000 mgd of wastewater. Wastewaters are routed to a wash water 

basins prior to discharge to Magalia Reservoir/Little Butte Creek. Ann
treatment plant alternates use between a “n
allow drying and solids removal. Approximately 80 tons of solids are
annually to a Class III landfill. Domestic waste from the facility is disch
site septic tank and leach field. 
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rt (SMR) Data 

 No.  R5-
2004-0144 for discharges from Discharge Point No. 001 and representative monitoring 

e as follows: 
 

C. Summary of Historical Requirements and Self-Monitoring Repo

Effluent limitations AND/OR Discharge Specifications contained in Order

data from the term of Order No. R5-2004-0144 ar

Table F-2. Historic Effluent Limitations and Monitoring Data 

Efflu tioent Limita n 
Monitoring Data 

(From 1  2004 To 15 October 5 October
2009) 

Parameter Units 
Average 
Monthly 

Average 
Weekly 

Maximum 
Daily 

Highest 
Average 
Monthly 

Discharge 

Highest 
Average 
Weekly 

Discharge 

Highest 
Daily 

Discharge 

Settleable
Solids 

/L 0.1 <0.10 <0.10  mL  -- 0.2 <0.10 

Suspended mg/L
Solids 

 30 -- 50 6.0 3.38 6.0 

Chlorine mg/L 0.01 -- 0.02 <0.10 <0.10 <0.10 

pH 
pH units 61 -- 9  7.4 7.4 

1 Instantaneous minimum. 
 

 
D. Compliance Summary 

The Discharger was in compliance with Order No. R5-2004-0144. 

nges – Not Applicable 

III. 

quirements contained in this Order are based on the applicable plans, policies, and 
ction II of this Order.  The applicable plans, 

ude the following: 

 

This Order is issued pursuant to regulations in the Clean Water Act (CWA) and the 
California Water Code (CWC) as specified in the Finding contained at section II.C of this 
Order. 

B. California Environmental Quality Act (CEQA) 

This Order meets the requirements of CEQA as specified in the Finding contained at 
section II.E of this Order. 

E. Planned Cha

APPLICABLE PLANS, POLICIES, AND REGULATIONS 

The re
regulations identified in the Findings in se
policies, and regulations relevant to the discharge incl

A. Legal Authorities
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 of this Order. 

eptember 2009), for 
).   

2. National Toxics Rule (NTR) and California Toxics Rule (CTR).  This Order 
d at section II.I of 

).  This Order implements the SIP as specified in 

ecified in the 

 of this 
 F, Section IV.D.4.), 

f 40 CFR section 
r Resources Control Board (State Water Board) Resolution 

ith anti-backsliding 
Order.  

in the Fact Sheet 

ter Board shall 
the waste discharge requirements of a POTW 

data reported to the 
f the Emergency 

Sec. 11023) 

ty objectives, and has 

have the reasonable potential to cause, or contribute to, an excursion above any 
numeric water quality objective”. 

The Regional Water Board has adopted numeric water quality objectives in the 
Basin Plan for the following constituents: aluminum and dichlorobromomethane, for 
which numeric water quality objectives have been adopted for the receiving 
waters involved in this discharge.  As detailed elsewhere in this Permit, available 
effluent quality data indicate that none of these constituents have a reasonable 
potential to cause or contribute to an excursion above any numeric water quality 

C. State and Federal Regulations, Policies, and Plans 

1. Water Quality Control Plans.  This Order implements the following water quality 
control plans as specified in the Finding contained at section II.H

a. Water Quality Control Plan, Fourth Edition (Revised S
the Sacramento and San Joaquin River Basins (Basin Plan

implements the NTR and CTR as specified in the Finding containe
this Order. 

3. State Implementation Policy (SIP
the Finding contained at section II.I of this Order. 

4. Alaska Rule.  This Order is consistent with the Alaska Rule as sp
Finding contained at section II.L of this Order. 

5. Antidegradation Policy.  As specified in the Finding contained at section II.N
Order and as discussed in detail in the Fact Sheet (Attachment
the discharge is consistent with the antidegradation provisions o
131.12 and State Wate
68-16. 

6. Anti-Backsliding Requirements.  This Order is consistent w
policies as specified in the Finding contained at section II.M of this 
Compliance with the anti-backsliding requirements is discussed 
(Attachment F, Section IV.D.3). 

7. Emergency Planning and Community Right to Know Act 

Section 13263.6(a) of the CWC, requires that “the Regional Wa
prescribe effluent limitations as part of 
for all substances that the most recent toxic chemical release 
state emergency response commission pursuant to Section 313 o
Planning and Community Right to Know Act of 1986 (42 U.S.C. 
(EPCRA) indicate as discharged into the POTW, for which the State Water Board or 
the Regional Water Board has established numeric water quali
determined that the discharge is or may be discharged at a level which will cause, 
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ard plan, so no 
uded in this permit pursuant to CWC Section 13263.6(a), 

vember 1990 in 
ater Program 

reatment facilities.  Water treatment 
facilities are applicable industries under the storm water program and are obligated 

ed under the storm 
n site. 

This Order is consistent with the Endangered Species 
er. 

D. 

orized tribes are 
e waters on these lists 

llution have 
y.  On 

's 2006 section 303(d) 
ces this list of Water 

e sections of 
lity does not meet 

standards even after the application of 
oint sources (40 CFR Part 130, et seq.).”  The Basin Plan 

rds will be 
 or allocated a 

lity objectives can be 
have not been proposed 

E. 

ilities associated 
harges of residual 

Code of Regulations (CCR), section 20005 et seq. (hereafter Title 27).  The 
exemption, pursuant to Title 27 CCR section 20090(b), is based on the following: 

a. The applicable RWQCB has issued WDRs, reclamation requirements, or waived 
such issuance; 

b. The discharge is in compliance with the applicable water quality control plan; and 

a. The wastewater does not need to be managed according to Chapter 11, Division 
4.5, Title 22 of this code as a hazardous waste. 

objectives included within the Basin Plan or in any State Water Bo
effluent limitations are incl
 

8. Storm Water Requirements – NA 

USEPA promulgated federal regulations for storm water on 16 No
40 CFR Parts 122, 123, and 124.  The NPDES Industrial Storm W
regulates storm water discharges from water t

to comply with the federal regulations.  The Facility is not regulat
water program because all storm water is contained o

9. Endangered Species Act.  
Act as specified in the Finding contained at section II.P of this Ord

Impaired Water Bodies on CWA 303(d) List 

1. Under section 303(d) of the 1972 CWA, states, territories and auth
required to develop lists of water quality limited segments. Th
do not meet water quality standards, even after point sources of po
installed the minimum required levels of pollution control technolog
30 November 2006 USEPA gave final approval to California
List of Water Quality Limited Segments. The Basin Plan referen
Quality Limited Segments (WQLSs), which are defined as “…thos
lakes, streams, rivers or other fresh water bodies where water qua
(or is not expected to meet) water quality 
appropriate limitations for p
also states, “Additional treatment beyond minimum federal standa
imposed on dischargers to [WQLSs].  Dischargers will be assigned
maximum allowable load of critical pollutants so that water qua
met in the segment.”  Total maximum daily loads (TMDLs) 
for Butte Creek. 

Other Plans, Polices and Regulations 

1. The discharge authorized herein and the treatment and storage fac
with the discharge of treated municipal wastewater, except for disc
sludge and solid waste, are exempt from the requirements of Title 27, California 
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I CIFICATIONS 

shed pursuant to 
ality Related Effluent Limitations), 304 

 Standards) of the 

 stringent as 
 state or federal law [33 

corporate discharge 
quirement applies 

 of particular 
(i), NPDES permits must 

at a level which will 
cursion above any 
r quality.”  Federal 

here a state has not 
at is present in an 

ause, or 

imits.” 

onventional, non-
f the United States.  
ations and other 

luent limitations in 
its include 

.44(d) requires that 
 narrative water 

re numeric water 
lan at page IV-17.00, contains 

lity Objectives”, that 
sis, adopt numerical 

 Policy complies 
ional Water Board 
ources, including: 
on (i.e., water 
 quality criteria 

Objectives”)(40 CFR 122.44(d)(1)(vi)(A), (B) or (C)), or (3) an indicator parameter. 

The Basin Plan includes numeric site-specific water quality objectives and narrative 
objectives for toxicity, chemical constituents, discoloration, radionuclides, and tastes and 
odors.  The narrative toxicity objective states: “All waters shall be maintained free of toxic 
substances in concentrations that produce detrimental physiological responses in human, 
plant, animal, or aquatic life.” (Basin Plan at III-8.00.)  The Basin Plan states that material 
and relevant information, including numeric criteria, and recommendations from other 
agencies and scientific literature will be utilized in evaluating compliance with the narrative 

 
 
V. RATIONALE FOR EFFLUENT LIMITATIONS AND DISCHARGE SPE

Effluent limitations and toxic and pretreatment effluent standards establi
sections 301 (Effluent Limitations), 302 (Water Qu
(Information and Guidelines), and 307 (Toxic and Pretreatment Effluent
CWA and amendments thereto are applicable to the discharge. 

The CWA mandates the implementation of effluent limitations that are as
necessary to meet water quality standards established pursuant to
U.S.C., §1311(b)(1)(C); 40 CFR 122.44(d)(1)].  NPDES permits must in
limits necessary to ensure that water quality standards are met.  This re
to narrative criteria as well as to criteria specifying maximum amounts
pollutants.  Pursuant to federal regulations, 40 CFR 122.44(d)(1)
contain limits that control all pollutants that “are or may be discharged 
cause, have the reasonable potential to cause, or contribute to an ex
state water quality standard, including state narrative criteria for wate
regulations, 40 CFR 122.44(d)(1)(vi), further provide that “[w]
established a water quality criterion for a specific chemical pollutant th
effluent at a concentration that causes, has the reasonable potential to c
contributes to an excursion above a narrative criterion within an applicable State water 
quality standard, the permitting authority must establish effluent l

The CWA requires point source dischargers to control the amount of c
conventional, and toxic pollutants that are discharged into the waters o
The control of pollutants discharged is established through effluent limit
requirements in NPDES permits.  There are two principal bases for eff
the Code of Federal Regulations: 40 CFR 122.44(a) requires that perm
applicable technology-based limitations and standards; and 40 CFR 122
permits include WQBELs to attain and maintain applicable numeric and
quality criteria to protect the beneficial uses of the receiving water whe
quality objectives have not been established.  The Basin P
an implementation policy, “Policy for Application of Water Qua
specifies that the Regional Water Board “will, on a case-by-case ba
limitations in orders which will implement the narrative objectives.”  This
with 40 CFR 122.44(d)(1).  With respect to narrative objectives, the Reg
must establish effluent limitations using one or more of three specified s
(1) USEPA’s published water quality criteria, (2) a proposed state criteri
quality objective) or an explicit state policy interpreting its narrative water
(i.e., the Regional Water Board’s “Policy for Application of Water Quality 
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 that waters shall not 
eneficial uses.  At 

ly (MUN) shall not 
 contaminant 

hat, to protect all 
t than MCLs.  The 
- or odor-

producing substances in concentrations that impart undesirable tastes or odors to domestic 
plies or to fish flesh or other edible products of aquatic origin, or that 

A. 

his Order prohibits 
ons, 

n of waste streams 
ral regulations, 

e to prevent loss of 
vere property damage.  In considering the Regional Water 

es, the State Water Board adopted a precedential 
decision, Order No. WQO 2002-0015, which cites the federal regulations, 

(m), as allowing bypass only for essential maintenance to assure 
e violation of effluent 

B. 

ulations at 
ire that permits include conditions meeting applicable 

ngent effluent 
.  The discharge 

y-based 
requirements based on Best Professional Judgment (BPJ) in accordance with 

hed based 
on several levels of controls: 

a. Best practicable treatment control technology (BPT) represents the average of 
the best performance by plants within an industrial category or subcategory.  
BPT standards apply to toxic, conventional, and non-conventional pollutants. 

b. Best available technology economically achievable (BAT) represents the best 
existing performance of treatment technologies that are economically achievable 
within an industrial point source category.  BAT standards apply to toxic and non-
conventional pollutants. 

toxicity objective.  The narrative chemical constituents objective states
contain chemical constituents in concentrations that adversely affect b
minimum, “…water designated for use as domestic or municipal supp
contain concentrations of chemical constituents in excess of the maximum
levels (MCLs)” in Title 22 of CCR.  The Basin Plan further states t
beneficial uses, the Regional Water Board may apply limits more stringen
narrative tastes and odors objective states: “Water shall not contain taste

or municipal water sup
cause nuisance, or otherwise adversely affect beneficial uses.”   

Discharge Prohibitions 

1. As stated in section I.G of Attachment D, Standard Provisions, t
bypass from any portion of the treatment facility.  Federal regulati
40 CFR 122.41(m), define “bypass” as the intentional diversio
from any portion of a treatment facility.  This section of the fede
40 CFR 122.41(m)(4), prohibits bypass unless it is unavoidabl
life, personal injury, or se
Board’s prohibition of bypass

40 CFR 122.41
efficient operation, provided that the bypass does not caus
and/or receiving water limitations. 

Technology-Based Effluent Limitations 

1. Scope and Authority 

Section 301(b) of the CWA and implementing USEPA permit reg
40 CFR 122.44 requ
technology-based requirements at a minimum, and any more stri
limitations necessary to meet applicable water quality standards
authorized by this Order must meet minimum federal technolog

40 CFR 125. 

The CWA requires that technology-based effluent limitations be establis
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ts the control from 
cluding BOD, TSS, 

tablished after 
 between the cost of 

yond BPT. 

 source performance standards (NSPS) represent the best available 
demonstrated control technology standards.  The intent of NSPS guidelines is to 

ogy for new 

s and standards 
 NSPS.  CWA section 

 and 40 CFR 125.3 authorize the use of best professional judgment (BPJ) 
ions on a case-by-case basis where ELGs 

are not available for certain industrial categories and/or pollutants of concern. Where 

2. 

 
r inland surface 
ances in 
uses nuisance or 

-0144 established effluent 

arries over the 
144.  These effluent 
, constructed, and 

nt of settleable solids is 
component, it is 
this Order.   

g waters not contain 
ations that cause nuisance or adversely affect 

beneficial uses.  This Order contains average monthly and maximum daily 
effluent limits for TSS of 30 and 50 mg/L, respectively.  The Regional Water 
Board has determined that TSS are more likely to be resuspended than 
settleable solids in the wastewater settling ponds before discharge, and 
therefore, TSS concentrations are more likely to vary in the discharge than 
concentrations of settleable solids.  To establish effluent limits for TSS, the 
Regional Water Board has examined several general permits, which regulate 
wastewater discharges from water treatment plants.  A summary of these TSS 
limitations is presented in the table, below. 

 

c. Best conventional pollutant control technology (BCT) represen
existing industrial point sources of conventional pollutants in
fecal coliform, pH, and oil and grease.  The BCT standard is es
considering the “cost reasonableness” of the relationship
attaining a reduction in effluent discharge and the benefits that would result, and 
also the cost effectiveness of additional industrial treatment be

d. New

set limitations that represent state-of-the-art treatment technol
sources. 

The CWA requires USEPA to develop effluent limitations, guideline
(ELGs) representing application of BPT, BAT, BCT, and
402(a)(1)
to derive technology-based effluent limitat

BPJ is used, the permit writer must consider specific factors outlined in 
40 CFR 125.3. 

Applicable Technology-Based Effluent Limitations 

a. Total Suspended Solids (TSS) and Settleable Solids.    Fo
waters, the Basin Plan states, “[w]ater shall not contain subst
concentrations that result in the deposition of material that ca
adversely affects beneficial uses.”  Order No. R5-2004
limitations for settleable solids which are technology-based effluent limitations 
(TBELs) for water treatment plants based on BPJ.  This Order c
settleable solid TBELs established by Order No. R5-2004-0
limitations reflect removal efficiencies for properly designed
operated water treatment systems.  Because the amou
measured in terms of volume per volume without a mass 
impracticable to calculate mass limitations for inclusion in 

The Basin Plan includes water quality objectives that receivin
suspended material in concentr
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TSS Efflu itati Gen its ent Lim ons for eral Perm
State Average 

Monthly 
Average 
Weekly 

Maximum 
Daily 

Arkansas 20 No Limit 30 
California

) 
 (Regional Water 5 No Limit 

Board 2
30 4

Massachusetts it 50 30 No Lim
New Hampshire Limit 50 20 No 
South Carolina 30 No Limit 60 
Washington  No Limit No Limit 1 No Limit 
West Virginia 30 No Limit 60 
1Settleable solids, not TSS, is limited. 

 
The Regional Water Board has also relied on research perfo
in 1987 (SAIC, Model Permit Package for the Water Supply I
Contract No. 68-01-7043).  This study found that 76 percent o
plants surveyed used sedimentation lagoons for wastewater 
facilities, limitations of 30 mg/L and 45 mg/L were representativ
current permitting practice for average monthly and maximum 
limitations, respectively.  Analysis of actual monitoring data fro
showed the 95th percent occurrence (monthly average) and 99

rmed for the USEPA 
ndustry, EPA 
f water treatment 

treatment.  In these 
e of the, then, 

daily TSS 
m these facilities 
th percent 

occurrence (maximum daily) levels of treatment to be 3.38 mg/L and 6.0 mg/L, 
g/L and 45 mg/L as the 

 daily maximum TSS limitations for a model NPDES permit. 
Regional Water 

d maximum daily, TBELs for TSS of 30 
and 50 mg/L, respectively. 

ent limit of 
2.0 mgd at Dis  D-0

pH.  second  treatme egulations
pH be maintained between 6.0 and 9.0 standard units. 

respectively.  The study recommended limitations of 30 m
monthly average and
Using BPJ pursuant to Section 402 (a)(1)(b) of the CWA, the 
Board is establishing average monthly an

b. Flow. This Order contains a da ischarge flow effluily maximum d
charge 01. 

c. The ary nt r  at 40 CFR Part 133 also require that 

 
Table F-3. Summary of Technology-based Effluent Limitations, Discharge Point No. D-001 

Effluent Limitations 
Parameter Units Average 

Monthly 
Maximum 

Daily 
Instantaneous 

Minimum 
Instantaneous 

Maximum 

Total Settleable Solids mL/L 0.1 0.2   

mg/L 30 50   
Total Suspended Solids 

lbs/day 500 834   
Total Residual Chlorine mg/L 0.01 0.02   
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ed Effluent Limitations (WQBELs) 

t limitations for all 
sonable potential 

d, including 
able potential has 

 or objective for the 
 guidance under 
vant information; 

of concern; or (3) a calculated numeric 
cy interpreting the 

formation, as provided 

tential and calculating WQBELs when 
e receiving water as 

bjectives and 
applicable water 

Objectives 

er quality objectives, and 
ose objectives for all 

n Plan implements State 
that all waters, 

lly suitable for 

cement of 
of water quality 

tates that 
aters of the State; it is 

eneficial uses.”   

hat wherever 
 protection and 

propagation of fish, shellfish, and wildlife, and for recreation in and on the water be 
achieved by July 1, 1983.”  Federal Regulations, developed to implement the 
requirements of the CWA, create a rebuttable presumption that all waters be 
designated as fishable and swimmable.  Federal Regulations, 40 CFR sections 
131.2 and 131.10, require that all waters of the State regulated to protect the 
beneficial uses of public water supply, protection and propagation of fish, shell fish 
and wildlife, recreation in and on the water, agricultural, industrial and other 
purposes including navigation.  Section 131.3(e), 40 CFR, defines existing beneficial 
uses as those uses actually attained after 28 November 1975, whether or not they 

C. Water Quality-Bas

1. Scope and Authority 

40 CFR 122.44(d)(1)(i) mandates that permits include effluen
pollutants that are or may be discharged at levels that have the rea
to cause or contribute to an exceedance of a water quality standar
numeric and narrative objectives within a standard.  Where reason
been established for a pollutant, but there is no numeric criterion
pollutant, WQBELs must be established using:  (1) USEPA criteria
CWA section 304(a), supplemented where necessary by other rele
(2) an indicator parameter for the pollutant 
water quality criterion, such as a proposed state criterion or poli
state’s narrative criterion, supplemented with other relevant in
in 40 CFR 122.44(d)(1)(vi). 

The process for determining reasonable po
necessary is intended to protect the designated uses of th
specified in the Basin Plan, and achieve applicable water quality o
criteria that are contained in other state plans and policies, or any 
quality criteria contained in the CTR and NTR. 

2. Applicable Beneficial Uses and Water Quality Criteria and 

The Basin Plan designates beneficial uses, establishes wat
contains implementation programs and policies to achieve th
waters addressed through the plan.  In addition, the Basi
Water Board Resolution No. 88-63, which established state policy 
with certain exceptions, should be considered suitable or potentia
municipal or domestic supply.   

The Basin Plan on page II-1.00 states: “Protection and enhan
existing and potential beneficial uses are primary goals 
planning…” and with respect to disposal of wastewaters s
“...disposal of wastewaters is [not] a prohibited use of w
merely a use which cannot be satisfied to the detriment of b

The federal CWA section 101(a)(2), states: “it is the national goal t
attainable, an interim goal of water quality which provides for the
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0 CFR section 
itations, requires 

waste transport or waste assimilation as a beneficial use for any waters of the United 

pecifically 
The Basin Plan 

lly identify beneficial uses for Magalia Reservoir, but does 
tential uses for Butte Creek, to which Magalia Reservoir, 

eek, is tributary.  Thus, beneficial uses applicable to Magalia 
Reservoir are as follows: 

are included in the water quality standards.  Federal Regulation, 4
131.10 requires that uses be obtained by implementing effluent lim
that all downstream uses be protected and states that in no case shall a state adopt 

States. 

a. Receiving Water and Beneficial Uses.   

The Basin Plan at II-2.00 states that the beneficial uses of any s
identified water body generally apply to its tributary streams.  
does not specifica
identify present and po
via Little Butte Cr

Table F-4. Basin Plan Beneficial Uses 
Discharge 
Point Receiving Water Name Beneficial Use(s) 

001 Magalia Reservoir/ 
Butte Creek 

Existing: 
Municipal and domestic supply (MUN); agricultural supply, 
including irrigation and stock watering (AGR); hydropower 
generation (POW); water contact recreation (REC-1); non-
contact water recreation (REC-2); warm freshwater habitat 

LD); migration of 
R); spawning, 

cold 

(WARM); cold freshwater habitat (CO
aquatic organisms, warm and cold (MIG
reproduction, and/or early development, warm and 
(SPWN); and wildlife habitat (WILD). 
 

 

b. Effluent and Ambient Background Data. The reasonable potential analysis 
ased on data from 

t and ambient 
charge (ROWD).  

inspection on 5 November 2009.   

c. Priority Pollutant Metals 

The California Toxics Rule and the National Toxics Rule contain water quality 
criteria for seven metals that vary as a function of hardness. The lower the 
hardness the lower the water quality criteria.  The metals with hardness-
dependent criteria include cadmium, copper, chromium III, lead, nickel, silver, 
and zinc.   
 

(RPA), as described in section IV.C.3 of this Fact Sheet, was b
November 2008 and November 2009, which includes effluen
background data submitted in SMRs, the Report of Waste Dis
Additional data was collected during a Central Valley Water Board 
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ent metals based 
 by the SIP1, the 

08 (City of Davis).  
r” or “actual ambient” 

 these metals. 
TR does not 

tions, necessarily 
nstream hardness 

scharges changes the 
 reliable, 

 for calculating criteria 
er mixing with the 

ater Board thus has 
, p.10.).   

low conditions 
(Id., pp. 10-11).  As discussed below, scientific literature provides a reliable 

 criteria, 
roduces criteria that 

y, while avoiding 

n 1.3 states, “The 
 cause, (2) have a 
ursion above any 

applicable priority pollutant criterion or objective.”  Section 1.3 provides a 
st dure requires the 
com ) and Maximum 
Amb iterion that has been 
prop or the hardness-
depe res were followed for 
prop ing the RPA.   

• For comparing the MEC to the applicable criterion, in accordance 
 the reasonable 

eiving water 

criteria, the hardness of the effluent has an impact on the 
determination of the applicable criterion in areas in the receiving 
water affected by the discharge.  Therefore, for this situation it is 

                                           

This Order has established the criteria for hardness-depend
on the reasonable worst-case ambient hardness as required
CTR2 and State Water Board Order No. WQO 2008-00
The SIP and the CTR require the use of “receiving wate
hardness, respectively, to determine effluent limitations for
(SIP, § 1.2; 40 CFR § 131.38(c)(4), Table 4, note 4.)  The C
define whether the term “ambient,” as applied in the regula
requires the consideration of upstream as opposed to dow
conditions.  In some cases, the hardness of effluent di
hardness of the ambient receiving water.  Therefore, where
representative data are available, the hardness value
can be the downstream receiving water hardness, aft
effluent (Order WQO 2008-0008, p. 11).  The Regional W
considerable discretion in determining ambient hardness (Id.
 
The hardness values must also be protective under all f

method for calculating protective hardness-dependent CTR
considering all discharge conditions.  This methodology p
ensure these metals do not cause receiving water toxicit
criteria that are unnecessarily stringent. 
 

i. Reasonable Potential Analysis (RPA).  The SIP in Sectio
RWQCB shall…determine whether a discharge may: (1)
reasonable potential to cause, or (3) contribute to an exc

ep-by-step procedure for conducting the RPA.  The proce
parison of the Maximum Effluent Concentration (MEC
ient Background Concentration to the applicable cr
erly adjusted for hardness.  Unless otherwise noted, f
ndent CTR metals criteria the following procedu
erly adjusting the criterion for hardness when conduct

with the SIP, CTR, and Order WQO 2008-0008,
worst-case downstream hardness was used to adjust the 
criterion.  In this evaluation the portion of the rec
affected by the discharge is analyzed.  For hardness-dependent 

 
1  The SIP does not address how to determine the hardness for application to the equations for the protection of 

aquatic life when using hardness-dependent metals criteria. It simply states, in Section 1.2, that the criteria 
shall be properly adjusted for hardness using the hardness of the receiving water.   

2  The CTR requires that, for waters with a hardness of 400 mg/L (as CaCO3), or less, the actual ambient 
hardness of the surface water must be used.  It further requires that the hardness values used must be 
consistent with the design discharge conditions for design flows and mixing zones.   
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uent in determining 
.  The procedures 

using the reasonable worst-case downstream hardness is 

und Concentration 
he SIP, CTR, and 
ase upstream 
is evaluation the 

utside the influence of the discharge is analyzed.  For this 
stream hardness.  
as not included in 

g water hardness in 
ed on 6 samples 

, a minimum 
O3) represents the 

ed to adjust the 
bient 

iterion for the discharge to the Magalia Reservoir at 
Discharge Point No. D-001.  For comparing the MEC to the applicable 

 WQO 2008-0008, 
sed to adjust the 
 criterion after 

wnstream hardness 

A 2006 Study1 
developed procedures for calculating the effluent concentration allowance 

006 Study demonstrated 
uate all discharge conditions (e.g. high and low flow 

centrations of the effluent and 
receiving water when determining the appropriate ECA for these hardness-

am receiving 
 in over or under protective 

 
The equation describing the total recoverable regulatory criterion, as 
established in the CTR, is as follows: 
 

CTR Criterion = WER x (em[ln(H)]+b) (Equation 1) 

                                           

necessary to consider the hardness of the effl
the applicable hardness to adjust the criterion
for determining the applicable criterion after proper adjustment 

outlined in subsection ii. below. 

• For comparing the Maximum Ambient Backgro
to the applicable criterion, in accordance with t
Order WQO 2008-0008, the reasonable worst-c
hardness was used to adjust the criterion.  In th
area o
situation, the discharge does not impact the up
Therefore, the effect of the effluent hardness w
this evaluation. 

a) Discharge Point No. D-001.  The upstream receivin
Magalia Reservoir ranged from 32 mg/L to 38 mg/L, bas
from November 2008 through December 2009.  Thus
upstream receiving water hardness of 32 mg/L (as CaC
reasonable worst-case upstream hardness and was us
criterion when comparing the Maximum Background Am
Concentration to the cr

criterion, in accordance with the SIP, CTR, and Order
the reasonable worst-case downstream hardness was u
criterion.  The procedures for determining the applicable
proper adjustment using the reasonable worst-case do
is outlined in subsection ii. below. 

 
ii. Effluent Concentration Allowance (ECA) Calculations.  

(ECA)2 for CTR hardness-dependent metals.  The 2
that it is necessary to eval
conditions) and the hardness and metals con

dependent metals.  Simply using the lowest recorded upstre
water hardness to calculate the ECA may result
WQBELs. 

 
1  Emerick, R.W.; Borroum, Y.; & Pedri, J.E., 2006. California and National Toxics Rule Implementation and 

Development of Protective Hardness Based Metal Effluent Limitations. WEFTEC, Chicago, Ill. 
2  The ECA is defined in Appendix 1 of the SIP (page Appendix 1-2).  The ECA is used to calculate WQBELs in 

accordance with Section 1.4 of the SIP 
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Where: 

 

 WER = water-effect ratio 

R is 1.  A WER 
 The constants “m” and 

ecific values for 
CTR at paragraph (b)(2), Table 1.   

 
The equation for the ECA is defined in Section 1.4, Step 2, of the SIP and is 

llows: 
 

ECA (Equation 2) 
 

Where 

adjusted for 

tion 

 hardness and 
o the same procedure for 

 same procedure can 
el, and zinc.  These 
tals”.  “Concave 

relationship 
other similar 
 cadmium, lead, and 

p Metals”. 

 

 H = hardness (as CaCO3) 

 m, b = metal- and criterion-specific constants 
 

In accordance with the CTR, the default value for the WE
study must be conducted to use a value other than 1. 
“b” are specific to both the metal under consideration, and the type of total 
recoverable criterion (i.e., acute or chronic).  The metal-sp
these constants are provided in the 

as fo

 = C  (when C ≤ B)1 

 
C = the priority pollutant criterion/objective, 

hardness (see Equation 1, above) 
B = the ambient background concentra

 
The 2006 Study demonstrated that the relationship between
the calculated criteria is the same for some metals, s
calculating the ECA may be used for these metals.  The
be used for chronic cadmium, chromium III, copper, nick
metals are hereinafter referred to as “Concave Down Me
Down” refers to the shape of the curve represented by the 
between hardness and the CTR criteria in Equation 1.  An
procedure can be used for determining the ECA for acute
acute silver, which are referred to hereafter as “Concave U

 
ECA for Concave Down Metals – For Concave Down Meta
cadmium, chromium III, copper, nickel, and zinc) the 2

ls (i.e., chronic 
006 Study 

demonstrates that when the effluent is in compliance with the CTR criteria 
CTR criteria, any 

mixture of the effluent and receiving water will always be in compliance with 
the CTR criteria.  Therefore, based on any observed ambient background 
hardness, no receiving water assimilative capacity for metals (i.e., ambient 
background metals concentrations are at their respective CTR criterion) and 
the minimum effluent hardness, the ECA calculated using Equation 1 with a 
hardness equivalent to the minimum effluent hardness is protective under all 
discharge conditions (i.e., high and low dilution conditions and under all 

                                           

and the upstream receiving water is in compliance with the 

 
1 The 2006 Study assumes the ambient background metals concentration is equal to the CTR criterion (i.e. C ≤ B) 



PARADISE IRRIGATION DISTRICT ORDER NO. R5-2010-0057  
PARADISE WATER TREATMENT PLANT NPDES NO. CA0083488 
 
 

 
Attachment F – Fact Sheet F-17 

s with the 
dness is less than 
dness.   

/L (as CaCO3), based on 
9.  The upstream 

 from 32 mg/L to 
ber 2008 through 

December 2009.  Based on the RPA analysis, there is no reasonable 
tribute to an 
r objective.  

mixtures of effluent and receiving water as the effluent mixe
receiving water).  This is applicable whether the effluent har
or greater than the ambient background receiving water har
The effluent hardness ranged from 29 mg/L to 35 mg
6 samples from November 2008 through December 200
receiving water hardness in Magalia Reservoir varied
38 mg/L (as CaCO3), based on 6 samples from Novem

potential for these “concave down metals” to cause, or con
excursion above any applicable priority pollutant criterion o

 
 

ECA for Concave Up Metals – For Concave Up Metals
lead, and acute silver), the 2006 Study demonstrates that
relationship between hardness and the metals criteria, the 
upstream receiving water can be in compliance with the CT
resulting mixture may be out of compliance.  Therefore, t
provides a mathematical approach to calculate the EC
mixture of effluent and receiving water is in compliance with
(see Equation 3, below).  The ECA, as calculated using Equ
on the reasonable worst-case ambient background hardnes
water assimilative capacity for metals (i.e., ambien
concentrations are at their respective CTR criterion), and th
observed effluent hardness.  The rea

 (i.e., acute cadmium, 
 due to a different 
effluent and 
R criteria, but the 

he 2006 Study 
A to ensure that any 

 the CTR criteria 
ation 3, is based 
s, no receiving 

t background metals 
e minimum 

sonable worst-case ambient background 
hardness depends on whether the effluent hardness is greater than or less 
than the upstream receiving water hardness.  There are circumstances where 

servative am ient background hard ption is to assume that 
the upstream receiving water is at the highest observed hardness 

m, b = criterion specific constants (from CTR) 

s when the 

receiving water hardness (Hrw < He) 
-or- 

maximum observed upstream receiving water hardness when the minimum 
effluent hardness is always less than observed upstream receiving water 
hardness (Hrw > He)1 

                                           

the con b ness assum

concentration.  The conservative upstream receiving water condition as used 
in the Equation 3 below is defined by the term Hrw. 

 
 
 

 

 
 
 

He = minimum observed effluent hardness 
Hrw = minimum observed upstream receiving water hardnes
minimum effluent hardness is always greater than observed upstream 

 
1  When the minimum effluent hardness falls within the range of observed receiving water hardness 

concentrations, Equation 3 is used to calculate two ECAs, one based on the minimum observed upstream 
receiving water hardness and one based on the maximum observed upstream receiving water hardness.  The 

( ) ( ){ }( ) { }  
(Equation 3) 

b)ln(Hm

rw

rwe rwe  
H

 ++⎟⎟
⎠

⎜⎜
⎝

=
bHrwH - Hm + ⎞⎛ lnme

 ECA 
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tential for these 

ant criterion or objective. 

nts in the California 
adopted the 
e Waters, 
the CTR. The 
ed the Discharger 
ct beneficial uses. 

f a mixing zone, the 
applicable procedures in USEPA’s Water 

ical Support Document for Water 
Q Board’s discretion 
whether to allow a mixing zone. The SIP, in part, states that mixing zones shall 
n

     

 aquatic life passing through the mixing 

lly sensitive or critical habitats, including but not 
under Federal or State endangered 

 aquatic life; 
•

 
at States may, at 

llow mixing zones. The WQSH recommends that mixing zones 
be defined on a case-by-case basis after it has been determined that the 
assimilative capacity of the receiving stream can safely accommodate the 
discharge. This assessment should take into consideration the physical, 
chemical, and biological characteristics of the discharge and the receiving 
stream; the life history of and behavior of organisms in the receiving stream; and 
the desired uses of the waters. Mixing zones should not be allowed where they 

                                                                                                                                                      

 
Based on the RPA analysis, there is no reasonable po
“concave up metals” to cause, or contribute to an excursion above any 
applicable priority pollut

d. Assimilative Capacity/Mixing Zone 

USEPA established numeric criteria for priority toxic polluta
Toxics Rule (CTR). The State Water Resources Control Board 
Policy for Implementation of Toxics Standards for Inland Surfac
Enclosed Bays, and Estuaries of California (SIP) to implement 
Regional Water Board’s Basin Plan allows mixing zones provid
has demonstrated that the mixing zone will not adversely impa
The Basin Plan further requires that in determining the size o
Regional Water Board will consider the 
Quality Standards Handbook and the Techn

uality Based Toxics Control (TSD). It is the Regional Water 

ot:  
 
• Compromise the integrity of the entire water body; 
• Cause acutely toxic conditions to

zone; 
• Restrict passage of aquatic life; 
• Adversely impact biologica

limited to, habitat of species listed 
species laws; 

• Produce undesirable or nuisance
 Result in floating debris, oil, or scum; 
• Produce objectionable color, odor, taste, or turbidity; 
• Cause objectionable bottom deposits; 
• Cause nuisance; 
• Be allowed at or near any drinking water intake; 
• Dominate the receiving water body; and, 
• Overlap a mixing zone from a different outfall. 

USEPA’s Water Quality Standards Handbook (WQSH) states th
their discretion, a

 
minimum of the two calculated ECAs represents the ECA that ensures any mixture of effluent and receiving 
water is in compliance with the CTR criteria. 
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ational areas, 
A’s TSD states, in part in 

xing zones should not be permitted where they may 

e of a mixing zone 
ter Board.  Mixing zones will be 

assimilative capacity necessary to comply with discharge 
one. 

re not included in this 
ntial; however, 

required by the SIP.  
ble potential, this Order 

uent limitation.   

The Regional Water Board finds that 
rge has a reasonable potential to cause or contribute to an in-stream 

Order.  A 
s iled discussion of 
t

i

bient Water Quality 
life for aluminum.  

hour average (acute) 
vely, for waters 

e ambient criteria are 
 waters in lieu of site-

specific criteria.  The most stringent of these criteria, the chronic criterion 
ith low pH (6.5 to 
ditions not 

lia Reservoir/Little Butte Creek.  
The receiving stream has been measured to have a low hardness—
typically between 32 and 51 mg/L as CaCO3.  This condition is supportive 
of the non-applicability of the NAWQC chronic criteria for aluminum, 
according to USEPA’s development document.  Therefore, the acute 
criterion of 750 ug/L is applicable for protection of aquatic life. 

The Department of Public Health establishes a secondary Maximum 
Contaminant Level of 200 ug/L, implemented as an annual average, for 
protection of human health due to long term exposure. 

may endanger critical areas (e.g., drinking water supplies, recre
breeding grounds and areas with sensitive biota). USEP
Section 4.3.1, that mi
endanger critical areas.  

The Basin Plan, the SIP and USEPA’s TSD state that allowanc
is discretionary on the part of the Regional Wa
limited to the amount of 
limitations.  The Discharger is not requesting a mixing z

3. Determining the Need for WQBELs 

a. Constituents with Limited Data – Not Applicable  

b. Constituents with No Reasonable Potential.  WQBELs a
Order for constituents that do not demonstrate reasonable pote
monitoring for those pollutants is established in this Order as 
If the results of effluent monitoring demonstrate reasona
may be reopened and modified by adding an appropriate effl

c. Constituents with Reasonable Potential.  
the discha
excursion above a water quality standard for dichlorobromomethane and 
aluminum.  WQBELs for these constituents are included in this 
ummary of the RPA is provided in Attachment G, and a deta
he RPA for each constituent is provided below. 

. Aluminum 

(a) WQO.  USEPA developed National Recommended Am
Criteria (NAWQC) for protection of freshwater aquatic 
The recommended 4-day average (chronic) and 1-
criteria for aluminum are 87 µg/L and 750 µg/L, respecti
with a pH of 6.5 to 9.0.  USEPA recommends that th
protective of the aquatic beneficial uses of receiving

of 87 ug/L, is based on studies conducted on waters w
6.8 pH units) and hardness (<10 mg/L as CaCO3) con
commonly observed in waters like Maga
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(MEC) for aluminum 
 concentration of 

reasonable potential to cause or contribute to an in-stream excursion 

credits are not 
ELs for aluminum This Order 

contains a final average monthly effluent limitation (AMEL) and maximum 
2 µg/L and 123 µg/L, 

ffluent data 

sample results for the effluent, the limitations appear to put 
compliance.  The Discharger submitted a 

10.  As discussed in section IV.E of 
ed in this Order. 

 for 
lth for waters from 

C) for 
while the maximum observed 

able potential to 
e CTR criterion for 

uman health.   

ution credits are 

l average monthly 
fluent limitation (MDEL) 

is Fact Sheet of 
 criterion for the 

(d) Plant Performance and Attainability. Analysis of the effluent data shows 
that the MEC of 1.3 µg/L is greater than applicable WQBELs.  Based on 
the sample results for the effluent, the limitations appear to put the 
Discharger in immediate non-compliance.  New or modified control 
measures may be necessary in order to comply with the effluent 
limitations, and the new or modified control measures cannot be designed, 
installed and put into operation within 30 calendar days.  Furthermore, the 
effluent limitations for dichlorobromomethane  are a new regulatory 

(b) RPA Results.  The maximum effluent concentration 
was 570 µg/L.  The annual quarterly average effluent
aluminum was 324 ug/L.  Therefore, aluminum in the discharge has a 

above the 87 ug/L.   

(c) WQBELs.  Due to no assimilative capacity, dilution 
allowed for development of the WQB

daily effluent limitation (MDEL) for aluminum  of 77.
respectively, based on the NAWQC chronic criteria.  

(d) Plant Performance and Attainability.  Analysis of the e
shows that the MEC of 570 µg/L is greater than applicable WQBELs.  
Based on the 
the Discharger in immediate non-
compliance justification on 4 March 20
this Fact Sheet, a compliance schedule has been includ

ii. Dichlorobromomethane  

(a) WQO.  The CTR includes a criterion of 0.56 µg/L
dichlorobromomethane for the protection of human hea
which both water and organisms are consumed.   

(b) RPA Results.  The maximum effluent concentration (ME
dichlorobromomethane  was 1.3 µg/L 
upstream receiving water concentration was <1 µg/L.  Therefore, 
dichlorobromomethane  in the discharge has a reason
cause or contribute to an in-stream excursion above th
the protection of h

(c) WQBELs.  Due to unknown assimilative capacity, dil
not allowed for development of the WQBELs for 
dichlorobromomethane   This Order contains a fina
effluent limitation (AMEL) and maximum daily ef
for dichlorobromomethane  , as shown in Table F-5 of th
0.28 µg/L and 0.56 µg/L, respectively, based on the CTR
protection of human health.  
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le to the waste 
dopted after 1 July 
liance with the 

ablished in TSO            
rdance with CWC section 13300, that requires 

ion and implementation of a pollution prevention plan in 
e with CWC section 13263. 

i

shwater aquatic life 
ended 4-day average (chronic) and 1-

 0.01 µg/L and 
f the Basin Plan’s 

fection, which is 
mely toxic to aquatic organisms.  The Discharger uses a sodium 

e use and the 
ge has a reasonable 

rsion above the 

or Water Quality-
istical methods for 

tic life criteria to 
s based on the 

ta and the expected frequency of monitoring.  
ent that can and will 

ion is considered 
s Order contains a 

tion and 1-hour average effluent limitation for 
chlorine residual of 0.01 µg/L and 0.02 µg/L, respectively, based on 
USEPA’s NAWQC, which implements the Basin Plan’s narrative toxicity 

uent data shows 
that the MEC of  <0.01 µg/L is less than the applicable WQBELs.  The 
Regional Water Board concludes, therefore, that immediate compliance 
with these effluent limitations is feasible. 

iv. pH 

(a) WQO.  The Basin Plan includes a water quality objective for surface 
waters (except for Goose Lake) that the “…pH shall not be depressed 
below 6.5 nor raised above 8.5.  Changes in normal ambient pH levels 

requirement within this permit, which becomes applicab
discharge with the adoption of this Order, which was a
2000.  Therefore, a compliance time schedule for comp
dichlorobromomethane effluent limitations is est
No. R5-2010-0058 in acco
preparat
complianc

ii. Chlorine Residual 

(a) WQO.  USEPA developed NAWQC for protection of fre
for chlorine residual.  The recomm
hour average (acute) criteria for chlorine residual are
0.02 µg/L, respectively.  These criteria are protective o
narrative toxicity objective.   

(b) RPA Results.  The Discharger uses chlorine for disin
extre
bisulfite process to dechlorinate the effluent prior to discharge to Magalia 
Reservoir/Little Butte Creek.  Due to the existing chlorin
potential for chlorine to be discharged, the dischar
potential to cause or contribute to an in-stream excu
NAWQC.   

(c) WQBELs.  The USEPA Technical Support Document f
Based Toxics Control [EPA/505/2-90-001] contains stat
converting chronic (4-day) and acute (1-hour) aqua
average monthly and maximum daily effluent limitation
variability of the existing da
However, because chlorine is an acutely toxic constitu
be monitored continuously, an average 1-hour limitat
more appropriate than an average daily limitation.  Thi
4-day average effluent limita

objective for protection of aquatic life.  

(d) Plant Performance and Attainability.  Analysis of the effl
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exceed 0.5 in fresh waters with designated COLD or WARM 

he discharge of filter backwash water has a reasonable 

(c) WQBELs. of 6.5 as an instantaneous minimum 
 in this Order based 

ance and Attainability.  Analysis of the effluent data 
shows that Discharger can immediately comply with these pH effluent 

ns. 

s that “[w]ater shall 
 the deposition of 

material that causes nuisance or adversely affects beneficial uses.”   

r does have a 
ursion above the 
Therefore, effluent 

olids are included in this Order. 

a. This Order includes WQBELs for aluminum and dichlorobromomethane.  The 
od lating WQBELs based on the different 

ribed in subsections IV.C.4.b through e, below.  See 
tachment H for the WQBEL calculations. 

E entration Allowance.  For each water quality criterion/objective, 
the ECA is calculated using the following steady-state mass balance equation 
f
 
ECA = C + D(C – B)  where C>B, and 
ECA = C     where C≤B 
 
where:

shall not 
beneficial uses.” 

(b) RPA Results.  T
potential to cause or contribute to an excursion above the Basin Plan’s 
numeric objectives for pH. 

  Effluent limitations for pH 
and 8.5 as an instantaneous maximum are included
on protection of the Basin Plan objectives for pH. 

(d) Plant Perform

limitatio

v. Salinity – Not Applicable 

vi. Settleable Solids 

(a) WQO.  For inland surface waters, the Basin Plan state
not contain substances in concentrations that result in

(b) RPA Results.  The discharge of filter backwash wate
reasonable potential to cause or contribute to an exc
Basin Plan’s narrative objective for settleable solids.  
limitations for settleable s

4. WQBEL Calculations 

general meth ology for calcu
criteria/objectives is desc
At

b. ffluent Conc

rom Section 1.4 of the SIP: 

 
ECA  = effluent concentration allowance 
D   = dilution credit 
C  = the priority pollutant criterion/objective 
B  = the ambient background concentration. 
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) in the equation 
t an ECA calculated 
rotect human 

ean concentration of 
which implement 

 Basin Plan’s chemical constituents objective and are applied as annual 
-term basis of the 

r WQBELs based on site-specific numeric 
ied directly as the 
itations, 

ELs based on acute and chronic aquatic toxicity 
 SIP.  The ECAs are 

 LTAchronic) 
 to calculate the AMEL and 

MDEL using additional statistical multipliers. 

e. Human Health Criteria. WQBELs based on human health criteria, are also 
calculated in accordance with Sec of the SIP.  The ECAs are set equal to 
the AMEL and a statistical multiplier was used to calculate the MDEL. 

  

 

According to the SIP, the ambient background concentration (B
above shall be the observed maximum with the exception tha
from a priority pollutant criterion/objective that is intended to p
health from carcinogenic effects shall use the arithmetic m
the ambient background samples.  For ECAs based on MCLs, 
the
averages, an arithmetic mean is also used for B due to the long
criteria. 

c. Basin Plan Objectives and MCLs. Fo
Basin Plan objectives or MCLs, the effluent limitations are appl
ECA as either an MDEL, AMEL, or average annual effluent lim
depending on the averaging period of the objective. 

d. Aquatic Toxicity Criteria. WQB
criteria are calculated in accordance with Section 1.4 of the
converted to equivalent long-term averages (i.e. LTAacute and
using statistical multipliers and the lowest LTA is used

tion 1.4 

( )[ ]chronicCacuteAAMEL ECAMECAMmultAMEL ,mi=
LTAacute 

n

( )[ ]chronicCacuteAMDEL ECAMECAMmultMDEL ,min=  
LTAchronic 

HH
AMEL

HH mult ⎟
⎠

⎜
⎝  

MDEL AMELMDEL ⎟⎜=

where:

mult ⎞⎛

 
multAMEL = statistical multiplier converting minimum LTA to AMEL 
multMDEL = statistical multiplier converting minimum LTA to MDEL 
MA = statistical multiplier converting acute ECA to LTAacute 
MC =  statistical multiplier converting chronic ECA to LTAchronic 

 
See Section IV.D of this Fact Sheet for a summary of Water Quality Based Effluent Limitations 
contained in this Order. 
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Table F- Summary of Water Quality-Based5.  Effluent Limitations – Discharge Point No. D-
001 

Effluent Limitations 
Parameter Units Average 

Monthly 
Average 
Weekly 

Maximum 
Daily 

Instantaneous 
Minimum 

Instantaneous
Maximum 

Dichlorobromomethane ug/L    0.56  1.12 
Aluminum, Total 
Recoverable 

ug/L 77.2  123   

pH its -- -- -- 6.0 9.0 standard un
 

5. Whole Effluent Toxicity (WET) 

For compliance with the Basin Plan’s narrative toxicity objective
the Discharger to conduct whole effluent toxicity testing for acut
toxicity, as specifie

, this Order requires 
e and chronic 

d in the Monitoring and Reporting Program (Attachment E section 
  and chronic 

 management 
s to reduce or 

 toxicity objective 
stances in concentrations 

t, animal, or aquatic 
t, “…effluent limits 
where 

opment of acute 
ity objectives for 

ce", dated 
5) it states that, 

"In the absence of specific numeric water quality objectives for acute and chronic 
to plies.  Achievement of 
th herein, means that ambient waters shall not 
de vi 0% of the time, based on 
the monthly median, or 2) less than 70% survival, 10% of the time, based on any 
mo r ll not demonstrate a test 

cute toxicity have 

Acute Toxicity. Survival of aquatic organisms in 96-hour bioassays of 
undiluted waste shall be no less than: 

Minimum for any one bioassay-- -----------------------------------
- 

70% 

Median for any three or more consecutive bioassays --------- 90% 

b. Chronic Aquatic Toxicity. The Basin Plan contains a narrative toxicity objective 
that states, “All waters shall be maintained free of toxic substances in 

V.).  This Order also contains effluent limitations for acute toxicity
toxicity.  The Order also requires the Discharger to implement best
practices to investigate the causes of, and identify corrective action
eliminate effluent toxicity. 

a. Acute Aquatic Toxicity. The Basin Plan contains a narrative
that states, “All waters shall be maintained free of toxic sub
that produce detrimental physiological responses in human, plan
life.” (Basin Plan at page III-8.00)  The Basin Plan also states tha
based upon acute biotoxicity tests of effluents will be prescribed 
appropriate…”.  USEPA Region 9 provided guidance for the devel
toxicity effluent limitations in the absence of numeric water qual
toxicity in its document titled "Guidance for NPDES Permit Issuan
February 1994.  In section B.2. "Toxicity Requirements" (pgs. 14-1

xicity, the narrative criterion 'no toxics in toxic amounts' ap
e narrative criterion, as applied 
monstrate for acute toxicity: 1) less than 90% sur val, 5

nthly median.   For chronic toxicity, ambient wate s sha
result of greater than 1 TUc."  Accordingly, effluent limitations for a
been included in this Order as follows: 
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ses in human, plant, 
n chronic WET 

has reasonable potential to cause or contribute to an in-stream excursion 

tion.  Chronic 
ic toxicity unit (TUc) and demonstrates 

that the discharge has a reasonable potential to cause or contribute to an 
herefore, this Order 

cluded in this Order.  
te form and 

 the petitioning of a 
numeric chronic 

Water Board 
city control provisions 

 2003-012, “In 
us interested 

s for chronic 
that discharge to 
nsidered in a 

ion and deliberation.  We 
e anticipate that 

make a 
eric effluent limitations 
s to revise the SIP is 

posed changes include clarifying the appropriate form of 
nsion and 

to the NPDES 
 SIP are under 
or chronic toxicity.  

practices for compliance with the Basin Plan’s narrative toxicity objective, as 

jective, the 
Discharger is required to conduct chronic WET testing, as specified in the 
Monitoring and Reporting Program (Attachment E section V.).  Furthermore, the 
Special Provision contained at VI.C.2.a. of this Order requires the Discharger to 
investigate the causes of, and identify and implement corrective actions to 

                                           

concentrations that produce detrimental physiological respon
animal, or aquatic life.” (Basin Plan at page III-8.00.)  Based o
testing performed by the Discharger from November 2008, the discharge 

above of the Basin Plan’s narrative toxicity objective.   

No dilution has been granted in this Order for the chronic condi
toxicity testing results exceeding 1 chron

exceedance of the Basin Plan’s narrative toxicity objective.  T
includes a narrative chronic toxicity effluent limitation.  

Numeric chronic WET effluent limitations have not been in
The SIP contains implementation gaps regarding the appropria
implementation of chronic toxicity limits.  This has resulted in
NPDES permit in the Los Angeles Region1 that contained 
toxicity effluent limitations.  To address the petition, the State 
adopted WQO 2003-012 directing its staff to revise the toxi
in the SIP.  The State Water Board states the following in WQO
reviewing this petition and receiving comments from numero
persons on the propriety of including numeric effluent limitation
toxicity in NPDES permits for publicly-owned treatment works 
inland waters, we have determined that this issue should be co
regulatory setting, in order to allow for full public discuss
intend to modify the SIP to specifically address the issue.  W
review will occur within the next year.  We therefore decline to 
determination here regarding the propriety of the final num
for chronic toxicity contained in these permits.”  The proces
currently underway.  Pro
effluent toxicity limits in NPDES permits and general expa
standardization of toxicity control implementation related 
permitting process.  Since the toxicity control provisions in the
revision it is infeasible to develop numeric effluent limitations f
Therefore, this Order requires that the Discharger meet best management 

allowed under 40 CFR 122.44(k). 

To ensure compliance with the Basin Plan’s narrative toxicity ob

 
1 In the Matter of the Review of Own Motion of Waste Discharge Requirements Order Nos. R4-2002-0121 

[NPDES No. CA0054011] and R4-2002-0123 [NPDES NO. CA0055119] and Time Schedule Order Nos. R4-
2002-0122 and R4-2002-0124 for Los Coyotes and Long Beach Wastewater Reclamation Plants Issued by the 
California Regional Water Quality Control Board, Los Angeles Region SWRCB/OCC FILES A-1496 AND 
1496(a) 
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rates a pattern of 
ischarger is 
ordance with an 

trigger is not an 
the Discharger is required to 

lerated chronic toxicity monitoring, as well as, the threshold to 

 

reduce or eliminate effluent toxicity.  If the discharge demonst
toxicity exceeding the numeric toxicity monitoring trigger, the D
required to initiate a Toxicity Reduction Evaluation (TRE) in acc
approved TRE workplan.  The numeric toxicity monitoring 
effluent limitation; it is the toxicity threshold at which 
perform acce
initiate a TRE if a pattern of effluent toxicity has been demonstrated. 

D. Final Effluent Limitations 

Table F-6. Summary of Final Effluent Limitations Dis ar t No. D-001  ch ge Poin
Effluent Limitations 

Parameter Units A ge vera
Monthly  Maximum 

Daily 
Instanta s neou

Minimum 
Instantan

eous 
Maximum

Basis1 

Total Settleable Solids mL/L .1 
 

 
BPJ 

0 0.2  

mg/L   50    30
Total Suspended Solids 

lbs/day   834   
BPJ 

2 500
T   BPJ otal Residual Chlorine mg/L 0.01  0.02 
pH standard units    6.0 9.0 PO 
Aluminum, Total 
Recoverable3 

ug/L 77.2  123   NAWQ
C 

Dichlorobromomethane4 ug/L 0.56  1.12   CTR 
1 CTR – Based on water quality criteria contained in the California Toxics Rule and applied

NAWQC – Based on USEPA’s National Ambient Water Quality Criteria for the protection o
PO – Based on Previous Order  

 as specified in the SIP. 
f freshwater aquatic life. 

2 Based on a
3 See interim limits below in Section IV.A.2. 
4 See in

BPJ – Best Professional Judgment  
 design flow of 2.0 mgd. 

terim limits in Time Schedule Order No. R5-2010-0058. 
 

s in 96-hour 
ys of undiluted waste shall be no less than: 

i. 70%, minimum for any one bioassay; and 
ii. 90%, median for any three consecutive bioassays 

 
b. Chronic Whole Effluent Toxicity.  There shall be no chronic toxicity in the 
effluent discharge. 

c. Average Dry Weather Flow. The average dry weather discharge flow shall not 
exceed 2.0mgd. 

a. Acute Whole Effluent Toxicity. Survival of aquatic organism
bioassa
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rms of mass, with 
that are limited in terms 

nits of measurement.  This Order 
entration.  In 

 in 
e not expressed in terms of mass, 

such as pH and temperature, and when the applicable standards are expressed in 
mitations are not 

eceiving water. 

Mass-based effluent limitations were calculated based upon the permitted average 
 

discharge 
s impracticable.  

ality permitting, 
n in lieu of 

asis for the 7-day 
requirements.  This basis 

y standards.  
more daily samples, 

harge’s potential 
his Order utilizes 

ximum daily effluent limitations in lieu of average weekly effluent limitations for 
 as recommended by the TSD for the 

r the protection of the beneficial uses 
romomethane , 

 effluent limitations have been replaced or supplemented with 
le for using shorter 
.C.3. of this Fact 

All effluent limitations in this Order are at least as stringent as the effluent limitations 
in the existing Order.  

All effluent limitations in this Order are at least as stringent as the effluent limitations 
in the existing Order.  This Order contains new effluent limitations for aluminum and 
dichlorobromomethane. 

Order No, R5-2004-0144 established mass-based effluent limitations for chlorine.  
40 CFR 122.45(f)(1)(ii) states that mass limitations are not required when applicable 
standards and limitations are expressed in terms of other units of measurement.  

1. Mass-based Effluent Limitations 

40 CFR 122.45(f)(1) requires effluent limitations be expressed in te
some exceptions, and 40 CFR 122.45(f)(2) allows pollutants 
of mass to additionally be limited in terms of other u
includes effluent limitations expressed in terms of mass and conc
addition, pursuant to the exceptions to mass limitations provided
40 CFR 122.45(f)(1), some effluent limitations ar

terms of concentration (e.g., CTR criteria and MCLs) and mass li
necessary to protect the beneficial uses of the r

daily discharge flow allowed in section IV.A.1.a. of this Order.

2. Averaging Periods for Effluent Limitations 

40 CFR 122.45 (d) requires average weekly and average monthly 
limitations for publicly owned treatment works (POTWs) unles
However, for toxic pollutants and pollutant parameters in water qu
USEPA recommends the use of a maximum daily effluent limitatio
average weekly effluent limitations for two reasons.  “First, the b
average for POTWs derives from the secondary treatment 
is not related to the need for assuring achievement of water qualit
Second, a 7-day average, which could comprise up to seven or 
could average out peak toxic concentrations and therefore the disc
for causing acute toxic effects would be missed.” (TSD, pg. 96)  T
ma
aluminum and dichlorobromomethane
achievement of water quality standards and fo
of the receiving stream.  Furthermore, for aluminum and dichlorob
weekly average
effluent limitations utilizing shorter averaging periods.  The rationa
averaging periods for these constituents is discussed in section IV
Sheet. 

3. Satisfaction of Anti-Backsliding Requirements 
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in this Order are based on 
 terms of 
 the effluent 
ral Regulations.  

 chlorine have been removed, this does not 
 the flow has not increased, which is the basis for 

 
llutants to the 

 is not necessary.  
-based standards 

nable potential to 
f water quality standards.  The permitted 

0 CFR 131.12 and 
 requirements will 

scharge.  The 

onsistent with the 
ater Board Resolution 

 the use of best 
pact on existing water 

ater contains 
ic conductivity, 

Percolation from 
the settling ponds may result in an increase in the concentration of these 

crease in the concentration of these 
tent with Resolution No. 68-16.  Any 

 shown to be 
n y to accommodate housing 
a nt with maximum 
benefit to the people of the State of California.  Some degradation of 
groundwater by the Discharger is consistent with Resolution No. 68-16 provided 
that: 

i. the degradation is limited in extent; 

ii. the degradation after effective source control, treatment, and control is 
limited to waste constituents typically encountered in municipal 
wastewater as specified in the groundwater limitations in this Order; 

The numerical effluent limitations for chlorine established 
water quality standards and objectives, which are expressed in
concentration.  Pursuant to 40 CFR 122.45(f)(1)(ii), expressing
limitations in terms of concentration is in accordance with Fede
Although the mass limitations for
constitute backsliding because
calculating mass-based effluent limitations. 

4. Satisfaction of Antidegradation Policy 

This Order does not allow for an increase in flow or mass of po
receiving water.  Therefore, a complete antidegradation analysis
The Order requires compliance with applicable federal technology
and with WQBELs where the discharge could have the reaso
cause or contribute to an exceedance o
discharge is consistent with the antidegradation provisions of 4
State Water Board Resolution No. 68-16.  Compliance with these
result in the use of best practicable treatment or control of the di
impact on existing water quality will be insignificant. 

a. Surface Water. The permitted surface water discharge is c
antidegradation provisions of 40 CFR 131.12 and State W
No. 68-16.  Compliance with these requirements will result in
practicable treatment or control of the discharge.  The im
quality will be insignificant. 

b. Groundwater.  The Discharger utilizes settling ponds.  Wastew
constituents such as total dissolved solids (TDS), specif
chlorination and dechlorination byproducts, and metals.  

constituents in groundwater.  The in
constituents in groundwater must be consis
increase in pollutant concentrations in groundwater must be
ecessary to allow wastewater utility service necessar
nd economic expansion in the area and must be consiste
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mplementing, regularly 
imally operating best practicable treatment and 

r quality less than that prescribed in 

nd WQBELs for 
onsist of restrictions 
Ls consist of 

, otal residual chlorine, and dichlorobromomethane. 
This Order’s technology-based pollutant restrictions implement the minimum, 

technology-based requirements.  In addition, this Order includes 
 dichlorobromomethane to meet numeric 

 
E. 

lts for the effluent, 
ce with effluent 
dified control 
ations, and the new 

t into operation 
es a provision that 

f compliance schedules in NPDES permits for effluent limitations 
he WQBELs for 

pliance schedule for 
lished in the Order.  

intent to eliminate 
raded treatment 

below, and are in effect 

requires the Discharger to submit a corrective action plan and implementation 
schedule to assure compliance with the final effluent limitations for aluminum.  In 
addition, the Discharger shall prepare and implement a pollution prevention plan that 
is in compliance with CWC section <13263.3(d)(3.  The interim numeric effluent 
limitations and source control measures will result in the highest discharge quality 
that can reasonably be achieved until final compliance is attained. 

2. Interim Limits for Aluminum The Compliance Schedule Policy requires the 
Regional Water Board to establish interim requirements and dates for their 

iii. the Discharger minimizes the degradation by fully i
maintaining, and opt
control (BPTC) measures; and 

iv. the degradation does not result in wate
the Basin Plan. 

5. Stringency of Requirements for Individual Pollutants 

This Order contains both technology-based effluent limitations a
individual pollutants.  The technology-based effluent limitations c
on total settleable solids and total suspended solids.  The WQBE
restrictions on aluminum, pH t

applicable federal 
new effluent limitations for aluminum and
objectives or protect beneficial uses.   

Interim Effluent Limitations 

1. Compliance Schedule for aluminum.  Based on the sample resu
it appears that the Discharger may be in immediate non-complian
limitations for aluminum upon issuance of the permit.  New or mo
measures are  necessary in order to comply with the effluent limit
or modified control measures cannot be designed, installed and pu
within 30 calendar days.  The Compliance Schedule Policy includ
authorizes the use o
based on a newly interpreted water quality objective or criterion.  T
aluminum are based on a new interpretation of the narrative toxicity standard for 
protection of receiving water beneficial uses.  Therefore, a com
compliance with the effluent limitations for aluminum is estab
The schedule is as short as possible considering the Discharger’s 
the surface water discharge within five years, and the need for upg
to meet the new limitations. 
 
Interim performance-based MDELs have been established in this Order.  The interim 
limitations were determined as described in section IV.E.3., 
through permit expiration date .  As part of the compliance schedule, this Order 
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ations are required 
ns must be based 

ant performance or existing permit limitations, whichever is 

e are 10 sampling 
unted for by 

ata where 99.9% 
3.3 standard deviations of the mean (Basic Statistical 

arper and Row).  
s the mean plus 3.3 

PA Technical 
/505/2-90-001), 
presentative of 

um of 10 data 
he multipliers contained 

o determine a maximum daily limitation based on 
ge objective is to 

herefore, when there 
s are based on 

tain the daily 

ertake source control 
 the interim limitations 

mpliance with final 

constituents in concentrations in excess of the final effluent limitations, but in 
o ignifi  degrade water 

alit ly a the beneficial uses of the receiving stream on a long-
rm basis e interim itation owever, establish an enforceable ceiling 

concentration until compliance with the effluent limitation can be achieved. 

The following table summarizes the calculations of the interim effluent limitations for 
aluminum: 

achievement in the NPDES permit.  Interim numeric effluent limit
for compliance schedules longer than one year.  Interim limitatio
on current treatment pl
more stringent.  

The interim limitations for aluminum in this Order are based on the current treatment 
plant performance.  In developing the interim limitation, where ther
data points or more, sampling and laboratory variability is acco
establishing interim limits that are based on normally distributed d
of the data points will lie within 
Methods for Engineers and Scientists, Kennedy and Neville, H
Therefore, the interim limitations in this Order are established a
standard deviations of the available data. 

When there are less than 10 sampling data points available, the E
Support Document for Water Quality-based Toxics Control ((EPA
TSD) recommends a coefficient of variation of 0.6 be utilized as re
wastewater effluent sampling.  The TSD recognizes that a minim
points is necessary to conduct a valid statistical analysis.  T
in Table 5-2 of the TSD are used t
a long-term average objective.  In this case, the long-term avera
maintain, at a minimum, the current plant performance level.  T
are less than 10 sampling points for a constituent, interim limitation
3.11 times the maximum observed effluent concentration to ob
maximum interim limitation (TSD, Table 5 2). 

The Regional Water Board finds that the Discharger can und
and treatment plant measures to maintain compliance with
included in this Order.  Interim limitations are established when co
effluent limitations cannot be achieved by the existing discharge.  Discharge of 

c mpliance with the interim effluent limitations, can s cantly
qu y and adverse ffect 
te .  Th  lim s, h

Table F-7. Interim Effluent Limitation Calculation Summary 
Parameter Units Maximum Effluent 

Concentration Mean Standard 
Deviation 

Number of 
Samples 

Interim 
Limitation 

aluminum ug/L 570 324 115 21 704 
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charge of waste classified as "hazardous" as defined in section 2521(a) of Title 
, to the settling pond 

nd maintained to 
equency. 

3. 

Facility shall not be perceivable beyond the 
nd disposal areas (or property owned by the 

eet as measured from 

V

ce water and 

ive requires that 
n concentrations 

als, or aquatic 
.  The chemical constituent objective requires that surface water and groundwater shall 

not contain chemical constituents in concentrations that adversely affect any beneficial use 
or that exceed the maximum contaminant levels (MCLs) in Title 22, CCR.  The tastes and 
odors objective states that surface water and groundwater shall not contain taste- or odor-
producing substances in concentrations that cause nuisance or adversely affect beneficial 
uses.  The Basin Plan requires the application of the most stringent objective necessary to 
ensure that surface water and groundwater do not contain chemical constituents, toxic 
substances, radionuclides, or taste and odor producing substances in concentrations that 
adversely affect domestic drinking water supply, agricultural supply, or any other beneficial 
use. 

 

F. Settling/Drying Pond Specifications 

1. The dis
23, CCR, or "designated", as defined in section 13173 of the CWC
is prohibited. 

2. The treatment facilities shall be designed, constructed, operated, a
prevent inundation or washout due to floods with a 100-year return fr

The settling pond shall be managed to prevent breeding of mosquitoes, in particular, 

a. An erosion control program should assure that small coves and irregularities are 
not created around the perimeter of the water surface; 

b. Weeds shall be minimized. 

4. Dead algae, vegetation, and debris shall not accumulate on the water surface. 

5. Objectionable odors originating at this 
limits of the wastewater treatment a
Discharger). 

6. The freeboard in the settling pond shall never be less than two f
the water surface to the lowest point of overflow. 

G. Reclamation Specifications- Not Applicable 

. RATIONALE FOR RECEIVING WATER LIMITATIONS 

Basin Plan water quality objectives to protect the beneficial uses of surfa
groundwater include numeric objectives and narrative objectives, including objectives for 
chemical constituents, toxicity, and tastes and odors.  The toxicity object
surface water and groundwater be maintained free of toxic substances i
that produce detrimental physiological responses in humans, plants, anim
life
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ndards, including 
e Regional Water 

s in the Basin Plan.  
ality objectives 
 will apply to 
 Plan includes 
l uses and water 

sed on the Basin 
ia, biostimulatory 

nces, color, chemical constituents, dissolved oxygen, floating material, 
oil and grease, pH,  radioactivity, suspended sediment, settleable substances, 

.   

al and domestic 
 agricultural supply. 

V TS 

at all NPDES permits specify requirements for recording and 
orizes the 
onitoring and 

Reporting Program (Attachment E) of this Order, establishes monitoring and reporting 
plement federal and state requirements.  The following provides the 

Monitoring and 

A.  considered equivalent 

onitoring is required 
 limitations.  Effluent monitoring is necessary to 

assess compliance with effluent limitations, assess the effectiveness of the 
treatment process, and to assess the impacts of the discharge on the receiving 
stream and groundwater. 

2. Effluent monitoring frequencies and sample types for flow, pH, turbidity, total 
residual chlorine, settleable solids, suspended solids, total recoverable aluminum, 
hardness, trihalomethanes, acute and chronic toxicity, and CTR priority pollutants  
have been retained from Order No. R5-2004-0144 to determine compliance with 
effluent limitations for these parameters.   

A. Surface Water 

1. CWA section 303(a-c), requires states to adopt water quality sta
criteria where they are necessary to protect beneficial uses.  Th
Board adopted water quality criteria as water quality objective
The Basin Plan states that “[t]he numerical and narrative water qu
define the least stringent standards that the Regional Water Board
regional waters in order to protect the beneficial uses.”  The Basin
numeric and narrative water quality objectives for various beneficia
bodies.  This Order contains receiving surface water limitations ba
Plan numerical and narrative water quality objectives for  bacter
substa

suspended material, tastes and odors, temperature, toxicity, and turbidity

B. Groundwater 

1. The beneficial uses of the underlying ground water are municip
supply, industrial service supply, industrial process supply, and

I. RATIONALE FOR MONITORING AND REPORTING REQUIREMEN

40 CFR 122.48 requires th
reporting monitoring results.  Water Code sections 13267 and 13383 auth
Regional Water Board to require technical and monitoring reports.  The M

requirements to im
rationale for the monitoring and reporting requirements contained in the 
Reporting Program for the Facility. 

Influent Monitoring  - Influent weir water monitoring (INF-001) is
to influent monitoring 

B. Effluent Monitoring 

1. Pursuant to the requirements of 40 CFR 122.44(i)(2) effluent m
for all constituents with effluent
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s for aluminum and dichlorobromomethane have 

cluded for electrical conductivity. 

ed to demonstrate 

One test shall be performed once during the permit cycle.  
required in order to demonstrate compliance 

sin Plan’s narrative toxicity objective. 

D. 

1. Surface Water 

nitoring is necessary to assess compliance with receiving 
limitations and to assess the impacts of the discharge on the receiving 

ctivity, aluminum 
e. 

2. Groundwater 

r monitoring well 
ay be reopened 

onitoring 

ith the biosolids disposal 
on VI.C.6.a. of this 
0 CFR Part 503 to 

VII. RATIONALE FOR PROVISIONS 

A. Standard Provisions 

Standard Provisions, which apply to all NPDES permits in accordance with 
40 CFR 122.41, and additional conditions applicable to specified categories of permits 
in accordance with 40 CFR 122.42, are provided in Attachment D.  The discharger must 
comply with all standard provisions and with those additional conditions that are 
applicable under 40 CFR 122.42. 

3. Effluent monitoring requirement
been increased from quarterly to monthly. 

4. New monitoring requirements are in

C. Whole Effluent Toxicity Testing Requirements 

1. Acute Toxicity. Annually 96-hour bioassay testing is requir
compliance with the effluent limitation for acute toxicity. 

2. Chronic Toxicity. 
Chronic whole effluent toxicity testing is 
with the Ba

Receiving Water Monitoring 

a. Receiving water mo
water 
stream. 

b. New monitoring requirements are included for electrical condu
and dichlorobromomethan

a. This Order requires the Discharger to perform a groundwate
feasibility study.  Based on the results of the study, the Order m
to include groundwater monitoring.  

E. Other Monitoring Requirements 

1. Biosolids M

Biosolids monitoring is required to ensure compliance w
requirements contained in the Special Provision contained in secti
Order.  Biosolids disposal requirements are imposed pursuant to 4
protect public health and prevent groundwater degradation. 
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ply to all State-
o the permits either 
itation to the 

ws the state to 
ccordance with 
cement authority 

R 122.41(j)(5) and (k)(2) because the enforcement authority under the 
tringent.  In lieu of these conditions, this Order incorporates by reference 

B. 

1. 

ter Board to reopen this Order in 
acute or chronic 

addition, this Order may 
ercury offset 
. 

 This Order requires the Discharger prepare pollution 
minum and 
 Regional Water 

ffluent limitations 
he pollution 

ffluent Toxicity. This Order requires the Discharger to investigate the 
inate effluent toxicity 

er may be reopened to 
city limitation, and/or 
tionally, if a numeric 

ater Board, this 
y limitation based on 

may contain 
ibute to an 

complete a study of these constituents’ potential effect in the receiving water.  
This reopener provision allows the Regional Water Board to reopen this Order for 
addition of effluent limitations and requirements for these constituents if after 
review of the study results it is determined that the discharge has reasonable 
potential to cause or contribute to an exceedance of a water quality objective. 

e. Salinity/EC Site-Specific Study.  This Order requires the Discharger to 
complete and submit a report on the results of salinity/EC site-specific studies to 
determine appropriate salinity/EC levels necessary to protect downstream 

40 CFR 122.41(a)(1) and (b) through (n) establish conditions that ap
issued NPDES permits.  These conditions must be incorporated int
expressly or by reference.  If incorporated by reference, a specific c
regulations must be included in the Order.  40 CFR 123.25(a)(12) allo
omit or modify conditions to impose more stringent requirements.  In a
40 CFR 123.25, this Order omits federal conditions that address enfor
specified in 40 CF
CWC is more s
CWC section 13387(e). 

Special Provisions 

Reopener Provisions 

a. Mercury. This provision allows the Regional Wa
the event mercury is found to be causing toxicity based on 
toxicity test results, or if a TMDL program is adopted.  In 
be reopened if the Regional Water Board determines that a m
program is feasible for dischargers subject to NPDES permits

b. Pollution Prevention.
prevention plans following CWC section 13263.3(d)(3) for alu
dichlorobromomethane.  This reopener provision allows the
Board to reopen this Order for addition and/or modification of e
and requirements for these constituents based on a review of t
prevention plans. 

c. Whole E
causes of, and identify corrective actions to reduce or elim
through a Toxicity Reduction Evaluation (TRE).  This Ord
include a numeric chronic toxicity limitation, a new acute toxi
a limitation for a specific toxicant identified in the TRE.  Addi
chronic toxicity water quality objective is adopted by the State W
Order may be reopened to include a numeric chronic toxicit
that objective. 

d. Constituent Study.  There are indications that the discharge 
constituents that have a reasonable potential to cause or contr
exceedance of water quality objectives.  This Order requires the Discharger to 



PARADISE IRRIGATION DISTRICT ORDER NO. R5-2010-0057  
PARADISE WATER TREATMENT PLANT NPDES NO. CA0083488 
 
 

 
Attachment F – Fact Sheet F-35 

 to the Regional 
sed on a review of 

reopened for addition of an effluent limitation and requirements for salinity and/or 

 Plan contains a 
tained free of toxic 

iological responses in 
III-8.00).  Based on 

whole effluent chronic toxicity testing performed by the Discharger from 15 
s reasonable 

ion above of the 

lan in accordance 
meric toxicity 
, as well as, 

rn of toxicity has been demonstrated. 

 TUc (where TUc 
oes not allow any 

exhibits a pattern of toxicity at 100% effluent. 

WET testing when 
e purpose of 

r, whether toxicity 
mentation of a 

our chronic toxicity 
sing the species that 
, the accelerated 

y taking no more 
ted monitoring and 
or Water Quality-

based Toxics Control, EPA/505/2-90-001, March 1991 (TSD).  The TSD at page 
118 states, “EPA recommends if toxicity is repeatedly or periodically present at 
levels above effluent limits more than 20 percent of the time, a TRE should be 
required.”  Therefore, four accelerated monitoring tests are required in this 
provision.  If no toxicity is demonstrated in the four accelerated tests, then it 
demonstrates that toxicity is not present at levels above the monitoring trigger 
more than 20 percent of the time (only 1 of 5 tests are toxic, including the initial 
test).  However, notwithstanding the accelerated monitoring results, if there is 
adequate evidence of a pattern of effluent toxicity (i.e. toxicity present exceeding 

beneficial uses.  The studies shall be completed and submitted
Water Board as specified in section VI.C.2.d. of this Order.  Ba
the results of the report on the salinity/EC site-specific studies this Order may be 

EC. 

2. Special Studies and Additional Monitoring Requirements 

a. Chronic Whole Effluent Toxicity Requirements. The Basin
narrative toxicity objective that states, “All waters shall be main
substances in concentrations that produce detrimental phys
human, plant, animal, or aquatic life.” (Basin Plan at page 

October 2004 through 19 November 2008, the discharge ha
potential to cause or contribute to an in-stream excurs
Basin Plan’s narrative toxicity objective.   

This provision requires the Discharger to develop a TRE Workp
with USEPA guidance.  In addition, the provision provides a nu
monitoring trigger and requirements for accelerated monitoring
requirements for TRE initiation if a patte

Monitoring Trigger. A numeric toxicity monitoring trigger of > 1
= 100/NOEC) is applied in the provision, because this Order d
dilution for the chronic condition.  Therefore, a TRE is triggered when the effluent 

Accelerated Monitoring. The provision requires accelerated 
a regular WET test result exceeds the monitoring trigger.  Th
accelerated monitoring is to determine, in an expedient manne
is repeatedly or periodically present before requiring the imple
TRE.   

The provision requires accelerated monitoring consisting of f
tests in a six-week period (i.e., one test every two weeks) u
exhibited toxicity.  Due to possible seasonality of the toxicity
monitoring should be performed in a timely manner, preferabl
than 2 to 3 months to complete.  Guidance regarding accelera
TRE initiation is provided in the Technical Support Document f
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 percent of the time), the Executive Officer 

 Flow Chart (Figure F-1), below, for further 

TRE Guidance.  required to prepare a TRE Workplan in 
ents are 

Plants, EPA/833-B-99/002, August 1999. 

l Toxicity Reduction 
s (TREs), EPA/600/2-88/070, April 1989.  

aluations:  Phase I Toxicity 

• Toxicity Identification Evaluation:  Characterization of Chronically Toxic 

n Evaluations:  Phase II Toxicity 
 Chronic Toxicity, 

  Phase III Toxicity 
d Chronic Toxicity, 

ion, EPA 600/R-92/081, September 1993. 

 and Receiving Waters 
rine Organisms, Fifth Edition, EPA-821-R-02-012, 

October 2002. 

• Short-term Methods for Estimating the Chronic Toxicity of Effluents and 
Receiving Waters to Freshwater Organisms, Fourth Edition, EPA-821-R-02-
013, October 2002. 

• Technical Support Document for Water Quality-based Toxics Control, 
EPA/505/2-90-001, March 1991.

the monitoring trigger more than 20
may require that the Discharger initiate a TRE. 

See the WET Accelerated Monitoring
clarification of the accelerated monitoring requirements and for the decision 
points for determining the need for TRE initiation. 

 The Discharger is
accordance with USEPA guidance.  Numerous guidance docum
available, as identified below:   

• Toxicity Reduction Evaluation Guidance for Municipal Wastewater Treatment 

• Generalized Methodology for Conducting Industria
Evaluation

• Methods for Aquatic Toxicity Identification Ev
Characterization Procedures, Second Edition, EPA 600/6-91/003, 
February 1991. 

Effluents, Phase I, EPA/600/6-91/005F, May 1992. 

• Methods for Aquatic Toxicity Identificatio
Identification Procedures for Samples Exhibiting Acute and
Second Edition, EPA/600/R-92/080, September 1993. 

• Methods for Aquatic Toxicity Identification Evaluations:
Confirmation Procedures for Samples Exhibiting Acute an
Second Edit

• Methods for Measuring the Acute Toxicity of Effluents
to Freshwater and Ma
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WET Accelerated Monitoring Flow Chart 
Figure F-1 
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harge may contain 
 contribute to an 
ires the 

ts’ potential effect in the 
s determined that 

 to cause or contribute to an 
e reopened and 

s. 

res the Discharger to 
C site-specific 

sary to protect 
 local drinking 

all recommend site-
the agricultural 
tte Creek , a water 
 Regional Water 

Board will evaluate the recommendations, select appropriate values, 
en the permit, as 

 for these 
bmitted to the Regional 

this order.   

y.  An effluent and 
y is required to ensure adequate 

t permit renewal.  Twice during the 
permit cycle, the Discharger is required to conduct monitoring of the 

at RSW-001 for all 
escribed in 
med twice during 

3. nt Practices and Pollution Prevention 

 
a  pollution prevention 

 13263.3(d)(1)(C).  
ction VI.C.3 and in section VI.C.7 of 

this Order, shall, at a minimum, meet the requirements outlined in CWC section 
13263.3(d)(2).  The minimum requirements for the pollution prevention plans 
include the following: 

i. An analysis of one or more of the pollutants, as directed by the State Water 
Board, a Regional Water Board, or a POTW, that the Facility discharges into 
water or introduces into POTWs, a description of the sources of pollutants, 
and a comprehensive review of the processes used by the Discharger that 
result in the generation and discharge of the pollutants. 

i. Constituent Study.  There are indications that the disc
constituents that have a reasonable potential to cause or
exceedance of water quality objectives.  This Order requ
Discharger to complete a study of these constituen
receiving water.  If after a review of the study results it i
the discharge has reasonable potential
exceedance of a water quality objective this Order may b
effluent limitations added for the subject constituent

ii. Salinity/EC Site-Specific Studies.  This Order requi
prepare and submit a report on the results of salinity/E
studies to determine appropriate salinity/EC levels neces
downstream beneficial uses.  The study shall determine
water intakes.  Based on these factors, the study sh
specific numeric values for salinity/EC that fully protect 
irrigation use designation of Magalia Reservoir/ Little Bu
of the United States, and a tributary to Butte Creek.  The

reevaluate reasonable potential for salinity/EC, and reop
necessary, to include appropriate effluent limitations
constituents.  The study shall be completed and su
Water Board within two (2) years of the affective date of 

iii. Effluent and Receiving Water Characterization Stud
receiving water monitoring stud
information is available for the nex

effluent at EFF-001/EFF-002 and of the receiving water 
priority pollutants and other constituents of concern as d
Attachment I.  Dioxin and furan sampling shall be perfor
permit cycle, as described in Attachment J. 

Best Manageme

. CWC Section 13263.3(d)(2) Pollution Prevention Plans. A
plan for aluminum is required in this Order per CWC section
The pollution prevention plans required in se
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ce the generation 
d alternative 

al impacts resulting from the use 

quired to investigate 
techniques. 

als and strategies, 

ion methods. 

er’s existing and planned pollution prevention 
sfers unless clear 

d to the satisfaction 
 POTW, and 

hat statement. 

aste Source Reduction and 
rticle 11.9 (commencing with section 

4. Construction, Operation, and Maintenance Specifications 

ents.  

tructed, operated, and 
or washout due to floods with a 100-

h wastewater shall be precluded through such means 
natives. 

onds shall be managed to prevent breeding of mosquitoes.  In 

iv. An erosion control program should assure that small coves and 
irregularities are not created around the perimeter of the water surface. 

v. Weeds shall be minimized. 

vi. Dead algae, vegetation, and debris shall not accumulate on the water 
surface. 

vii. Freeboard shall never be less than 2 feet (measured vertically to the 
lowest point of overflow. 

ii. An analysis of the potential for pollution prevention to redu
of the pollutants, including the application of innovative an
technologies and any adverse environment
of these methods. 

iii. A detailed description of the tasks and time schedules re
and implement various elements of pollution prevention 

iv. A statement of the Discharger’s pollution prevention go
including priorities for short-term and long-term action. 

v. A description of the Discharger’s existing pollution prevent

vi. A statement that the Discharg
strategies do not constitute cross-media pollution tran
environmental benefits of such an approach are identifie
of the State Water Board, the Regional Water Board, or the
information that supports t

vii. Proof of compliance with the Hazardous W
Management Review Act of 1989 [A
25244.12) of Chapter 6.5 of Division 20 of the Health and Safety Code) if the 
Discharger is also subject to that act. 

a. Settling/Drying Pond Operating Requirem

i. The treatment facilities shall be designed, cons
maintained to prevent inundation 
year return frequency. 

ii. Public contact wit
as fences, signs, and other acceptable alter

iii. P
particular, 
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 allowable 
d ancillary inflow 

ign seasonal 
tion using a return 

ed monthly in accordance with historical 

e less than 2 feet 
, except if lesser 
, no overflow of the 

direct precipitation or storm 
itation with greater 

t with an intensity 

x. Prior to the onset of the rainy season of each year, available pond 
ssary to comply 
ii above. 

ow shall not exceed 2.0 mgd. 

s defined in section 
ornia Code of Regulations (CCR), or 

 the CWC, to the treatment 
ponds is prohibited. 

nable odors originating at this Facility shall not be perceivable 
treatment and disposal areas (or 

 8.5. 

5. or Municipal Facilities (POTWs Only) – Not Applicable 

6. Other Special Provisions 

a. Ow ration of the 
Fa ner or operator of 
the existence of this Order by letter if, and when, there is any change in control or 
ownership of land or waste discharge facilities presently owned or controlled by 
the Discharger. 

b. Sludge/Biosolids Discharge Specifications 

i. Collected screenings, residual sludge, biosolids, and other solids 
removed from liquid wastes shall be disposed of in a manner approved 
by the Executive Officer, and consistent with Consolidated Regulations 
for Treatment, Storage, Processing, or Disposal of Solid Waste, as set 

viii. Ponds shall have sufficient capacity to accommodate
wastewater flow and design seasonal precipitation an
and infiltration during the non-irrigation season.  Des
precipitation shall be based on total annual precipita
period of 100 years, distribut
rainfall patterns.  Freeboard shall never be less than 2 feet (measured 
vertically to the lowest point of overflow). 

ix. Freeboard in the emergency storage ponds shall not b
(measured vertically to the lowest point of overflow)
freeboard does not threaten the integrity of the pond
pond occurs, and lesser freeboard is due to 
water runoff occurring as a result of annual precip
than a 100-year recurrence interval, or a storm even
greater than a 25-year, 24-hour storm event. 

storage capacity shall at least equal the volume nece
with the operating specification contained at section v

xi. The monthly average discharge fl

xii. The discharge of waste classified as “hazardous” a
2521(a) of Title 23, Calif
“designated”, as defined in section 13173 of

xiii. Objectio
beyond the limits of the wastewater 
property owned by the Discharger). 

xiv. Ponds shall not have a pH less than 6.5 or greater than

Special Provisions f

nership Change. To maintain the accountability of the ope
cility, the Discharger is required to notify the succeeding ow
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 20005, et seq.  
s (e.g., landfill, 

with valid waste discharge requirements issued by a Regional Water 

, sumps, ponds, 
rmance. 

 be confined to the 
des infiltration of 

tration that will violate 
rder.  In addition, the 

iosolids on Facility property 
manner that 

n of waste 
at will violate 

. of this Order. 

 existing federal and 
ments and 

s included in 40 CFR Part 503.  If the State Water 
oard are given the authority to 

ns contained in 40 CFR Part 503, this Order may be 
d technical 

mply with the standards and time 
r or not they have been 

c. Biosolids Disposal Requirements 

Reporting Program 

nge in biosolids use or disposal practice from a 
cer 

n advance of the 

iii. The Discharger is encouraged to comply with the “Manual of Good 
Practice for Agricultural Land Application of Biosolids” developed by the 
California Water Environment Association. 

d. Biosolids Storage Requirements 

i. Facilities for the storage of Class B biosolids shall be located, designed 
and maintained to restrict public access to biosolids.  

forth in Title 27, CCR, division 2, subdivision 1, section
Removal for further treatment, disposal, or reuse at site
composting sites, soil amendment sites) that are operated in accordance 

Board will satisfy these specifications. 

ii. Sludge and solid waste shall be removed from screens
clarifiers, etc. as needed to ensure optimal plant perfo

iii. The treatment of sludge generated at the Facility shall
Facility property and conducted in a manner that preclu
waste constituents into soils in a mass or concen
groundwater limitations in section V.B. of this O
storage of residual sludge, solid waste, and b
shall be temporary and controlled, and contained in a 
minimizes leachate formation and precludes infiltratio
constituents into soils in a mass or concentration th
groundwater limitations included in section V.B

iv. The use and disposal of biosolids shall comply with
state laws and regulations, including permitting require
technical standard
Board and the Regional Water B
implement regulatio
reopened to incorporate appropriate time schedules an
standards. The Discharger must co
schedules contained in 40 CFR Part 503 whethe
incorporated into this Order. 

i. The Discharger shall comply with the Monitoring and 
for biosolids disposal contained in Attachment E. 

ii. Any proposed cha
previously approved practice shall be reported to the Executive Offi
and USEPA Regional Administrator at least 90 days i
change.  
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intained to prevent 
hout or inundation from a storm or flood with a return frequency of 

lids, shall be designed 
 biosolids storage 
0 years. 

ies shall be designed, maintained and operated to 

nt limitations for 
minum limitations are considered a 'new interpretation' of a 

ality objective; therefore, since this is the first time an effluent limit 
for aluminum has been applied to the Discharger, this Order establishes a 

 requires full 

VIII. 

, the Regional Water 
d encourages public 

 Interested Parties 

 agencies and 
he discharge and 
ents and 

n was provided through the physical posting (posting at 
rnet posting.  

 Comments 

The staff determinations are tentative.  Interested persons are invited to submit written 
comments concerning these tentative WDRs.  Comments must be submitted either in 
person or by mail to the Executive Office at the Regional Water Board at the address 
above on the cover page of this Order. 

To be fully responded to by staff and considered by the Regional Water Board, written 
comments must be received at the Regional Water Board offices by 5:00 p.m. on 24 
April 2010. 

ii. Biosolids storage facilities shall be designed and ma
was
100 years. 

iii. Biosolids storage facilities, which contain bioso
and maintained to contain all storm water falling on the
area during a rainfall year with a return frequency of 10

iv. Biosolids storage facilit
minimize the generation of leachate. 

7. Compliance Schedules 

The Discharger cannot immediately comply with the new efflue
aluminum.  The new alu
narrative water qu

compliance schedule for the new, final, WQBELs for aluminum and
compliance by permit expiration. 

PUBLIC PARTICIPATION 

The Regional Water Board is considering the issuance of WDRs that will serve as an 
NPDES permit for the Facility.  As a step in the WDR adoption process
Board staff has developed tentative WDRs.  The Regional Water Boar
participation in the WDR adoption process. 

A. Notification of

The Regional Water Board has notified the Discharger and interested
persons of its intent to prescribe waste discharge requirements for t
has provided them with an opportunity to submit their written comm
recommendations.  Notificatio
city offices, county courthouse or city hall, local newspaper), and inte

B. Written



PARADISE IRRIGATION DISTRICT ORDER NO. R5-2010-0057  
PARADISE WATER TREATMENT PLANT NPDES NO. CA0083488 
 
 

 
Attachment F – Fact Sheet F-43 

 ng on the following date and time and at the following location: 

 

ity Control Board, Central Valley Region 

 
 At the public hearing, the Regional Water 

, WDRs, and permit.  Oral 
ant testimony should 

 may change.  Our Web address is 
rent agenda for 

 
ents Petitions 

 may petition the State Water Board to review the decision of the 
 regarding the final WDRs. The petition must be submitted within 

nal Water Board’s action to the following address: 

100 

g 

nt limitations and 
ther information are on file and may be 

me between 8:30 a.m. and 4:45 p.m., Monday 
pying of documents may be arranged through the Regional Water 

F. Register of Interested Persons 

Any person interested in being placed on the mailing list for information regarding the 
WDRs and NPDES permit should contact the Regional Water Board, reference this 
Facility, and provide a name, address, and phone number. 

G. Additional Information 

Requests for additional information or questions regarding this order should be directed 
to Ron S. Falkowski at 530-224-3227.

C. Public Hearing 

The Regional Water Board will hold a public hearing on the tentative WDRs during its 
regular Board meeti

Date:  27 May 2010 
Time:   8:30 a.m. 
Location:  Regional Water Qual
    11020 Sun Center Dr., Suite #200 
    Rancho Cordova, CA 95670 

Interested persons are invited to attend. 
Board will hear testimony, if any, pertinent to the discharge
testimony will be heard; however, for accuracy of the record, import
be in writing. 

Please be aware that dates and venues
www.waterboards.ca.gov/centralvalley where you can access the cur
changes in dates and locations. 

D. Waste Discharge Requirem

Any aggrieved person
Regional Water Board
30 days of the Regio

State Water Resources Control Board 
Office of Chief Counsel 
P.O. Box 100, 1001 I Street 
Sacramento, CA 95812-0

E. Information and Copyin

The Report of Waste Discharge, related documents, tentative efflue
special provisions, comments received, and o
inspected at the address above at any ti
through Friday. Co
Board by calling (530) 224-4845. 
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L ANALYSIS 
U s MC CC Wa r & Org Org. Onl Basin MCL Reasonable 

Potential 

G.  
ATTACHMENT G – SUMMARY OF REASONABLE POTENTIA

Constituent  nit MEC B C C C te y  Plan 

Aluminum, Total 87 7501 2,3 -- -- -- 200 Yes Recoverable  0µg/L 57  -- 87

Dichlorobromomethane µg/L 1.3 <1.0 0 80 Yes .56 -- -- 0.56 46 -- 
General Note: All inorganic concentrations are given 
recoverable. 

as a to

or lowest detecti

)
n Continuous Concentration (CTR or NTR) 

on of Water & 

n of Organisms 
NTR) 

Basin Plan = Numeric Site-specific Basin Plan Water Quality 
Objective 
MCL = Drinking Water Standards Maximum Contaminant Level 
NA = Not Available 
ND = Non-detect 

eria, Freshwater Aquatic Life 

reshwater Aquatic Life 

ater aquatic life of 87 µg/L may not be applicable 
because receiving water conditions are not similar to those under which the criterion was 
developed.  The discharge does exhibit reasonable potential to exceed the acute criterion for the 
protection of freshwater aquatic life and the secondary MCL for aluminum. 

 
 

tal Footnotes: 
(1) USEPA National Recommended Ambient Water Quality Crit

MEC = Maximum Effluent Concentration 
on 

Protection, 1-hour Average 
(2) USEPA National Recommended Ambient Water Quality Criteria, F

Protection, 4-day Average. 
(3) The chronic criterion for the protection of freshw

B = Maximum Receiving Water Concentration 
level, if non-detect 
C = Criterion used for Reasonable Potential Analysis 
CMC = Criterion Maximum Concentration (CTR or NTR
CCC = Criterio

 

Water & Org = Human Health Criterion for Consumpti
Organisms (CTR or NTR) 

uman Health Criterion for ConsumptioOrg. Only = H
r Only (CTR o

 
 

 
Attachment G – Summary of Reasonable Potential Analysis G-1 
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N OF WQBELS 
 
 

  Most Stringent Criteria Dilution F  atic Life Calcu Final Effluent 
Limitations 

H.  
ATTACHMENT H – CALCULATIO

actors Aqu lations 

Parameter n C HH CMC CC 
ECA 
ultipli
acute 

LTA 
acute 

ECA 
 

chr
LTA 

c 
Lowest AMEL 

ltipli
95 

A  
MDEL 

iplier
99 

MDEL
AL 

Lowest 
AMEL 

Lowest 
MDEL U its HH CMC CC  C M er Multiplier

onic LTA Mu er MELAL Multchroni

Aluminum 750 750 87 0.476 357 0.476 1.32 77.2 2.10 123 77.2 123 ug/L 0 0 0   58.7 58.7 

Dichlorobro
moethane ug/L 0.56 0.56 0.56 0 0 0 0.321 0.180 0.527 0.295 0.180 1.55 0.28 3.11 0.56 0.28 0.56 
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Attachment I – Effluent and Receiving Water Characterization Study I-1 

A RIZATION STUDY 
 
I h 2.4.4 of the SIP provide minimum standards for 

e State Water 

IP, effluent and 
eceiving water pH 

pollutants (such as 
etals) where the toxicity of the constituents varies with pH and/or hardness.  

geners.  In addition to 
he following 

ode of Regulation 
for the Sacramento and 

ns (Basin Plan).  The Basin Plan defines virtually all surface 
ial beneficial uses 

at, at a minimum, 
tic or municipal supply shall not contain 

concentrations of chemical constituents in excess of the MCLs contained in the 

n for application of 
compliance with the 

These are necessary because 
 constituents are hardness and pH dependent. 

ments for the 
hich are detailed in 
ode, this Order 

I
 

A. Twice during the Life of the Permit Monitoring.  Twice during the life of the permit 
priority pollutant samples shall be collected from the effluent and upstream receiving 
water (EFF-001/EFF-002 and RSW-001) and analyzed for the constituents listed in 
Table I-1.  The results of such monitoring be submitted to the Regional Water Board, 
prior to 180 days before permit expiration.   Each individual monitoring event shall 
provide representative sample results for the effluent and upstream receiving water.    

 
B. Once during the Life of the Permit Monitoring (dioxins and furans only).  Once 

during the life of the permit monitoring is required for dioxins and furans, as specified in 

 
I.  

TTACHMENT I – EFFLUENT AND RECEIVING WATER CHARACTE

. Background.  Sections 2.4.1 throug
analyses and reporting.  (Copies of the SIP may be obtained from th
Resources Control Board, or downloaded from 
http://www.waterboards.ca.gov/iswp/index.html).  To implement the S
receiving water data are needed for all priority pollutants.  Effluent and r
and hardness are required to evaluate the toxicity of certain priority 
heavy m
Section 3 of the SIP prescribes mandatory monitoring of dioxin con
specific requirements of the SIP, the Regional Water Board is requiring t
monitoring: 

A. Drinking water constituents.  Constituents for which drinking water Maximum 
Contaminant Levels (MCLs) have been prescribed in the California C
are included in the Water Quality Control Plan, Fourth Edition, 
San Joaquin River Basi
waters within the Central Valley Region as having existing or potent
for municipal and domestic supply.  The Basin Plan further requires th
water designated for use as domes

California Code of Regulations. 

B. Effluent and receiving water temperature.  This is both a concer
certain temperature-sensitive constituents, such as fluoride, and for 
Basin Plan’s thermal discharge requirements. 

. Effluent and receiving water hardness and pH.  C
several of the CTR

D. Dioxin and furan sampling.  Section 3 of the SIP has specific require
collection of samples for analysis of dioxin and furan congeners, w
Attachment J.  Pursuant to Section 13267 of the California Water C
includes a requirement for the Discharger to submit monitoring data for the effluent and 
receiving water as described in Attachment J.   
 

I. Monitoring Requirements.   

http://www.waterboards.ca.gov/iswp/index.html
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Attachment J. The results of dioxin and furan monitoring shall be submitted to the 
Regional Water Board with the quarterly priority data at the completion of the Effluent 
and Receiving Water Characterization Study, and during the fourth year of the permit 

 
l effluent samples shall be taken as grab samples.  All receiving water 

samples shall be ta
 

Table I-1.  Priority
Controlling Water Quality Criterion for 

Surface Waters

term. 
 

C. Concurrent Sampling.  Effluent and receiving water sampling shall be performed at 
approximately the same time, on the same date. 

D. Sample type.  Al
ken as grab samples. 

 Pollutants 

 
  

CTR   
# Constituent 

  

Num Basis
C ntr
ug/L or n

  
riterion 

Limit  
 or noted 

  
Suggested Test 

Methods 
CAS 

ber  

Criterion 
once ation 

Quantitation 
 C

oted1 ug/L

VOLATILE ORGANICS  

28 1,1-Dichloroethane 75343 Primary M 5 0.5 EPA 8260B CL 

30 1,1-Dichloroethene l Tox ule .05 0.5 EPA 8260B 75354 Nationa ics R 0 7 

41 ane 715 Primary M 0.5 EPA 8260B  1,1,1-Trichloroeth 56 CL 200 

42 1,1,2-Trichloroethane 7 ox ule 0.6 0.5 EPA 8260B 9005 National T ics R

37 1,1,2,2-Tetrachloroethane 7 oxic .17 0.5 EPA 8260B  9345 National T s Rule 0  

75 1,2-Dichlorobenzene 955 Taste & Odor 10 0.5 EPA 8260B 01 

29 1,2-Dichloroethane 107 onal Toxic .38 0.5 EPA 8260B 062 Nati s Rule 0  

  cis-1,2-Dichloroethene 15 rimary M  6 0.5 EPA 8260B 6592 P CL

31 1,2-Dichloropropane  Toxic 0.52 0.5 EPA 8260B 78875 Calif. s Rule  

101 1,2,4-Trichlorobenzene  120 blic Health Goal 5 0.5 EPA 8260B 821 Pu

76 1,3-Dichlorobenzene  54 ste & Odor 10 0.5 EPA 8260B 1731 Ta

32 1,3-Dichloropropene  5 ary M 0.5 0.5 EPA 8260B 42756 Prim CL 

77 1,4-Dichlorobenzene  106 Primary M  5 0.5 EPA 8260B 467 CL

17 Acrolein 107 quatic To  21 2 EPA 8260B 028 A xicity

18 Acrylonitrile 10 nal To e .05 2 EPA 8260B 7131 Natio xics Rul 0 9 

19 Benzene 71432 Primary M 1 0.5 EPA 8260B CL 

20 Bromoform 7 f. Toxic 4.3 0.5 EPA 8260B 5252 Cali s Rule 

34 Bromomethane 74839 Calif. Toxics Rule 48 1 EPA 8260B 

21 Carbon tetrachloride 56235 National Toxics Rule 0.25 0.5 EPA 8260B 

22 
Chlorobenzene (mono 
chlorobenzene) 108907 Taste & Odor 50 0.5 EPA 8260B 

24 Chloroethane 75003 Taste & Odor 16 0.5 EPA 8260B 

25 2- Chloroethyl vinyl ether 110758 Aquatic Toxicity 122  (3) 1 EPA 8260B 

26 Chloroform 67663 OEHHA Cancer Risk 1.1 0.5 EPA 8260B 

35 Chloromethane 74873 USEPA Health Advisory 3 0.5 EPA 8260B 

23 Dibromochloromethane 124481 Calif. Toxics Rule 0.41 0.5 EPA 8260B 
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ua  for Controlling Water Q
Surface Wa

lity Criterio
ters 

n

  

nstituent 

  
C

Nu Basis

on 
C ntr
ug/L or n

  
n 

itation 
Limit  
 or noted 

  
Suggested Test 

Methods 
CTR   

# Co
AS 
mber  

Criteri
once ation 

oted1 ug/L

 Criterio
Quant

27 Dichlorobromomethane 752 lif. Toxics le .56 0.5 EPA 8260B 74 Ca  Ru 0  

36 Dichloromethane 7 f. Tox  4.7 0.5 EPA 8260B 5092 Cali ics Rule

33 Ethylbenzene 1 O 29 0.5 EPA 8260B 00414 Taste & dor 

88 Hexachlorobenzene 118 lif. Toxics le 00 1 EPA 8260B 741 Ca  Ru 0.0 75 

89 Hexachlorobutadiene l Toxi ule .44 1 EPA 8260B 87683 Nationa cs R 0  

91 Hexachloroethane 677 onal Toxi ule 1.9 1 EPA 8260B 21 Nati cs R

94 Naphthalene 912 USEPA IRIS 14 10 EPA 8260B 03 

38 Tetrachloroethene  127 oxic 0.8 0.5 EPA 8260B 18 nal T4 Natio s Rule 

39 10 aste & Odor 42 0.5 EPA 8260B  Toluene 8883 T

40 ethylene 156 Primary M 10 0.5 EPA 8260B  trans-1,2-Dichloro  605 CL 

43  790 onal Tox ule 2.7 0.5 EPA 8260B  Trichloroethene 16 Nati ics R

44 loride 750 Primary M  0.5 0.5 EPA 8260B  Vinyl ch 14 CL

  yl-tert-butyl ether (M 1634 econdary L 5 0.5 EPA 8260B Meth TBE) 044 S  MC

  ethanTrichlorofluorom e 756 y M 150 5 EPA 8260B 94 Primar CL 

  
1,1,2-Trichloro-1,2,2-

ary M 1200 10 EPA 8260B Trifluoroethane 76131 Prim CL  

  Styrene 100 aste & Odor 11 0.5 EPA 8260B 425 T

  133 aste & Odor 17 0.5 EPA 8260B Xylenes 0207 T

SEMI-VOLATILE ORGANICS  

60 1,2-Benzanthracene  Toxic .004 5 EPA 8270C 56553 Calif. s Rule 0 4 

85 1,2-Diphenylhydrazine 122 nal Toxic ule .04 1 EPA 8270C 667 Natio s R 0  

45 2-Chlorophenol 955 aste and Odor 0.1 2 EPA 8270C 78 T

46 2,4-Dichlorophenol 12 ste an 0.3 1 EPA 8270C 0832 Ta d Odor 

47 2,4-Dimethylphenol 1  Toxic 540 2 EPA 8270C 05679 Calif. s Rule 

49 2,4-Dinitrophenol 5 o le 70 5 EPA 8270C 1285 National T xics Ru

82 2,4-Dinitrotoluene 12 nal Toxi ule 0.11 5 EPA 8270C 1142 Natio cs R  

55 2,4,6-Trichlorophenol 88062 Taste and Odor 2 10 EPA 8270C 

83 2,6-Dinitrotoluene 60 SEPA I .05 5 EPA 8270C 6202 U RIS 0  

50 2-Nitrophenol 251 uatic T 50 ( 10 EPA 8270C 54557 Aq oxicity 1 5) 

71 2-Chloronaphthalene 91587 Aquatic Toxicity 1600 (6) 10 EPA 8270C 

78 3,3'-Dichlorobenzidine 91941 National Toxics Rule 0.04 5 EPA 8270C 

62 3,4-Benzofluoranthene 205992 Calif. Toxics Rule 0.0044 10 EPA 8270C 

52 4-Chloro-3-methylphenol 59507 Aquatic Toxicity 30 5 EPA 8270C 

48 4,6-Dinitro-2-methylphenol 534521 National Toxics Rule 13.4 10 EPA 8270C 

51 4-Nitrophenol 100027 USEPA Health Advisory 60 5 EPA 8270C 

69 4-Bromophenyl phenyl ether 101553 Aquatic Toxicity 122 10 EPA 8270C 

72 4-Chlorophenyl phenyl ether 7005723 Aquatic Toxicity 122 (3) 5 EPA 8270C 
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ua  for Controlling Water Q
Surface Wa

lity Criterio
ters 

n

  

nstituent 

  
C

N Basis 

on 
Co tr
ug/L or n

  
n 

itation 
Limit  
 or noted 

  
Suggested Test 

Methods 
CTR   

# Co
AS 

umber 

Criteri
ncen ation 

oted1 ug/L

 Criterio
Quant

56 Acenaphthene 8 20 1 EPA 8270C 3329 Taste and Odor 

57 Acenaphthylene 2 eria e   10 EPA 8270C 08968 No Crit  Availabl

58 Anthracene 12 f. Toxi  ,60 10 EPA 8270C 0127 Cali cs Rule 9 0 

59 Benzidine 9 l Toxic 000 5 EPA 8270C 2875 Nationa s Rule 0. 12 

61 Benzopyrene) 
Benzo(a)pyrene (3,4-

5  Toxics ule .004 0.1 EPA 8270C 0328 Calif.  R 0 4 

63 Benzo(g,h,i)perylene 1 eria A le   5 EPA 8270C 91242 No Crit vailab

64 Benzo(k)fluoranthene 20 if. Toxi  004 2 EPA 8270C 7089 Cal cs Rule 0. 4 

65 Bis(2-chloroethoxy) methan 111 a Ava le   5 EPA 8270C e 911 No Criteri ilab

66 Bis(2-chloroethyl) ether 11 o le .03 1 EPA 8270C 1444 National T xics Ru 0 1 

67 Bis(2-chloroisopropyl) eth 396 uatic T  2 ( 10 EPA 8270C er 38329 Aq oxicity 12 3) 

68 Bis(2-ethylhexyl) phthalat 11 nal Tox le 1.8 3 EPA 8270C e 7817 Natio ics Ru

70 Butyl benzyl phthalate 856  10 EPA 8270C 87 Aquatic Toxicity 3 (7) 

73 Chrysene 21 if. Toxic .004 5 EPA 8270C 8019 Cal s Rule 0 4 

81 Di-n-butylphthalate 8 atic To   (7 10 EPA 8270C 4742 Aqu xicity 3 ) 

84 Di-n-octylphthalate 11 atic T   (7 10 EPA 8270C 7840 Aqu oxicity 3 ) 

74 Dibenzo(a,h)-anthracene 53 if. Toxics le .004 0.1 EPA 8270C 703 Cal  Ru 0 4 

79 Diethyl phthalate 846  2 EPA 8270C 62 Aquatic To tyxici 3 (7) 

80 Dimethyl phthalate 1 tic Tox ty 3 (7 2 EPA 8270C 31113 Aqua ici ) 

86 Fluoranthene 2  Tox  300 10 EPA 8270C 06440 Calif. ics Rule

87 Fluorene 8 f. Toxic 1300 10 EPA 8270C 6737 Cali s Rule  

90 Hexachlorocyclopentadien 774 1 1 EPA 8270C e 74 Taste and Odor 

92 Indeno(1,2,3-c,d)pyrene 1  Toxics ule .004 0.05 EPA 8270C 93395 Calif.  R 0 4 

93 Isophorone 78 nal Toxic 8.4 1 EPA 8270C 591 Natio s Rule 

98 N-Nitrosodiphenylamine 8 oxi ule 5 1 EPA 8270C 6306 National T cs R

96 N-Nitrosodimethylamine 62759 National Toxics Rule 0.00069 5 EPA 8270C 

97 N-Nitrosodi-n-propylamin 621 oxics R le EPA 8270C e 647 Calif. T u 0.005 5 

95 benzene l Tox le 17 10 EPA 8270C  Nitro 98953 Nationa ics Ru

53 Pentachlorophenol Toxi  8 EPA 8270C 87865 Calif. cs Rule 0.2  0.2 

99 Phenanthrene 85018 No Criteria Available   5 EPA 8270C 

54 Phenol 108952 Taste and Odor 5 1 EPA 8270C 

100 Pyrene 129000 Calif. Toxics Rule 960 10 EPA 8270C 

INORGANICS  

  Aluminum 7429905 Ambient Water Quality 87 50 EPA 6020/200.8 

1 Antimony 7440360 Primary MCL 6 5 EPA 6020/200.8 

2 Arsenic 7440382 Ambient Water Quality 0.018 0.01 EPA 1632 

15 Asbestos 1332214 
National Toxics Rule/ 

Primary MCL 7 MFL 
0.2 MFL 
>10um 

EPA/600/R-
93/116(PCM) 
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ua  for Controlling Water Q
Surface Wa

lity Criterio
ters 

n

  
T

Constituent 

  

Num Basis 

on 
C ntr
ug/L or n

  
n 

itation 
it  
oted 

  
Suggested Test 

Methods 
C R   

# 
CAS 

ber 

Criteri
once ation Lim

 Criterio
Quant

oted1 ug/L or n

   74 Plan O ive  EPA 6020/200.8 Barium 40393 Basin bject 100 100

3 Beryllium 7440 Primary M  4 EPA 6020/200.8 417 CL 1 

4 Cadmium 74 lth Goal .07 5 EPA 1638/200.8 40439 Public Hea 0  0.2

5a Chromium (total) 7 ary M 50 2 EPA 6020/200.8 440473 Prim CL 

5b ium (VI) 185 l al 0.2 0.5 EPA 7199/1636  Chrom 40299 Public Hea th Go

6 opper 744 nal Toxi ule 1 (2  EPA 6020/200.8 C 0508 Natio cs R 4. ) 0.5

14 anide 5 o e 5.2 5 EPA 9012A  Cy 7125 National T xics Rul

  e 7 Health Goal 0 EPA 300 Fluorid 782414 Public 100 0.1 

  743 condary L 300  EPA 6020/200.8 Iron 9896 Se  MC 100

7 Lead 74 f. Toxic 92 (  EPA 1638 39921 Cali s Rule 0. 2) 0.5

8 Mercury 74  Dev t    (11) EPA 1669/1631 39976 TMDL elopmen 0.0002

  anese 743
ry MC asin 

ective 50 20 EPA 6020/200.8 Mang 9965 
Seconda

Plan Obj
L/ B

9 Nickel oxics Rule 24  (2) 5 EPA 6020/200.8 7440020 Calif. T

10 Selenium 7782492 Calif. Toxics Rule 5 (8) 5 EPA 6020/200.8 

11 Silver 74 f. Tox  1 ( 1 EPA 6020/200.8 40224 Cali ics Rule 0.7 2) 

12 Thallium 74 o e 1 EPA 6020/200.8 40280 National T xics Rul 1.7 

  Tributyltin 68 nt Wa ity 06 0.002 EV-024/025 8733 Ambie ter Qual 0. 3 

13 Zinc 744
ics sin 

10 EPA 6020/200.8 0666 Plan Obj
Calif. Tox  Rule/ Ba

ective 54/ 16 (2) 

PESTICIDES - PCBs   

110 4,4'-DDD 7 f. Tox  0 0.02 EPA 8081A 2548 Cali ics Rule 0.00 83 

109 4,4'-DDE 7 f. Tox 00 0.01 EPA 8081A 2559 Cali ics Rule 0.0 59 

108 4,4'-DDT 5 f. Toxic 0 0.01 EPA 8081A 0293 Cali s Rule 0.00 59 

112 alpha-Endosulfan 9 l Toxic 6 0.02 EPA 8081A 59988 Nationa s Rule 0.05 (9) 

103 
alpha-H
(BHC

exachlorocyclohexane 
) 31 f. Tox  03 0.01 EPA 8081A 9846 Cali ics Rule 0.0 9 

  Alachlor 159 y M 2 1 EPA 8081A 72608 Primar CL 

102 Aldrin 30 f. Toxic 00 0.005 EPA 8081A 9002 Cali s Rule 0.0 13 

113 beta-Endosulfan  332 f. Tox  6 0.01 EPA 8081A 13659 Cali ics Rule 0.05 (9) 

104 beta-Hexachlorocyclohexane 319857 Calif. Toxics Rule 0.014 0.005 EPA 8081A 

107 Chlordane 57749 Calif. Toxics Rule 0.00057 0.1 EPA 8081A 

106 delta-Hexachlorocyclohexane 319868 No Criteria Available   0.005 EPA 8081A 

111 Dieldrin 60571 Calif. Toxics Rule 0.00014 0.01 EPA 8081A 

114 Endosulfan sulfate 1031078 Ambient Water Quality 0.056 0.05 EPA 8081A 

115 Endrin 72208 Calif. Toxics Rule 0.036 0.01 EPA 8081A 

116 Endrin Aldehyde 7421934 Calif. Toxics Rule 0.76 0.01 EPA 8081A 

117 Heptachlor 76448 Calif. Toxics Rule 0.00021 0.01 EPA 8081A 
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ua  for Controlling Water Q
Surface Wa

lity Criterio
ters 

n

  

# nstituent 

  
C

Number Basis 

on 
C ntr
ug/L or noted  

  
n 

itation 
Limit  

ug/L or noted 

  
Suggested Test 

Methods 
CTR   

 Co
AS 

Criteri
once ation 

1

 Criterio
Quant

118 Heptachlor Epoxide 102 o 0.01 EPA 8081A 4573 Calif. T xics Rule 0.0001 

105 Hexach
Lindane (gamma-

lorocyclohexane 5 f. T .01 0.019 EPA 8081A ) 8899 Cali oxics Rule 0 9 

119 PCB-1016 126 o 0.00017 (1 0.5 EPA 8082 74112 Calif. T xics Rule 0) 

120 PCB-1221 f. T 0.00017 0.5 EPA 8082 11104282 Cali oxics Rule  (10) 

121 PCB-1232 f. T 0.00017 0.5 EPA 8082 11141165 Cali oxics Rule  (10) 

122 PCB-1242 f. T 0.00017 0.5 EPA 8082 53469219 Cali oxics Rule  (10) 

123 PCB-1248 126 f. Toxi  0.00017 0.5 EPA 8082 72296 Cali cs Rule  (10) 

124 PCB-1254 110 oxics R le 0.00017 0.5 EPA 8082 97691 Calif. T u  (10) 

125 PCB-1260 11096 oxics R le 0.00017 (1 0.5 EPA 8082 825 Calif. T u 0) 

12 aphene 8001 lif. Toxics le 000 0.5 EPA 8081A 6 Tox 352 Ca  Ru 0. 2 

  ne 1 Heal .15 1 EPA 8141A Atrazi 912249 Public th Goal 0  

  azon 250 mary 18 2 
EPA 643/ 
515.2 Bent 57890 Pri  MCL 

  1563 G Hazard ess. 0.5 5 EPA 8318 Carbofuran 662 CDF  Ass

  2,4-D 94757 Primary MCL 70 10 EPA 8151A 

  n 759 nt Water Quality 110 10 EPA 8151A Dalapo 90 Ambie

  
bromo-3-chloroprop

 Hea l 01 1 EPA 8260B 
1,2-Di ane 
(DBCP) 96128 Public lth Goa 0.0 7 0.0

  ylhexyl)adipate 103 USEPA I 30  EPA 8270C Di(2-eth 231 RIS 5

  ary M  7 2 EPA 8151A Dinoseb 88857 Prim CL

  at 8 t Water Quality 0.5 
EPA 8340/ 
549.1/HPLC Diqu 5007 Ambien 4 

  al 14573 Primary M 100 45 EPA 548.1 Endoth 3 CL 

  Ethylene Dibromide 1  Cancer Risk 0.0097 0.02 EPA 8260B/504 06934 OEHHA

  ate 107 y M 700 HPLC/EPA 547 Glyphos 1836 Primar CL 25 

  10 EPA 8081A Methoxychlor 72435 Public Health Goal 30 

  am) 2 azard ess. 13 EPA 634 Molinate (Ordr 212671 CDFG H  Ass 2 

  2 Hea al 50 EPA 8318/632 Oxamyl 3135220 Public lth Go 20 

  Picloram 1918021 Primary MCL 500 1 EPA 8151A 

  rincep) PA 3.4 1 EPA 8141A Simazine (P 122349 USE  IRIS 

  Thiobencarb 28249776 
 Plan e/ 

Secondary MCL 1 1 HPLC/EPA 639 
Basin Objectiv

16 2,3,7,8-TCDD (Dioxin) 1746016 Calif. Toxics Rule 1.30E-08 5.00E-06 
EPA  8290 
(HRGC) MS 

  2,4,5-TP (Silvex) 93765 Ambient Water Quality 10 1 EPA 8151A 

  Diazinon 333415 CDFG Hazard Assess. 0.05 0.25 EPA 8141A/GCMS 

  Chlorpyrifos 2921882 CDFG Hazard Assess. 0.014 1 EPA 8141A/GCMS 

OTHER CONSTITUENTS  

  Ammonia (as N) 7664417 Ambient Water Quality 1500 (4)   EPA 350.1 

  Chloride 16887006 Agricultural Use 106,000   EPA 300.0 
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ua  for Controlling Water Q
Surface Wa

lity Criterio
ters 

n

  
T
# tuent 

  
CAS 

Number Basi

on 
Co tration 
ug/L or n

  
n 

itation 
Limit  

L or noted 

  
Suggested Test 

Methods 

 Criterio
Quant

C R   
 Consti s 

Criteri
ncen

oted1 ug/

     CF     Flow   1 S 

   (as CaCO3)     00   EPA 130.2 Hardness 50  

   Agents (MBAS   econdar   SM5540C Foaming ) S y MCL 500 

  1479 Primary M 2,000 EPA 300.0 Nitrate (as N) 7558 CL 10,000 

  147 rim 1000 400 EPA 300.0 Nitrite (as N) 97650 P ary MCL  

   Plan e -8 0.1 EPA 150.1 pH   Basin  Objectiv 6.5 .5 

  us, Total (as P) 772 SEPA 0.14   EPA 365.3 Phosphor 3140 U IRIS  

  nductance (EC) ural Use 700 umhos/cm   EPA 120.1 Specific co   Agricult

  condar 0,0 500 EPA 300.0 Sulfate   Se y MCL 25 00 

   S)   Taste and Odor 0.02   EPA 376.2 Sulfide (as 9 

  SM4500-SO3 Sulfite (as SO3)   No Criteria Available     

     Temperature   Basin Plan Objective oF  

  EPA 160.1 Total Disolved Solids (TDS)   Agricultural Use 450,000   
 :      FOOTNOTES

(1)  - The Criterion Concentrations serve only as a point of reference for the selection of the appropriate 
They do not indicate a regulatory decision that the c

analytical method.   
ited concentration is either necessary or sufficient for full                       

eficial uses.  Available technology may require that effluent limits be set lower than these values. 

 
 criteria for metals are expressed as a function of total hardness (mg/L) in the water body.           

rrespond to a total hardness of 40 mg/L. 

 

 
teria for ammonia are expressed as a function of pH and temperature of the water body.         

 

 

ough and specific constructed channels in the Grassland watershed. 

 

 (10)

 (11) ethods include: 

        s, USEPA; and 

        ence, USEPA 
 
III. Additional Study Requirements 
 

A. Laboratory Requirements.  The laboratory analyzing the monitoring samples shall be 
certified by the Department of Health Services in accordance with the provisions of 
Water Code 13176 and must include quality assurance/quality control data with their 
reports (ELAP certified).  In the event a certified laboratory is not available to the 
Discharger, analyses performed by a noncertified laboratory will be accepted provided a 
Quality Assurance-Quality Control Program is instituted by the laboratory.  A manual 

protection of ben

(2) - Freshwater aquatic life
Values displayed co

 

(3) - For haloethers 

(4) - Freshwater aquatic life cri
Values displayed correspond to pH 8.0 and temperature of 22°C. 

(5) - For nitrophenols. 

(6) - For chlorinated naphthalenes. 

 (7) - For phthalate esters. 

(8) - Basin Plan objective = 2 ug/L for Salt Sl 

(9) - Criteria for sum of alpha- and beta- forms. 

 - Criteria for sum of all PCBs. 

 - Mercury monitoring shall utilize "ultra-clean" sampling and analytical methods. These m

   Method 1669: Sampling Ambient Water for Trace Metals at USEPA Water Quality Criteria Level

   Method 1631: Mercury in Water by Oxidation, Purge and Trap, and Cold Vapor Atomic Fluores
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ratory and shall be 
ssurance-Quality 

m to USEPA guidelines or to procedures approved by the 

will be equal to or 
etection limits for 

ion concentrations 
g water quality 

procedure will be utilized that meets the lowest of the MLs and DLR.  
is not required to 
eves the desired 

m detection level. 

aboratory shall be 
 Appendix B (revised as of May 

D. 
eally, the RL should be 
itoring. 

 
ns for the presence of 

tocols: 
 

tion in the 

 equal to the 
tified,” or DNQ.  The 

ncentration of the sample shall also be reported. 

poses of data collection, the laboratory shall write the estimated chemical 
concentration next to DNQ as well as the words “Estimated Concentration”  (may 
shortened to “Est. Conc.).  The laboratory, if such information is available, may 
include numerical estimates of the data quantity for the reported result.  Numerical 
estimates of data quality may be percent accuracy (+ or – a percentage of the 
reported value), numerical ranges (low and high), or any other means considered 
appropriate by the laboratory. 

 
4. Sample results that are less than the laboratory’s MDL shall be reported as “Not 

Detected” or ND. 
 

containing the steps followed in this program must be kept in the labo
available for inspection by Regional Water Board staff. The Quality A
Control Program must confor
Regional Water Board. 

 
B. Criterion Quantitation Limit (CQL).  The criterion quantitation limits 

lower than the minimum levels (MLs) in Appendix 4 of the SIP or the d
purposes of reporting (DLRs) below the controlling water quality criter
summarized in Table I-1 of this Order.  In cases where the controllin
criteria concentrations are below the detection limits of all approved analytical methods, 
the best available 
Table I-1 contains suggested analytical procedures.  The Discharger 
use these specific procedures as long as the procedure selected achi
minimu

 
C. Method Detection Limit (MDL).  The method detection limit for the l

determined by the procedure found in 40 CFR Part 136,
14, 1999). 

 
Reporting Limit (RL).  The reporting limit for the laboratory.  This is the lowest 
quantifiable concentration that the laboratory can determine.  Id
equal to or lower than the CQL to meet the purposes of this mon

E. Reporting Protocols.  The results of analytical determinatio
chemical constituents in a sample shall use the following reporting pro

1. Sample results greater than or equal to the reported RL shall be reported as 
measured by the laboratory (i.e., the measured chemical concentra
sample). 

 
2. Sample results less than the reported RL, but greater than or

laboratory’s MDL, shall be reported as “Detected, but Not Quan
estimated chemical co

 
3. For the pur
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Format.  The monitoring report shall contain the following information for each 

the constituent. 

3. The date the sample was collected. 

d.  For organic analyses, the extraction data will 
hold times are not exceeded for prepared samples. 

on Limit (CQL). 

ion Limit (MDL), as determined by the 
procedure found in 40 CFR Part 136, Appendix B (revised as of May 14, 1999). 

10. The laboratory’s lowest reporting limit (RL). 

11. Any additional comments. 

F. Data 
pollutant: 

1. The name of 

2. Sampling location. 

4. The time the sample was collected. 

5. The date the sample was analyze
also be indicated to assure that 

6. The analytical method utilized. 

7. The measured or estimated concentration. 

8. The required Criterion Quantitati

9. The laboratory’s current Method Detect
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Attachment J – Dioxin and Furan Sampling J-1 

CDD).  In addition to 
3,7,8-CDDs) and 
 those of 2,3,7,8-

 of the congeners.  
o 2,3,7,8-TCDD (whose 

TEF equals 1.0).  In June 1997, participants in a World Health Organization (WHO) expert 
meeting revised TEF values for 1,2,3,7,8-
TEFs f s, are shown below: 
 
 

lency Factors (TEFs r 2,3,7,8-TCDD Equivalents 
TEF 

 
J.  

ATTACHMENT J – DIOXIN AND FURAN SAMPLING 
 
The CTR includes criteria for 2,3,7,8-tetrachlorodibenzo-pdioxin (2,3,7,8-T
this compound, there are many congeners of chlorinated dibenzodioxins (2,
chlorinated dibenzofurans (2,3,7,8-CDFs) that exhibit toxic effects similar to
TCDD.  The USEPA has published toxic equivalency factors (TEFs) for 17
The TEFs express the relative toxicities of the congeners compared t

PentaCDD, OctaCDD, and OctaCDF.  The current 
ongeners, which include the th evised valueor the 17 c ree r

Toxic Equiva ) fo
Congener 
2,3,7,8-TetraCDD 1 
1,2,3,7,8-PentaCDD 1.0 
1,2,3,4,7,8-HexaCDD 0.1 
1,2,3,6,7,8-HexaCDD 0.1 
1,2,3,7,8,9-HexaCDD 0.1 
1,2,3,4,6,7,8-HeptaCDD 0.01 
OctaCDD 0.0001 
2,3,7,8-TetraCDF 0.1 
1,2,3,7,8-PentaCDF 0.05 
2,3,4,7,8-PentaCDF 0.5 
1,2,3,4,7,8-HexaCDF 0.1 
1,2,3,6,7,8-HexaCDF 0.1 
1,2,3,7,8,9-HexaCDF 0.1 
2,3,4,6,7,8-HexaCDF 0.1 
1,2,3,4,6,7,8-HeptaCDF 0.01 
1,2,3,4,7,8,9-HeptaCDF 0.01 
OctaCDF 0.0001 

 
 
The Discharger shall conduct effluent and receiving water monitoring for the 2,3,7,8-TCDD 

rs being 
ter.  Effluent and upstream receiving water 

shall be monitored for the presence of the 17 congeners once during dry weather and once 
during wet weather for 1 year within the term of the study. 
 
The Discharger shall report, for each congener, the analytical results of the effluent and 
receiving water monitoring, including the quantifiable limit and the method detection limit, and 
the measured or estimated concentration. 
 
In addition, the Discharger shall multiply each measured or estimated congener concentration 
by its respective TEF value and report the sum of these values. 

congeners listed above to assess the presence and amounts of the congene
discharged and already present in the receiving wa
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